Sprinkler Permits by townswithin selected counties Date Range 1/1/1990 to 10/30/201

Thisreport was printed 29-Oct-12

Town Project Name  Street Location Contractor Activity System Standard Safety Water Data

Androscoggin

Wet/Dry Count DatePer mit

Androscoggin

Auburn 600 Turner Street Turner Street High Tech Fi Unoccu New NFPA 13 44

Auburn A-1 Auto Center Street Denali Fire P Apartm New Maine Life 8 @suBT 20 pump rated at 50 gpm at 50 psi
Auburn Acadia National Health Rodman Road Eastern Fire  Office New & Ren NFPA 13 13/9D5tatic 92, 3947 GPM at 80 psi

Auburn Acetylene CompressingAdams Street Exte High Tech Fi Acetyle New Special Haz @05 static, 93 residual at 1210 gpm, 6-10-89
Auburn Advantage Business SeMerrow Road High Tech Fi Busines Existing NFPA 13

Auburn Akers & Crysler 1253 Hotel Road  High Tech Fi Mercan Renovation NFPA 13 /a m/a

Auburn Allied Health & Safety 1250 Turner Street Sprinkler Sys Educati Existing & - 13 17. Static 106, residual 87 at 1174 GPM, te8%08/87
Auburn Androscoggin Home CaStetson Road Sprinkler Sys Hospic New NFPA 13 5 68 staitit48 residual at 1034 gpm, 4-4-05
Auburn Auburn Baptist Church 227 Poland Road  High Tech Fi Church New NFPA 13 5 Sefiaesidual 65 at 2825 GMP, tested 11/94
Auburn Auburn Chiropractic CeMillet Drive High Tech Fi Office  New NFPA 13 14 95 statnd 83 residual at 2426 gpm, 1997.
Auburn Auburn Community Ce 41-43 Second Stre High Tech Fi Commu New NFPA 13 5 SW#jgesidual 30 at 1900 GPM, tested 11/21/94
Auburn Auburn Community Ce 41-43 Second Stre High Tech Fi  Multip Existing & n NFRA dn 72 static, 30 residual at 1900 gpm, 11-21-94
Auburn Auburn CVS Court & Union Str  Sprinkler Sys Mercan New NFPA 13 18 XK2aic and 95 residual at 1860 gpm, 5-20-97
Auburn Auburn Elementary Sch Maine Fire P Educati New NFPA 13 8 32 static and 16&dresiat 2080 gpm, 2005. Patterson M Wet
Auburn Auburn Esplanade Great Falls Plaza  Atlantic Auto Busines EXxisting & n P13 dn

Auburn Auburn Hall 34 Court Street Eastern Fire  Office New NFPA 13 6  8ficsnd 65 residual at 1110 gpm, 4-26-02
Auburn Auburn Home for Aged Pleasant Street Sprinkler Sys Retirem Existing & n NARBA 5 55 static and 45 residual at 1611 gpm, 5-23-97
Auburn Auburn Inn, (Renovatio 1777 Washington  Maine Fire P Hotel New Hydro-Pro na na

Auburn Auburn Inn, (Renovatio Washington Street Maine Fire P Hotel New Hydro-Pro 13 s&@fic and 70 residual at 3603 gpm, 5-23-96

221 5/26/2007
Wet 82 12/24/2005
Dry 43 4/20/1999

Wet 25 4/2/1997

0 6/2/1993
Wet 27 11/9/2004
Wet 0 3/31/1992

Dry 198 4/30/2005
Dry 0 11/29/1994
Dry 109 11/15/2004
Dry 012/22/1994
y Dr 32 9/11/1997
Wet 99 8/31/1998
461 12/29/2005
Wet 65 3/17/1999
Wet 555 8/18/2003
ry D198 10/31/2001
Wet 168 11/7/2003

Wet 386 4/10/2001
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Auburn Maintenance G Pettingill Park Roa Sprinkler Ser Mainte New
Auburn Mall, (Christop 550 Center Street,

Auburn Mall, (Shoe ShoAuburn Mall Eastern Fire Mercan Renovation

Auburn Manufacturing First Flight Drive  Eastern Fire  Industri New

Street Location Contractor Activity System Standard Safety

Eastern Sprin Mercan Renovation ANFP

NFPA 13

Water Data
NFPA 13 169 Btatic and 93 residual at 1618 gpm, 10-96
n/a nla

NFPA 13 ni@a n

8 0 $atic, 40 residual at 3222 gpm, 6-20-95

Wet 40

Wet 60

Wet/Dry Count DatePer mit

Dry 95 8/6/1998

5/21/2004

11/15/2004

Wet 295 7/30/1996

Auburn Plaza, (Seniors Center Street High Tech Fi Busines Renovation NFPA 13 @D static and 55 residual at 410 gpm, 10-18-99 f2anc Wet 83 7/6/2000
Auburn Post Office Rodman Road Eastern Fire  Post Of Both NFPA 13 6.4 9S8 residual, 3891 gpm Wet 28  5/27/1998
Auburn Public Library 49 Spring Street High Tech Fi Library New NFPA 13 7 S#tistand 54 residual at 658 gpm, 5-97 Wet 380 1/18/2005
Auburn WalMart Super 100 Mount Auburn Eastern Fire  Mercan New NFPA 13 6.0 eldtlast water test;8/1/2000; Static;68;Residdalfd Dry 2139 6/5/2001
B. J. Wholesale Club  Mount Auburn Av  Maine Fire P NFPA 231 8 Static 72, desil 50 at 1021 GPM, tested 03/17/95 Wet 0 4/25/1995

Bachmann Industries Lewiston Junction Eastern Sprin Manufa Existing & n IMF13

Barker Mill Arms Apart 143 Mill Street

Bedette Dental Office  Mount Auburn Av  High Tech Fi Dental New

Black Watch Pub 82-84 Court Street  Atlantic Auto Assemb New

BMA Androscoggin 9 Industry Way Sprinkler Sys Offices, Renovation

Broadview Acres RehalBroad Street Sprinkler Sys Apartm New, partial

C. W. Hayden Rodman Road High Tech Fi Busines Existing

C. W. Hayden 306 Rodman Road High Tech Fi Busines New

Center Street Dental 26 Cross Street Eastern Sprin Busines Renovation

Central Maine OrthopaeMinot Avenue Sprinkler Sys Medica New

Chamberlain School  High Street High Tech Fi Educati New

Chapman Trucking North Washington High Tech Fi Storage New

High Tech Fi Apartm Existing & n NFPA1

Maine Life 6

NFPA 13 5

Hydro-Pro

11 85 static and 70 residual at 2080 gpm, B&1-

67 110 static and 88 residual at 3700 gpm, 5-19-97
Seatic and 25 residual at 183 gpm, 11-14-03
NFPA 13 9 s6fic and 65 residual at 1139 gpm, 5-22-97
NFRA 1 06/07/95 Static 81, 949 GPM at 43 psi
NFPA 13 n @2 static, 29 residual at 803 gpm, 1988-1989
NFPA 13 10.1iS8, residual 75 at 2827 GPM tested 87
NFPA 13 9 S8tigesidual 75 at 2827 GPM tested 1991
NFBPA 112 110 static and 47 residual at 3480 gpm, 5-19-97
93 statidl 80 residual at 1316 gpm, 8-6-96

20 50istand 30 residual at 740 gpm, 7-31-03

NFPA 231 7 4@8ic, 73 residual at 1065 gpm, 6-13-89

Dry 53 8/22/2001

et W 45 9/27/1999
Wet 9411/15/2003
Wet 6410/28/1998

Wet 98  6/3/1999

Wet 25 1/12/1996
0 11/20/1991

Wet 0 1/11/1995
et W 47 10/24/2002
Wet 459 4/13/2001

Wet 149 6/17/2005

Dry 212 11/6/1996



Town

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Clover Living Center 440 Minot Avenue Eastern Fire  Assiste Existing NFPA 1310 Static 90, residual 65 at 2736 GPM tested 07/01/8 0 10/27/1992
Clover Manor Nursing 440 Minot Avenue Eastern Fire  Nursing Existing NFPA 13 46 Static 90, residual 65 at 2736 GPM, Wet 0 4/17/1991
CMCC, (Residence HallTurner Street High Tech Fi Residen New NFPA13R 9 Wastran 5-16-07 gave 58 static and 50 residual. 257 9/16/2006
CMTC Dorms 1250 Turner Street Sprinkler Sys Dormit  New NFPA 13 6 stflic and 58 residual at 966 gpm, 4-14-03 Dry 227 5/12/2003
CMTC Learning Center Turner Street Eastern Fire  Educati New NFPA 13 7.0 Dhtest Water test; 10/23/01; Static PressureRib; Wet 180 11/10/2001
Colonial Ridge Commu Hardscrabble Road Denali Fire P 34 1/15/2005
Colonial Ridge CondomEast Hardscrabble Denali Fire P Residen New NFPA 13R & static and 43 residual at 950 gpm, 8-5-05 Wet 210 9/27/2005
Colonial Ridge CondomEast Scrabble Roa Denali Fire P Residen New NFPA 13R 5 st and 43 residual at 2300 gpm, 5-23-96 Wet 128 6/11/2005
Concord Insurance 572 Kittyhawk Av  Eastern Fire  Boat Re New NFPA 13 15 stdxic and 59 residual at 3085 gpm, 5-22-98 Wet 154 1/5/2006
Consolidated Counters 1130 Minot Avenu Eastern Fire  Storage New NFPA 231 7 stéfic, 15 residual at 1655 gpm, 6-96 Wet 260 2/11/1997
Cote Corporation 1996 Hotel Road Eastern Fire  Storage New additio NFPA 2316 89 static, 45 residual at 920 gpm, 4-29-96 Dry 218 6/10/1996

Court Street Family Pra871 Court Street High Tech Fi Health Existing&n NFP2 27 95 static and 70 residual at 2000 gpm, 8-01-96 Dry 90 12/28/2004

Court Street Senior HouCourt Street High Tech Fi Elderly New Maine Life 14 18t#0, residual 45 at 178 GPM tested 05/04/93 Wet 0 8/24/1993

CV Finer Foods 176 First Flight Dri Dean & Ally Food Pr New NFPA 13 155 6tatic and 54 residual at 3085 gpm, 5-22-96 Wet 420 4/23/2001

CV Finer Foods, (OfficeFirst Flight Drive  Dean & Ally  Office  Existing & n NFPA3 13 65 static and 54 residual at 3085 gpm, 8-86rl€ss boos Wet 68 10/22/2001

CW Hayden Rodman Road High Tech Fi Storage New NFPA 13 24 79 shamic67 residual at 4680 gpm, 1997. Pump rated We#7 2 10/21/2002
Dollar Tree Center Street Denali Fire P Mercan Renovation NFPA 13 & stétic and 25 residual at 1611 gpm, 7-16-96 Wet 103 11/9/2005
Donald Rossignol Resid49 Hillcrest Ave Northern Htg Residen New System NFR®1 4 8 6/21/2012
Eagle Properties 670 Turner Street  High Tech Fi Bank/ New NFPA 13 $t@6, residual 59 at 1062 GPM, tested 05/12/95 Wet 3 11 6/14/1995
East Auburn School  Pettingill Road High Tech Fi Educati New NFPA 13 5 8ltistand 50 residual at 1224 gpm, 6-98 Dry 441 4/27/2000
Edward Little High Sch Auburn Heights Eastern Fire  Educati New NFPA 13 8 66@cstd8 residual at 243 gpm, 5-1-97, and Peerl®saMet 298 6/17/1997
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Project Name  Street Location Contractor Activity System Standard Safety Water Data

Edward Little House  Main Street Sprinkler Sys Office  New

Wet/Dry Count DatePer mit
Maine Life 8 MonaCE 500-SD 5hp pump rated at 40 gpm at 65 p Wet

52 5/7/2005

Emerson Toyota 946 Center Street  High Tech Fi Mercan New NFPA 13 8 @fcsand 39 residual at 2942 gpm, 7-29-97 Wet 166 7/16/2003
Emerson Toyota, (Addit946 Center Street  High Tech Fi Mercan Existing&n NEEA 12 Drain test 4/6/07 gave 88 static and 68 residu 36 3/9/2007
Enefco International 1130 Minot Avenu Eastern Fire  Storage Existing&n KFEBB1C 14 77 static and 15 residual at 1655 gpm, 6-96 Wet 142 5/11/1999
Evergreen Subaru 762 Center Street  High Tech Fi Auto D New NFPA 13 6 &histand 37 residual at 2563 gpm, 1996, then 79 &ty 232 9/12/2005

Fairview Elementary ScMinot Avenue High Tech Fi Educati New NFPA 13 5 87 stabie residual at 1300 gpm, 8-7-96

Falcon Rule First Flight Drive  Eastern Fire  Wood P New NFPA 231C 9 3 static and 56 residual at 3289 bpm, 5-22-96
Farm Credit of Maine 615 Minot Avenue High Tech Fi Office  New NFPA 13 46 9A&t&t and 83 residual at 2426 gpm, 7-10-97. PumpWat 318
Fiber Recycle Facility 586 Lewiston Junc Northstar Fir ~ Mill New NFPA 13 8  Stalig, residual 70 at 2000 GPM

Florian's Market Main Street

Formed Fiber Technolo Allied Road Eastern Fire  Fiber St Existing & n NFPA 13 13 90 static and 69 residual at 3721 gpm, 5-21-97

Future Guard, (2nd FloaMerrow High Tech Fi Office Renovation NFPA 13 n/a n/a

Gates Fibre 10 Washington Str  Sprinkler Sys Rack St New NFPA 231C 50 stéitus and 69 residual at 3721 gpm, 5-21-97

Gates Formed Fibre ~ Washington Street  Sprinkler Sys Recycli Existing NFRA 1 14 Static 90, residual 70 at 1360 GPM, tested 1992
Gates Formed Fibre  Washington Street  Sprinkler Sys Manufa New & exist NFERRA 14 Static 86, residual 70 at 1360 GPM tested210/9

Gates Formed Fibre Prd?. O. Box 1300 Eastern Fire  Industri Existing & n NFP&\ 13. Static 85, residual 64 at 1204 GPM, test¢d283
Gates Formed Fibre, (MWashington Street Eastern Sprin Product New NFPA 13 25st&x and 70 residual at 3721 gpm, 5-21-97
General Electric, (PlatinPoland Road Eastern Fire  Plating Existing&n NFPA 13 1 88 static and 75 residual at 1178 gpm, 6-4-99
Goff Building One Auburn Cente Automatic S Office  Existing NFPA 13 NdBiven

Good Shepherd Food BHotel Road Sprinkler Sys Food St New NFPA231 5 90ctatid 20 residual at 2080 gpm, 5-21-96

Hampshire Street ApartHampshire Street  Eastern Fire  Apartm New NFPA 13R  11stéBc and 58 residual at 1010 gpm, 4-27-04

Eastern Fire Mercan Existing & n NFPA 13 . I%tatic 65, residual 47 at 2311 GPM tested 07/02/93 Dry

Wet 687 2/28/1997

Wet 515 1/6/2000

10/3/2003

Wet 0 8/31/1994

7/19/1993

Wet32 12/16/2004

Wet 100

4/22/2004

Wet 9126 2/22/1999

etW O 5/30/1995
Wet 0 11/13/1992
Wet 0 6/30/1993

Wet 36 2/1/2002
Wet 7 17 6/22/2001
Wet 0 11/2/1993

Dry 509  2/6/2001

Wet 75 5/26/2004
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Hilton Garden Inn Route 4 & 202 Eastern Fire  Hotel New

Home Depot Mount Auburn Av  Eastern Fire  Buildin New

Hoyts Cinemas Auburn Plaza Eastern Fire  Assemb Existing

JB Brown Warehouse ARodman Road Sprinkler Sys Rollpa New

Jo-Ann Fabrics Center Street High Tech Fi Mercan Existing

John F Murphy Home 800 Center Street  High Tech Fi New

John F. Murphy School Falcon Drive

K-Mart Center Street Eastern Fire  Mercan Existing

L & A Compositing Fac Penley Corner Roa Sprinkler Sys Manufa Existing

Lake Street School Lake Street High Tech Fi Educati New

Lamey Welleham Turner Street High Tech Fi Mercan New

Lapointe Industries, (PhFirst Flight Drive  Eastern Fire  Manufa New

Lechter's Auburn Mall High Tech Fi Mercan Existing

Lepage Bakery, (AdminAuburn Business P High Tech Fi Busines New
Longhorn Steakhouse Maine Fire P Restaur New
Louis Chevrolet, (Phase946 Center Street  High Tech Fi Car De New
Louis Chevrolet, (Phase946 Center Street  High Tech Fi  Office/ New

Lowes of Auburn Mt. Auburn Avenu Eastern Fire  Mercan New

Maine Family Credit UnMinot Avenue
Maine Oxy Adams Street Exte High Tech Fi Manufa New

Maine Oxy Adams Street Exte High Tech Fi Acetyle New

High Tech Fi Educati New System

High Tech Fi Storage Renovation

Street Location Contractor Activity System Standard Safety

NFPA 13

Water Data
6 80 stamid 65 residual at 1110 gpm, 4-26-02 Wet

NFPA 13 & 471/18/97 Static 67, 2200 GPM at 24 psi / PeerledsFdAWet 1671

None Given 0

NFAP 231F 5  8icstaid 66 residual at 3028 gpm, 5-8-98 Wet

NFPA 13 13 tiS®il, residual 66 at 1155 GPM, tested 1987 Wet

Maine Life 37 9Sistand 39 residual at 2942 gpm, 7-29-97 Wet

Maine Life8 29
NFPA 13 1AtiS109, residual 89 at 1404 GPM tested 06/89 Wet 0
NFPA 1312 Peerless Pump 500 GPM at 84.86 psi Dry

NFPA 13 10 65 statid 60 residual at 658 gpm, 7-96 Wet

NFPA 13 6 67 stamid 28 residual at 2791 gpm, 7-96 Dry

NFPA 13 7 datic and 40 residual at 3222 gpm, 6-20-95 Wet

NFPA 13 StaBid, residual 73 at 1165 GPM, tested 06/89
NFPA 13 5.8std@fic, 40 residual at 558 gpm, 6-6-91 Dry

NFPA 13 28 91 static and 7@uwasat 1300 gpm, 2005 Wet
NFPA 13 25 t@ficsand 39 residual at 2942 gpm. 7-29-97 Wet

NFPA 13 19 sffic and 39 residual at 2942 gpm, 7-29-97 Wet

NFPA 13 4  Tistand 53 residual at 2080 gpm, 1-6-04. Pattegsbmny 1766
NFPA 13 10 static and 71 residual at 1300 gpm, 8-6-96. Pratgp Wet 50
NFPA 13 13 4t@dfic and 74 residual at 1300 gpm, 6-10-97 Wet 255
NFPA 13 19 4&efic and 74 residual at 1300 gpm, 6-1997 Wet 31

Wet/Dry Count DatePer mit
557 10/17/2002

6/1/1999

10/17/1990

452 5/23/2001

0 4/22/1992

98 3/17/2003

7/26/2012

5/9/1994

0 9/25/1992

144 7/27/2000

157 3/17/2005

74212/15/2000

0 5/19/1992

305 10/2/1996

108 11/19/2005

106 12/17/2002

315 5/10/2003

7/7/2004

5/4/2002

3/6/2002

1/1/2005
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Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Martindale Country Clu Martindale Road Eastern Fire  Assemb Existing NFPA 13 5tati&S54, residual 40 at 943 GPM tested summe®881 Dry 0

Maurices Center Street High Tech Fi Mercan Renovation NFPA 13 14 stétic and 48 residual at 3051 gpm, 8-26-98
Mechanics Row ParkingMechanics Row Eastern Fire  Parking New NFPA 14 18 Madunatharged by local fire dept pumper truck.
Medical Office Building 190 Stetson Road  Sprinkler Sys Office New NFPA 13 5 @fcsand 12 residual at 1973 gpm, 5-20-97

Merrill School

Michael's

116 Western Aven High Tech Fi  School Existing NFPA 13 5 tatiB 46, residual 21 at 683 GPM

600 Center Street  High Tech Fi Mercan Renovation NFBA1 dn dna

Mid Maine Waste Actio Goldwaithe Road  Sprinkler Sys Industri Existing NFPARL3

Wet 36

Dry 0

Wet 147

Dry 0

Wet 22

Millett/Potvin Realty, ( 155 Center Street  Eastern Sprin  Busines Renovation NFPA dn 115 static and 105 residual at 2" main drest, 4-10-00 Dry 110

4/7/1993

9/12/2003

4/22/2002

2/10/2003

9/7/1994

6/27/1995

2/21/1991

5/4/2000

Wet 50 6/4/2002

12/4/1996

3/1/1994

1/10/1995

Dry  30510/10/2000

MMWAC 1 Goldthwaite Roa Eastern Fire  Recycli New NFPA 13 18erlees GAE14G pump rated at 1500 gpm at 80 psi

Morgan's Auto Supply - Center Street Eastern Fire Mercan New NFPA 13 10 10RsE3 residual at 1200 gpm, 6-96 Wet 152
Morrison & Sylvester 1175 Minot Avenu Eastern Fire  Office  New NFPA 13 9 B2, residual 43 at 949 GPM, tested 07/88 & 1993 t We O
Morrison & Sylvester  Minot Avenue Eastern Fire  Office New additio NFPA 13 ditibn to existing system Wet 0
Morse Brothers West Hardscrabble Eastern Fire  Repair New NFPA 13 10st&¥c and 20 residual at 1500 gpm, 5-20-97

Motor Home Center ~ Washington Avenu High Tech Fi Repair New NFPA 13 7  Bistand 80 residual at 949 gpm, 5-97 Wet 240
Munroe Inn 123 Pleasant Aven Simplex Grin Bed & New NFPA 13R  3.8stilic and 27 residual at 1740 gpm Wet 77
Munroe Inn, (Carriage 123 Pleasant Aven Simplex Grin Residen Existing&n NBBR 9 47 static and 27 residual at 1740 gpm, 84.3-9 Wet 37
Murphy Foundation Bradman Road High Tech Fi Busines Existing Maine Life2 @Static 110, residual 73 at 1096 GPM Wet 0
Murphy Foundation, IncMinot Avenue High Tech Fi Busines Existing NFPA 13 StatD, residual 32 at 652 GPM Dry 0
Murphy Group Home 124 Northern Aven High Tech Fi Group  New Maine Life 3615 static, 98 residual at 3260 gpm, ? Wet 42
Murphy Home Old Danville Road High Tech Fi Group  New Maine Life 5 o@d Pump Model NPE Wet 42
Murphy House Hotel Road High Tech Fi Group  Existing Maine Life 34 aft 82, residual 38 at 919 GPM Wet 0

2/19/2003

4/18/2000

5/4/2000

1/15/1993

9/19/1991

2/20/1996

12/7/1995

1/15/1993
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Street Location Contractor Activity System Standard Safety

NAPA Auto, (Sign Stor Center Street

Ness Oil Addition

249 Washington St

Ninety-five Main Street, 95 Main Street

Oak Street Apartment Oak Street

Odd Fellows

309 Fairview Aven

Odd Fellows Home DiniFairview Avenue

Office Max

Union Street

One-hundred-nine Davi109 Davis Road

P & G Tambrands

2879 Hotel Road

P&G Tambrands 2012 £847 Hotel Road

P&G Tambrands WarehHotel Road

Pac-Sun Swimwear

Paine Incense

Panera Bread

Parts of America

Route 4, Auburn

Kittyhawk Avenue

Turner St.

Center Street

Patroni Oxford Mutual | Harriman Drive

Paul Berry Garage

Pep Boys, (Auburn)

33 Industry Avenu

285 Center Street

Performance Painting Omni Circle

Performance Painting Omni Circle

Performance Painting C63 Omni Circle

Sprinkler Sys Mercan

Eastern Fire  Storage
Eastern Fire  Storage
High Tech Fi

Eastern Fire  Busines
Eastern Fire  Assemb
Sprinkler Ser Mercan

High Tech Fi Boardin
Eastern Fire  Manufa
Eastern Fire  Manufa
Eastern Fire  Wareho

Eastern Sprin Mercan

Eastern Fire  Busines
Eastern Fire  Restaur
High Tech Fi Mercan
High Tech Fi Busines

Sprinkler Sys School

Sprinkler Sys Mercan

Eastern Fire  Industri
Eastern Fire  Paintin
Eastern Fire  Industri

Water Data Wet/Dry Count DatePer mit

Renovation NFPA 13 % stétic and 65 residual at 300 gpm, 2-11-03 Wet 38 8/18/2003
New NFPA 13 9 tic®d, residual 71 at 3331 GPM, tested summer 87 y Dr 41 8/3/1995
Existing & n NARA na 52 static and 43 residual at 920 gpm, 10-4-85 t We20 3/5/2003
Maine Life 13 Peerless Purif2ihp, tank and pump Wet 0 2/8/1994

Existing & n PMFL3 9  Static 58, residual 40 at 1806 GPM, test¢8D7 Wet 0 11/18/1992
Renovation NFPA 137 65 static and 47 residual at 823 gom, 5-11-00 Wet 34 6/20/2000
New NFPA 231C 12 1aftisand 102 residual at 1973 gpm, 5-11-99 Wet 168 6/28/1999
Existing NFPA 13 Ndiven Dry 0 1/31/1992
New NFPA 13 12. GbbE pump 4061AZ rated at 1000 gpm at 100 psi  Wet 6 42 8/13/1999
New System NFPA 128 513 10/24/2012
Existing & n NFPA 13 21 322 3/16/2011
Renovation NFBA 1 n/a n/a Wet 42 4/21/2005
Existing & n MFE3 7  Static 85, residual 56 at 1585 GPM Wet 0 10/3/1991
New System NFPA 13 10. 46 8/23/2012
Renovation NFPA 13 dh st&tic from inspection by EJE on 5-9-96 Wet 82 11/20/1995
Existing NFPA 13 18tatic 75, residual 40 at 558 GPM Wet 0 2/28/1991
New & Ren Madiife 5  Static 81, residual 43 at 949 GPM, testetD0B5 Wet 224 6/28/1995
New NFPA 13 15 stéwc, 55 residual at 3700 gpm, 6-6-97 Wet 214 4/27/1998
Existing NFPA 13 5.0at® 79, residual 68 at 1126 GPM Wet 0 10/13/1993
New NFPA 13 6 80 statid 68 residual at 1230 gpm, 2-27-96 Wet 93 8/20/1998

Existing & n NFRA 9 80 static, 68 residual at 1230 gpm, 2-27-96 Wet 6 5  3/8/1996
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Pettengill Park Ice Rink Pettengill Park

Pioneer Plastics Press &ionite Road
Pizza Hut Auburn Plaza
Powertel Marketing Gro121 Mill Street
Pre-Hung Doors

Procter & Gamble TamkHotel Road

Proctor & Gamble Tam Old Hotel Road

Provider Financial Phas306 Rodman Road High Tech Fi

Refurbed Supplies First Flight Dr.
Regis Hairstyle Salon Auburn Mall
Remax Office Building 195 Center Street
Riley Medical 27 Wrights Landin
Riverpark Apartments 5 Main Street
Riverpark Il Court & Main Stre
Ruby Tuesday Mount Auburn Pla
Safe Handling MMA Tr Twin Road

Safe Handling, (Safe C&Rodman Road
Safe Handling, Inc., (20Rodman Road
Sarah Frye Home
savage safe handling ofRodman rd.

Schooner Estates 200 Stetson Road

High Tech Fi

Eastern Fire  Office

Eastern Fire

751 Washington St Sprinkler Sys Health

Street Location Contractor Activity System Standard Safety

Eastern Fire

Sprinkler Sys Manufa New

Eastern Fire

353 Riverside Driv  Sprinkler Sys Storage Existing & nFmA 13

Eastern Fire

Eastern Fire

Eastern Sprin Hair Sa Renovation

Sprinkler Sys Busines New

Eastern Fire  Manufa New

High Tech Fi Apartm New

Sprinkler Sys Mercan New

Sprinkler Sys Restaur New

Chemic New

Eastern Fire

Eastern Fire

Eastern Fire  office

High Tech Fi Elderly Existing&n MWFEBR 5

Assemb Existing & n NFE3A

Restaur Existing

Busines Renovation

Manufa Renovation

Storage Renovation

office s Renovation

Renovation

Storage New

Storage New

Existing & n ANFL3

Renovation

Water Data
10 Static 139, residual 93 at 1618 GPM, teste896/
NFPA 13 30 Peefesap 2000 GPM at 125 psi
NFPA 13 €xeing existing sprinklers for new ceiling layout
NFPA 13 59 100 static and 95 residual at 800 gpm, 6-12-00
dn 71 static and 21 residual at 3139 gpm, 1996
NFPA 13 12 tePsin pump rated at 2000 gpm at 140 psi
NFPA 123 67 static and 30 residual at 2200 gpm, 11-18-97
NFBA 1 28
NFRA

NFPA 13 mia

12

NFPA 13 16 stflic and 85 residual at 1080 gpm, 6-3-04
NFPA 13R 10 St&f¢residual 56 at 1900 GPM, tested 11/21/4
NFPA 13 5 &dtis and 74 residual at 2040 gpm, 9-27-04
NFPA 13 20 siBic and 38 residual at 3014 gpm, 7-18-96
SpecialHaz 6  90cstatd 70 residual at 3309 gpm, 6-10-96

NFPA 231 8 8&si&xiresidual at 3085 gpm, 6-10-96

NFPA 13 8 90 stati70 residual at 3309 gpm, 6-10-96

dn 88 static, 67 residual at 2668 gpm, 6-7-96

NFPA 13 16

60 static and 50 residual at 392 gpm, 7-94

Wet/Dry Count DatePer mit

Dry 0 6/22/1993
Wet 0 12/21/1994
Wwe O 9/11/1991

Wet78 6/20/2000
Dry 46 10/20/2001
Wet 76 7/21/2001
t We 0 10/13/2001

25 6/21/2012

4/30/2012
Wet 30 6/11/2005
98 4/2/2006

Wet 130 6/30/2004
Wet 0 12/6/1994
Wet  17910/11/2004
Wet 53 1/15/2006
Foa 19  6/9/2003
Wet 323 8/26/1996
Wet 598 10/21/2004
y Dr 65 7/10/1996

48 9/24/2012

Drp25 1/27/1999



Town

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Auburn

Seltzer & Rydholm

191 Merrow Drive

Seltzer & Rydholm Inco Merrow Road

Seltzer & Rydholm, (ES191 Merrow Road

Service Merchandise

730 Center Street

Shaw's Mall, (Canopy) Center Street

Shaw's Remodel

Sherwood Heights ElemSherwood Heights

Sparks Fitness

Spurwink House

Spurwink School

Center Street

Rodman Road

Danville Road

Danville Road

St Dominic Regional Hi Gracelawn Road

St Louis Rectory

Superior Carriers

SW & B Construction

Tambrands

Tambrands

Tambrands

Tambrands

Second Street

Kittyhawk Avenue

First Flight Drive

Hotel Road

Hotel Road

Hotel Road

Hotel Road

Tambrands HVAC Mez Hotel Road

TAMBRANDS MEZZ

2879 HOTEL RO

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Eastern Fire  Busines New NFPA 13 34 tiS80, residual 62 at 3340 GPM tested 09/21/90 Wet 0 4/20/1995
Eastern Fire  Busines Existing & n NFPA 13 Static 90, residual 62 at 3440 GPM tested 09/21/90 etW O 7/6/1993
Eastern Fire Manufa Renovation NFPA 135 87 static and 80 residual at 1320 gpm, 8-1-03 Wet 0 8/19/2003

Sprinkler Sys Retails New NFPA 13 eNBiven Wet 0 10/18/1990
High Tech Fi Canopy New NFPA 13 24 Dateast water Test; 5/01/97; Static Pressure;84 Resid D 58 8/22/2001
High Tech Fi Mercan Existing & n NFPA 13 0 178 static and 33 residual at 3139 gpm, 1991 Dry 808 4/4/2001
Eastern Fire  Educati New NFPA 13 5 stdfic, 57 residual at 1210 gpm, 10-2-96 Wet 610 10/29/1996
Eastern Fire  Busines Renovation NFPA 13 Arstadic, 79 residual at 3880 gpm, 1987 Wet 26 9/24/1996
Eastern Fire NFPA 13D 10 Peerless Phaael PE 150c, 26 GPM at 46 psi 0 2/7/1995
Eastern Fire  Educati New NFPA 13 17 Pseseifump, Model 8MAF, 250 GPM at 40 psi Dry 0 8/22/1994
Sprinkler Sys School New NFPA 13 6  3Tcsamd 20 residual at 1860 gpm, 7-16-96. Armstroty Dr 637 2/6/2001
Eastern Fire  Rectory New NFPA 13R 20 & sind 24 residual at 446 gpm, 4-10-2002 Wet 97 4/22/2002
High Tech Fi New NFPA 13 15 Static 8&sidual 70 at 2522 GPM Wet 157  9/21/1995
Eastern Fire  Busines New NFPA 13 5 sédtic, 40 residual at 3222, 6-29-97 Wet 114 10/21/1997
Eastern Fire  Industri Renovation NFPA 13 df static, 45 residual at 920 gpm, 4-29-96 Wet 597 6/24/1996
High Tech Fi Mercan Existing NFPA 13 18. Sta®5, residual 100 at 1311 GPM - Booster Pump Wet 011/20/1991
Eastern Fire  Mercan Existing NFPA 13 NoneeBi Wet 0 5/13/1993
Eastern Fire  Industri Existing NFPA 13 1@@M at 100 psi Wet 0 1/6/1994
Eastern Fire HVAC New NFPA 13 32 Pump raite2000 gpm at 140 psi. Dry 74 5/14/2005
Eastern Fire WARE Renovation NFPA 13 59 5/10/2012
Eastern Fire  Wareho NFPA 13 11 245 7/13/2011

TAMBRANDS WARE Hotel Road



Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Auburn Tambrands WarehouseHotel Road Eastern Fire  Wareho New NFPA 13 17 195 7/13/2011
Auburn Tambrands, (2002 PumHotel Road Eastern Fire Pump  New NFPA 20 dn Patterg6riY® pump rated at 2000 gpm at 140 psi Wet 0 6/19/2002
Auburn Tambrands, (Chiller PlaHotel Road Eastern Fire Mechan Existing & n NFPA 13 3@erkess pump rated at 2000 gpm at 140 psi Wet 20 11/8/2003
Auburn Tambrands, (Electrical Hotel Road Eastern Fire  Electric Existing & n NFPA 13 7 8Patterson YS Horizontal Diesel pump rated at 2§00 a Prea 10 3/19/2001
Auburn Tambrands, (Mailroom)Hotel Road Eastern Fire  Mailroo Existing & n NFPA 13 6Batterson pump rated at 2000 gpm at 140 psi Wet 31 10/6/2003
Auburn Tambrands, (MezzaninéHotel Road Eastern Fire Manufa New NFPA 13 54 Patte¥s®pump rated at 2000 gpm at 140 psi Wet 31 10/28/2002
Auburn Tambrands, (MezzaninéHotel Road Denali Fire P Offices Renovation NFPA 13 2&tePson 8x6YS pump rated at 2000 gpm at 140 psi Wet7 6 5/21/2005
Auburn Tambrands, (MezzinineHotel Road Eastern Fire  Manufa New NFPA 13 25 Patte¥s®pump rated at 2000 gpm at 140 psi Wet 47 1/29/2003
Auburn Tambrands, (Staff SuppHotel Road Eastern Fire  Busines New NFPA 13 37 GM Dié6élLA2 Pump rated at 1000 gpm at 100 psi, Wet 103 4/29/1997
Auburn Tambrands, Chiller PlarHotel Road Eastern Fire Mechan New NFPA 13 41 GM Died1A2 pump rated at 1000 gpm at 100 psi  Wet 19 2/7/1997
Auburn Tambrands, Proctor & Old Hotel Road Eastern Fire Manufa Renovation NFPAR312 67 static and 30 residual at 2200 gpm, 11-18-97 etwW 0 5/11/2000
Auburn Taylor Brook Apartmen Court Street Eastern Fire  Apartm Existing NFPA 13R NGineen Wet 0 6/26/1990
Auburn TGl Friday's Turner Street High Tech Fi Restaur New NFPA 13 112 10/14/2006
Auburn Thomas Moser CabinetKittyhawk Avenue Eastern Fire  Manufa New NFPA 231 16 ti6t83, residual 70 at 1076 GPM, tested summer 89 t We 0 8/4/1994
Auburn Thomas Moser, (2005 Aittyhawk Avenue Eastern Fire  Furnitu Renovation NFERA 18 82 static and 77 residual at 1230 gpm, 8-22-05 et W192 9/16/2005
Auburn Three-hundred Eighty-fi385 Rodman Road High Tech Fi Office New NFPA 13 11 @2Zistnd 80 residual at 3947, 5-01 Wet 258 10/8/2004
Auburn Tire Warehouse Stevens Mill Road Eastern Fire  Tire Sal New NFPA 231D 95 static and 70 residual at 4160 gpm, 8-1-96 Dry 142 2/2/2000
Auburn Tony Lapore Apartment24 Gamage Avenu Denali Fire P Apartm New Maine Life 5 ulde GT-20 pump rated at 50 gpm at 50 psi Wet 49 9/27/2005
Auburn Town Fair Tire Retail St707 Turner Street  Robert Ceppi Mercan New NFPA 13 27 143 6/7/2010
Auburn Turner Street Mall, (Bui Turner Street High Tech Fi Comme New NFPA 13 15 55 10/1/2007
Auburn Turner Street Mall, (Bui Turner Street High Tech Fi Comme New NFPA 13 17 77 10/1/2007

10



Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Auburn Twenty-Four Spring Str Spring Street Eastern Fire  Apartm Existing Maine Lif&6  Peerless Pump, Model EP 503, 100 GPM at 50 psi Wet7 5 4/27/1992
Auburn Twenty-three Spring StrSpring Street Eastern Fire  Apartm Existing Maine Lif&6  Peerless Pump, 100 GPM at 50 psi Wet 0 4/17/1991
Auburn Union Camp Addition Washington Avenu Eastern Fire Manufa New additio NHARA None Given Wet 0 10/30/1990
Auburn United Ambulance ServRodman Road Sprinkler Sys Ambula New Maine Life 5 8%ist@nd 77 residual at 3549 gpm, 1-8-97 Wet 25 10/20/2000
Auburn Valetone Cleaners River View Plaza  High Tech Fi Cleaner New NFPA 13 6  $tad4, residual 88 at 1399 GPM, tested 11/21/94 Dry 011/29/1994
Auburn Village Inn Restaurant, 165 High Street High Tech Fi Restaur New NFPA 13 106 12/24/2007
Auburn W. D. Matthews Center Street Eastern Fire  Industri Existing&n NFBA 13 119 static, 72 residual at 949 gpm, 1988 Wet 8/16/1994
Auburn Wal-Mart 100 Mt Auburn Av High Tech Fi Mercan Existing & n NFP/3 7 65 static and 60 residual at 475 gpm, 7-200inPrated Wet 21 5/10/2003
Auburn Wal-Mart Mount Auburn Av  Eastern Fire  Mercan New NFPA 13 6 St residual 58 at 2600 GPM, tested 08/13/91 Wet 0 9/1/1992
Auburn Walton School Mary Carroll Street Sprinkler Sys School Addition of aMe Life 5+ 284 7/31/2012
Auburn Washburn School Lake Auburn Aven High Tech Fi Educati New NFPA 13 19 Hidtic and 85 residual at 740 gpm, 7-23-96 Wet 499 3/21/2001
Auburn WELLNESS CONNEC 33 OMNI ST. Eastern Fire AGRIC Addition of NFPA 13 6 58 8/24/2012
Auburn Western Maine Transpa26 Merrow Road, ( High Tech Fi Office  New NFPA 13 26 4€38tic and 81 residual at 1285 gpm, 11-2-05 Wet  14511/22/2005
Auburn Whited Truck Center Hotel Road High Tech Fi Garage New NFPA 13 14 66 statit b residual at 3773, 5-31-96 Wet 207 2/28/2001
Auburn Whited Truck Center, ( Hotel Road High Tech Fi Repair Existing & n NFPA 13 7 89 static and 75 psi residual at 462 gpm, 5-4-01. Wet 38 1/29/2003
Auburn Whites Hanger Airport Access Ro High Tech Fi Airplan New NFPA 13 6 @@tk and 60 residual at 3471 gpm, 1996 Dry 164 1/4/2005
Auburn YMCA Turner Street High Tech Fi Assemb Existing NFPA 13 7 istad, residual 60 at 920 GPM, tested 01/95 Wet 0 3/30/1995
Auburn Zampell Refractories  First Flight Drive  Eastern Fire  Offices New NFPA 13  .1Date of last Water test; 11/08/00; Static Presé6reResi Wet 226 8/25/2001
Auburnl Uplift Augusta Lamson Road High Tech Fi Group New Hydro-Pro 6  StatesBre; 47.6; Residual Pressure;42 Flow in GPM; Wet 8 2 12/3/2001
Durham Bagley House Bed & BrRoute 136 High TechFi Bed & New Maine Life 5 Pump Wet 34 7/1/1998
Durham Durham House Smith Farm Road  High Tech Fi Residen New NFPA 13D 5 GolidE/1st 1.5 hp pump. 35 static and 33 residuai\at 31 10/7/2003

11



Town

Greene

Greene

Leeds

Leeds

Leeds

Leeds

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name  Street Location Contractor Activity System Standard Safety Water Data

Greene Central School Main Street Sprinkler Sys Educati Existing &n Hydr@Pr 6 Monarch 500SD pump rated at 40 gpm at 65 psi

RAFTS Group Home West Main Street  High Tech Fi  Group Hydro-Pro 18 Gadeildnp 1 1/2 HP rated at 48 GPM at 33 PSI

DFD Russell Medical C Churchill Road Denali Fire P Medica New Maine Life 25 uBis pump rated at 60 gpm at 86 psi

Goodwill Assisted Livin Quaker Ridge Roa Freedom Fire Dwellin New Maine Life 5 ould pump rated at 50 gpm at 45 psi

Leeds Transitional Route 106 High Tech Fi Group  New

Rural Community Actio 81 Church Hill Ro Maine Fire P Living New System Mainée 11.

140 Canal Street 140 Canal Street High Tech Fi office s Renovation NARA

287 Main Street, (4th FI287 Main Street High Tech Fi Hospita Renovation NFPA 13 6-26-07 test shows 85 static and 65 residual.

Aaron's Furniture 816 Lisbon Street  Eastern Fire  Mercan Renovation NEPA n/a n/a

ACS Building, (Old Am 40 East Avenue High Tech Fi Office Renovation NFPA 13 st 3-14-07 shows 70 static and 60 residual.

Andover College Lisbon Street Dean & Ally Busines Renovation NFPA 13 rjé static and 84 residual at 2657 gpm, 1994

Wet/Dry Count DatePer mit

Wet 1 13 8/13/2004

Wet 0 4/11/1995

Wet 110 5/25/2005

Wet 0  5/9/2003

Maine Life 5  Gould NBET pump rated at 46 gpm at 36 psi with stor Wet 51 8/21/2000

40 10/3/2012

44 5/23/2012

40 6/1/2007

Wet 86 5/21/2005

163 4/5/2007

Wet  10112/30/2003

Androscoggin Home HeStrawberry Avenue Sprinkler Sys Health New NFPA 13 5.//20/92 Static 63, 1260 GPM at 55 psi Wet 0 8/19/1992
Androscoggin Savings Lisbon Street High Tech Fi Offices, New NFPA 13 None &iv Wet 0 8/24/1993
Arbor House Main Street Sprinkler Sys Apartm Renovation NFPA 13 dn sfédic and 64 residual at 400 gpm from 2" mainrdraWet 48 11/29/2001
Armory Central Avenue Eastern Fire  Armory EXxisting NFPA 13 9R/03/94 Static 95, 386 GPM 46 psi Wet 0 3/17/1994
Atlantis Development 6 Atlantis Way Eastern Fire  Busines New NFPA 13 NoneeBi Wet 0 10/30/1990

Auburn Savings Bank Orange Street Sprinkler Sys Bank New NFPA 13 7 92 statet 78 residual at 1424 gpm, 1996

Bank North 6 Atlantis Way High Tech Fi Storage Existing&n NFPB1 6 65 static and 55 residual at 1200 gpm, 3-5-02

Bank North, (Computer 6 Atlantis Way High Tech Fi Office New NFPA 13 24 65 gtand 55 residual at 1200 gpm, 3-5-02

Banknorth-Sparetime RMollison Drive Sprinkler Sys Office  Renovation NFPA 13 585 static and 65 residual at 400 gpm, 6-11-04

Bates Academy Andrews Road Eastern Fire  Classro New NFPA 13 5 Statickesidual 54 at 836 GPM tested 06/19/96

Wet 118  7/7/2004

Pre@9 11/20/2002

Prea 29 10/2/2004

Wet 50 2/15/2005

Wet 918 4/21/1998
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name

Bates Coffee House 32 Frye Street

Bates College 227 College Street
Bates College Andrews Road
Bates College - Dana CAndrews Road
Bates College Dining Fal36 Central Avenu
Bates College Gym Campus Avenue
Bates College Merrill G 141 Russell St.
Bates College Steam PIRussell Street
Bates College UnderhillRussell Street
Bates College, (Dana CAndrews Road
Bates College, (Dunn HMountain Avenue
Bates College, (Ladd Li Campus Avenue
Bates College, (Ladd Li Campus Avenue
Bates College, (ResiderMountain Avenue
Bates College, Mainten&ussell Street
Bates Mill Lincoln Street
Bates Mill #3, (TD Ban Chestnut Street
Bates Mill Bleachery 35 Canal Street
Bates Mill Lofts 35 Canal Street

Bates Mill, (Bank North 35 Canal Street

Bates Mill, (Bldg 3), (P Lincoln Street

Street Location Contractor Activity System Standard Safety

Eastern Fire

High Tech Fi

Eastern Fire

Eastern Fire

High Tech Fi

High Tech Fi

Eastern Fire

High Tech Fi

Eastern Fire

Eastern Fire

High Tech Fi

Eastern Fire

Eastern Fire

High Tech Fi

Eastern Fire

High Tech Fi

High Tech Fi

High Tech Fi

High Tech Fi

High Tech Fi

Sprinkler Sys

Water Data Wet/Dry Count DatePer mit
Restaur New Hydro-Pro 6 tdics55 residual at 2408 gpm, 8-17-94 Wet 72 7/25/1997
Dormit  New NFPA 13 8 6fHis, 60 residual at 835 gpm, 6-14-96 Dry 71 8/20/1996
Educati New NFPA 13 12 Sesjcd275 GPM at 78 psi Dry 218 8/2/1991
Laborat New additio NFPA 13 tatiS62, 510 GPM at 14 psi Dry 13 5/29/1992
Kitchen New NFPA 13 5 eiis and 85 residual on drain test 1-21-08. 670  3/9/2007
Assemb New NFPA 13 14 1988cSts, 1055 GPM at 70 psi Dry 167 6/1/1993
Gym/Fi New System NFPA 138 416 6/7/2012
Steam  New NFPA 13 7 LasteWatst 04/11/94 95 Static, Residual 92 at 1300 G We 95 10/24/1995
Assemb Existing NFPA 13 a6Y24/93, Static 95, 1300 GPM at 90 psi Dry 0 4/25/1994

Busines Existing & n NFPA 137 91 static and 60 residual at 1160 gpm, 8-20-98 Dry89 3 11/22/1999

Apartm New NFPA 13R 8 5zistand 46 residual at 1267 gpm, 8-94 Wet 62 2/28/2001
Library Renovation NFPA 13 @9 static and 95 residual at 1320 gpm Prea 600 8/6/1998
Library Existing &n NFFA 1 dn 99 static and 95 residual at 1320 gpm Prea 23 7/24/2000

Dormit  New NFPA 13 6 726 1/1/2007
Busines Existing & n NHBA 5.8 95 static, 92 residual at 1300 gpm, 6-24-93 Wed19 12/16/1996

Office  New NFPA 13 56 107tstand 98 residual at 3008 gpm, 1994 Wet 534 10/25/2004
Office  Renovation n/a nla 190 3/14/2006
Industri Existing & n NFB23 12 110 static, 100 residual at 1194 gpm, 1996 main tes Wet 127 5/6/1996
Residen Addition of NFEA 12 793 4/27/2012
Office  Existing&n NFPA 1 dn dna Wet 593 2/13/2002

Busines Renovation NFPA 135 108 static and 98 residual at 2430 gpm, 8-8-00 Wetl7 7  8/17/2000
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name

Bates Mill, (Wing 2 Sto Lincoln Street
Bates St. Senior HousinBates Street

Bates Street Communit292 Bates Street &
Bill Johnson Insurance Middle & Main Str
Bowling Lanes Lewiston Raceway
Brann & Isaacson
Brann & Isaacson Law 184 Main Street
Bureau of Motor Vehicl Mollison Way
Business Service Cente#15 Lisbon Street
Butler Brothers
Butler Brothers
Fireslate Road
300 Main Street
Carol Ann's Day Care Route 202
Carriage House Plus
Central Distributors 200Foss Road
Central Maine Civic Ce 190 Birch Street
Central Maine Healthca29 Lowell Street
Central Maine Healthca29 Lowell Street

1243 Lisbon Street

New 14
Mercan New NFPA 13 14
Apartm New NFPA 13R 17 80ctatid 73 residual at drain test on 2-13-08.
Commu New Hydro-Pro 21 staic and 67 residual at 1060 gpm, 9-1994

Existing NFPA 13 None Given

Assemb New NFPA 13 NawerG

Busines Renovation NFPA 13 dm d

Renovation NFPA 13

New NFPA 13 18 75 statnd 59 residual at 2431 gpm, 10-19-94

New NFPA 13 13 Waéo from 2" main drain test on existing riser.

Renovation NFPA 13 dn stafic and 60 residual at 1256 gpm, 7-22-94
New NFPA 231C 9  75cstatd 60 residual at 1256 gpm, 7-24-94
New NFPA 13 5.4 1M &tatic 95, 1244 GPM at 56 psi
Renovation NFPA 1322 72 static and 68 residual at 440 gpm, 7-31-03
New Maine Life 7  Goul@2@pump rated at 40 gpm at 52 psi

Renovation NFPA 13 a m/a

New NFPA 13 9 75 static58 residual at 1100 gpm, 6-22-05
New NFPA 13 6 7@ictnd 67 residual at 787 gpm, 9-20-00
New NFPA 13 24 8atst and 73 residual at 1253 gpm, 1996

Renovation NFPA 13 dn dna

New NFPA 13 6 téfics 58 residual at 2486 gpm, 7-26-94

Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Bates Mill, (Wing #2, P Lincoln Street

321 5/26/2007

166 11/7/2006

228 10/1/2007

Wet  19512/26/2002

Wet 0 7/6/1993

Wet 0 10/18/1990

Wet 21 6/27/2002

38 9/19/2007

Wet 92 6/20/2000

120 8/11/2006

Wet 3712/31/2002

Wet 686 2/14/2000

Dry 375  9/8/1995

Wet 7 4 10/6/2003

Wet 37 7/14/1998

Wet 24 8/11/2004

Wet 336 6/25/2005

Dry 640 10/16/2000

Wet 110 12/31/2001

Wet 0 12/31/2000

Wet 88 11/22/1996
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Chalet Motel Lisbon Street Sprinkler Sys Hotel Renovation NFPA 13 dl static and 58 residual at 2486 gpm, 7-26-94 Dry 67 11/15/1999
Chalet Motel Lisbon Street Eastern Fire  Motel  Existing NFPA 13 N@ieen Dry 0 10/19/1990
Chase Hall-Bates CollegCampus Ave Eastern Fire  Offices, New and Re NFPA 13 7.9 233 8/24/2012
Clifford Building Main Street Sprinkler Sys Apartm Existing NFPA 13 25 Bt@6, 1215 GPM at 68 psi Wet 0 9/11/1991
CMMC Ambulatory Ca Main Street High Tech Fi Busines Renovation NFPA 13 dna dn Wet 34 2/7/1997
CMMC Catheter Labs High Street Sprinkler Sys Hospita Renovation NFPA 13 stic and 60 residual at 1278 gpm, 3-26-02. AromstWWet 31 11/9/2004
CMMC Conference Cenl2 High Street Sprinkler Sys Confere Renovation NFPA 13dn 69 static and 64 residual at 2556 gpm, 1994 Wet 35 2/6/2002
CMMC Medical Office High Street Sprinkler Sys Medica New NFPA 13 16 68 statid 60 residual at 1278 gpm, 3-26-02. Armstron D3048 5/6/2002
CMMC Surgery Practic 12 High Street Sprinkler Sys Medica Renovation NFPA 13 n dna Wet 75 10/20/1999
CMMC, (287 Main Stre 287 Main Street High Tech Fi Medica Renovation NFPA 13 2 Z5 static and 70 residual at 1233 gpm, 6-97 Wet 232 6/18/2001
CMMC, (Bariatric Pract 10 High Street High Tech Fi Hospita Existing NFPA 13 30 4/25/2007
CMMC, (Cardiac Out-P 300 Main Street Sprinkler Sys Hospita Renovation 5 150 4/2/2006
CMMC, (Endoscopy) Main Street Sprinkler Sys Hospita Renovation NFPA 13 5 st@ic and 64 residual at 2556 gpm, 1994 Wet 161 2/1/2002
CMMC, (Garden/Waiti 300 Main Street Sprinkler Sys Hospita Renovation NFBA 1l 5 68 static and 60 residual at 1278 gpm, 2002 Wet 75 1/13/2006
CMMC, (Gift & Coffee High Street Sprinkler Sys Hospita Renovation NFPA 13 B static and 60 residual at 1278 gpm, 3-26-02.5hmon  Wet 14 2/16/2005
CMMC, (Physicians Of Hammond Street  High Tech Fi Office  Renovation NFPA 13 B8 static and 60 residual at 1278 gpm, 3-26-02.¢°tah Wet 116 7/21/2003
DEMPSEY CENTER 29 LOWELL ST.  Eastern Fire OFFIC Renovation NFPA 13 64 7/16/2012
Department of Human SMlain Street Sprinkler Sys Office  New & Ren NFPA 13 dn <Bdtic and 76 residual at 1350 gpm, 10-23-01 Wet  42011/18/2001
Department of Human S198-200 Main Stre Sprinkler Sys Office  Existing NFPA 13 None Given Wet 0 10/18/1990
Department of Labor  Mollison Way High Tech Fi Busines New NFPA 13 31 75 gtamnd 59 residual at 2431 gpm, 10-19-94 Wet 145 10/22/1998
Department of Mental HMollison Way High Tech Fi Busines New NFPA 13 5 75 statid 59 residual at 2431 gpm, 10-19-94 Wet 95 9/21/1998
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name  Street Location Contractor Activity System Standard Safety

Water Data Wet/Dry Count DatePer mit

Diamond Phoenix Corp Cottage Road Eastern Fire Metal F New 45cstatd 39 residual at 1068 gpm, 8-4-99 Wet 858 9/1/1999
Dingley Building Oak Street & Bates Sprinkler Sys Office  Existing & n k13 85 static and 80 residual at 2362 gpm, 1994 y Dr317 9/10/2003
Dingley School Buildin Oak Street Eastern Sprin Offices Existing 10 s@ic and 80 residual at 2362 gpm, 8-2-94 Wet 41 11/30/1998
Dominican Court 56 Birch Street High Tech Fi Housin Existing&n NFPBR 23 75 static and 67 residual at 1014 gpm, 10-23-03 Wet 225 10/28/2003
Elmet Technologies, (Di1560 Lisbon Road Eastern Fire Manufa New 8bicstind 75 residual at 1210 gpm, 1985 Wet 47 1/15/2005
Emergency Vehicle of Foss Road High Tech Fi Repair New 12 72 statit@? residual at 1210 gpm, 1997 Wet 166 4/12/2005
F. R. Lepage Bakery AdCedar Street Sprinkler Sys Busines New additio NFPA 13 .7 3tatic 93, 1420 GPM at 87 psi 0 2/28/1991

Farwell Elementary Sch84-110 Farwell Str  High Tech Fi Educati New

Federal Express Packad\lfred Plourde Par Eastern Fire Packag New

Flagship Cinema Lisbon Street High Tech Fi Movie Renovation

Frye School Ash Street High Tech Fi Apartm New

FW Webb, (Showroom) 9 Forrestall Street  High Tech Fi Mercan Renovation

Geiger Brothers Mount Hope Aven High Tech Fi Existing

Geiger Brothers Mount Hope Road High Tech Fi Storage Renovation

Geiger Brothers New M Mount Hope Aven High Tech Fi Storage New

Gendron Warehouse ExX2 Gendron Drive Eastern Fire  Office/ Addition of

Genesis Building 200 College Street High Tech Fi Living New
Gladu Mall 475 Pleasant Street High Tech Fi Mercan New
Goodyear Distribution Gendron Road Sprinkler Sys Storage New

Gosselin-Dubord-Rabas36 Lisbon Street Sprinkler Sys Busines New

Greater Androscoggin Hstrawberry Avenue High Tech Fi  Animal New

594 9/18/2006

12 stélic and 55 residual at 1185 gpm, 6-2-05 Dry 291 6/11/2005

25 static and 70 residual at 799 gpm, 8-19-97 Wet  38312/24/1999

66 statid &9 residual at 1491 gpm, 8-94 Wet 376 2/16/2001

Wet 20 11/19/2005

Static 97, 68BNbat 30 psi 0 5/12/1994

NFPR2313. 94 static, 84 residual at 2857 gpm, 7-94 Wet 300 1/17/1996
Wet 28 9/8/1995

47 6/5/2012

Maine Life 7 170 static and 65 residual at 2620 gpm, 1994 Wet 50 3/27/2003
N@inen Dry 0 6/21/1990

22 6k stad 55 residual at 1185 gpm, 6-05. Patterson 6et WL156 11/30/2005

A0cst85 residual at 2" main drain test, 1996 Wet 65 1/24/1997

191 8/9/2006
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name  Street Location Contractor Activity System Standard Safety
Harley's R - US 839 Main Street High Tech Fi Mercan Existing

Harleys R Us 839 Main Street High Tech Fi Mercan

Harleys R Us, (Building 839 Hogan Road High Tech Fi Wareho New

Highland Spring Plaza 18 Highland Sprin  Sprinkler Sys Mercan New

Hillview Community Ce Hillview Avenue  Sprinkler Sys Assemb New

Hope Haven Gospel Mid.incoln Street Eastern Fire  Housin New

Husson College 27 Park Street High Tech Fi Educati Existing

ICT, (Building 4) Falcon Drive High Tech Fi Busines New

Interurban Office Buildi Bates Street Eastern Fire

Interurban, (2nd Floor RMiddle Street Eastern Fire
Janet P. Barret / Bed & 52 Ware Street High Tech Fi
John F. Murphy School Main Street High Tech Fi
John Manville Lexington Street Sprinkler Sys

Kids Peace
Kora Temple, (Elevator 11 Sabattus Street
L & A Heel Westmunster Stree High Tech Fi
L. F. C. Power Systems96 Lincoln Street
L. L. Bean Main Street
Eastern Fire

L/A College OccupationWestminster Street

LePage Bakery Cedar Street Sprinkler Sys

Lepage Bakery Cedar Street Eastern Fire

NFPA 13

Water Data

Existing & n NFP2 1 10 55 static and 40 residual at 1130 gpm, 10-9-01

Busines New

Office

Bed &

Educati

Office

35 Westminster Str Sprinkler Sys  Office

Renovation

New

New

Existing & n

New

Busines New

Educati

Loadin

New Br

Sprinkler Sys Cooling New

Sprinkler Sys Mercan Existing

New

New

New

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

Maine Life

NFPA 13

NFPA 13

Sprinkler Sys Busines Existing & RPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

8  55cstatd 40 residual at 1130 gpm, 10-9-01

N@ieen

12. 198thtic 102, 1440 GPM at 72 psi

9 10f%ictnd 88 residual at 2191 gpm, 11-9-00

al@iven

5 75 statid 59 residual at 2431 gpm

15 8 stad 77 residual at 2620 gpm, 8-94

BR static and 77 residual at 2620 gpm, 8-94

7  1%tic 63, 1541 GPM at 47 psi / Gould NPE 1st 40etW 52

15 62 statid 47 residual at 1244 gpm, 1994

n/a

8 sfatic and 70 residual at 1300 gpm, 1994

75 static and 70 residual at 1244 gpm, 1994

12ticST0, 1001 GPM at 67 psi

N@igen

Stadc 1480 GPM at 80 psi

@9813/94 Static 65, 2301 GPM at 55 psi

7 93 sta8ficesidual at 2274 gpm, 7-26-94

6 96 statit90 residual at 1087 gpm, 7-12-94

Wet/Dry Count DatePer mit
17atdof last water test;10-01; Static; 55; Residd@j; FI Wet 58

10/9/2001
t We88 4/4/2003

Wet 212 10/25/2004
Dry 0 10/30/1990
Wet 0 8/2/1994

Dry 195 11/29/2000
Wet 0 8/20/1991
Wet 134 1/20/1999
Wet 282 9/27/1999
Wet 70 1/15/2001
5/10/1999
Dry 200 7/2/2004
38 6/6/2006

Wet 60 11/19/2004

ry D 76 7/31/2000
Wet 0 7/22/1993
Delu 0  10/30/1990
Wet 0  8/19/1992

Wet 72 6/29/1995

Wet 152 3/20/1997

Wet 110 12/17/1998
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name  Street Location Contractor Activity System Standard Safety Water Data

Lepage Bakery-2001 Ad.isbon Street

Levers Day Care Lewiston Raceway
Lewiston City Hall Pine Street
Lewiston Crossing East Avenue

Lewiston District Court Lisbon St. Lewisto

Lewiston Family Practic76 High Street

Lewiston High School, (East Avenue

Lewiston High School, (East Avenue

Lewiston Junior High S Central Avenue

Lewiston Mall, (Kennel 20 East Avenue, L

Lewiston Pediatrics Mollison Way

Lewiston Public Library 200 Lisbon Street

Lewiston Public Library Lisbon Street

Lewiston Sun Journal 104 Park Street

Little Blessing Child Ca 646 Main Street

Maine Bucket CompanyFireslate Place

Maine Cardiology/WG 198 Main Street

Maine Public Broadcast1450 Lisbon Street

Maine Public Broadcast1450 Lisbon Street

Maple Street Town HouMaple Street

Maple Street Town HouMaple Street

Wet/Dry Count DatePer mit
Sprinkler Sys Bakery Existing&n NFPA 13 5 87 static and 84 residual at 1500 gpm, 10-24-01

Wei70 10/31/2001

High Tech Fi Day Ca New NFPA 13 11 taficand 59 residual at 2431 gpm, 10-19-94 Wet 84 12/31/1999
Sprinkler Sys Offices, Existing NFPA 13 1Static 90, 4425 GPM at 20 psi Dry 0 10/2/1991
Sprinkler Sys Mercan New NFPA 13 5 56 sttt 53 residual at 1130 gpm, 2002 Wet 128 12/11/2004
High Tech Fi CourtH New NFPA 13 16 t®af last Water test; 1994; Static; 94 Residuéj;ldlo Wet 670 5/23/2001

High Tech Fi Office Renovation NFPA 13 5 174 static, 66 residual, 825 gpm

Wet 329 5/23/1998

High Tech Fi Educati Renovation NFPA 13 755 dtatic and 115 residual at 570 gpm, 5-13-03 f26m Wet 78 7/12/2003

Denali Fire P Educati Renovation NFPA 13 56 st8tic and 75 residual at 1453 gpm, 1996
Sprinkler Sys Educati Existing NFPA 13 nbl&iven

Eastern Sprin Mercan Renovation NEPA n/a n/a

Sprinkler Sys Medica New NFPA 13 6 75 statiw 59 residual at 1186 gpm, 1997

High Tech Fi Library Existing & n N&R3 16 80 static and 75 residual at 1169 gpm, 9-1-04

Sprinkler Sys Assemb New NFPA 13 15 85csta8 residual at 1321 gpm, 8-2-94
High Tech Fi Newspa New NFPA 13 72cstatd 65 residual at 1245 gpm
High Tech Fi Child C New Hydro-Pro 5  @&tis, 50 residual at 2336 gpm, 1994
Sprinkler Sys Wood P New NFPA 13 7  9cs#b residual at 980 gpm, 5-97

Sprinkler Sys Office  Renovation NFPA 13na 95 static and 87 residual at a drain test 1-5-01

Sprinkler Sys Busines New NFPA 13 18 stdtic, 56 residual at 1087 gpm, 1992
High Tech Fi Busines New NFPA 13 8 stdic and 55 residual at 1138 gpm, 6-94
Dean & Ally Residen New NFPA 13R 54 96 statid 91 residual at 1491 gpm, 8-6-03
Dean & Ally Residen New NFPA 13R 10 96 statid 91 residual at 1491 gpm, 8-6-03

Wet 65 8/19/2005

Wet 0 1/6/1992

Wet 100 10/25/2004

Wet 231 3/25/2005

Wet 203 9/14/2004

Wet 382 5/6/1996

Wet 188 11/6/2001

Wet 90  6/4/1998

Wet 238 12/23/1997

et W 65 9/17/2003

Wet 48 12/2/1997

Wet 186 8/30/1999

Wet 18 11/15/2003

Wet 130 10/3/2003
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Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Lewiston Maple Street TownhousMaple Street Dean & Ally Residen New NFPA13R 9 96 statid 91 residual at 1491 gpm, 8-6-03 Wet 95 9/11/2003
Lewiston Marshwood Nursing CeRoger Street Eastern Fire Health Existing & n NFPA 136 98 static, 84 residual at 1482 gpm, 9-21-94. Mata sh Dry 171 7/12/1996
Lewiston Mary's Place 88 Oxford Street Eastern Fire  Group New Maine Life 6 ould GT 20 pump rated at 50 gpm at 49 psi Wet 98 9/15/2003
Lewiston McMahan School 151 N Temple Stre Maine Fire P School Existing & n NFBA 131 7/25/2012
Lewiston McMahon School Addit 151 North Temple Sprinkler Sys School Addition of NMFP3 5+ 171 10/24/2012
Lewiston McMahon School, (Add151 North Temple High Tech Fi Residen New NFPA 13R 29 59 7122/2007
Lewiston Medaphis Office Buildi 729 Main Street Eastern Fire  Office  Existing NFPA 13 0 7Spring 1994, Static 80, 2600 GPM at 63 psi Wet 0 4/19/1995
Lewiston Medaphis Office Buildi 729 Main Street Eastern Fire  Office  Existing NFPA 13 9 6Spring 1994, Static 80, 2600 GPM at 63 psi Wet 0 4/20/1995
Lewiston Medical Management oLewiston Fairgrou Eastern Fire  Offices, Existing NFBEA 9.4 08/07/90 Static 60, 259 GPM at 52 psi 0 5/20/1991
Lewiston Medical Office Building High Street Sprinkler Sys Offices, Existing NFPA 13 6.9/25/93 ? , Static 62, 1250 GPM at 58 psi Wet 0 2/15/1994
Lewiston Medical Office Building 12 High Street Sprinkler Sys Busines Renovation NFPA 136 62 static, 58 residual at 1250 gpm, 4-26-93 Wet 121 9/23/1997
Lewiston Montello Heights College Street Simplex Grin Elderly New NFPA 13 18 10#24Static 96, 1311 GPM at 74 psi Wet 638 9/28/1995
Lewiston Montello Heights, (PhasCollege Street Eastern Fire  Nursing Existing&n NFEA 10 96 static and 74 residual at 1311 gpm, 10-24-94 Dry 421 3/25/2000
Lewiston Murphy Home 58 Sargent Avenue High Tech Fi Homef New Maine Life  1DO static and 80 residual at 1453 gpm, 1994 Wet 55 9/3/1999
Lewiston Murphy House Hogan Street High Tech Fi Residen Existing NFPA 13R NGhen Wet 0 11/14/1990
Lewiston New Beginnings, (436 436 Main Street Dean & Ally Residen New NFPA 13R 12 H8istand 50 residual at 1210 gpm, 11-2-04 Wet 116 1/1/2005
Lewiston New Beginnings, (491 491 Main Street Dean & Ally Residen New NFPA13R 5 58istand 50 residual at 1210 gpm, 11-2-04 Wet 66 3/13/2005
Lewiston New Beginnings, (597 597 Main Street Dean & Ally Residen New NFPA 13R 8 58istand 50 residual at 1210 gpm, 11-2-04 Wet 66 3/13/2005
Lewiston New Residence CompleCampus Avenue Eastern Fire  Educati New NFPA 13 7.4 @9238tatic 92, 1370 GPM at 82 psi Dry 0 9/21/1992
Lewiston North American Family 98 Russell Street High Tech Fi Offices, Existing Malifle 5  Pump - Burks Wet 0 2/10/1992
Lewiston Northeast Bank Canal Street Dean & Ally Office  New NFPA 13 7 96 statitda4 residual at 2657 gpm, 1994 Wet 220 2/23/2005
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name
Off Track Betting

Office Building 99 Campus Avenu
Outpatient Therapy Cer618 Main Street
Oxford Networks
49 Lisbon St. 4th fl
Pecks - L.L. Bean 184 Main Street
Penmor Lithographers 8 Lexington Street
Peoples Heritage
People's Heritage Bank Chestnut Street
People's Heritage Bank 6 Atlantis Way
Pine Street Housing 73 Pine Street
Pinette Funeral home Alfred A Ploudre P
Promenade Mall, (BookLisbon Street
Promenade Mall, (Pet Stisbon Road
Renaissance School Campus Avenue
30 River Street
River Valley Apartment 69 Tall Pines Drive
Rocken Robins
Ron Coulombe Adult Fa63 Fair Street
Schaeffer Theater

College Street

Schott's Harley

High Tech Fi

Sprinkler Sys

Sprinkler Sys

Dean & Ally

Residential F

Sprinkler Sys

Sprinkler Sys

Eastern Fire

High Tech Fi

Eastern Fire

High Tech Fi

Sprinkler Sys

High Tech Fi

High Tech Fi

High Tech Fi

Sprinkler Sys

Dean & Ally

High Tech Fi

High Tech Fi

High Tech Fi

Office

Betting New

Offices, New

Medica Existing

Street Location Contractor Activity System Standard Safety Water Data

Existing & n NFPA 13

Residen RenovationFPN 13

Retail  New

Lithogr New

Offices, Existing

Busines New

Busines New

Handic Renovation

Funeral New

Mercan Renovation

Mercan Existing & n

Educati New

Apartm Existing

Commu New

Night C Renovation

Adult F New

Theater Existing&n NFPA1l 5

Atlantic Auto Showro New

Wet/Dry Count DatePer mit

NFPA 13 25 171 11/2/2007
NFPA 13 14/3084, Static 89, 1149 GPM at 38 psi Wet 0 6/21/1994
Hydro-Pra21. Static 72, 1840 GPM at 57 psi Wet 0 6/9/1992
296 static and 84 residual at 2657 gpm, 1994 Wet  17312/23/2003

95 8/20/2012

NFPA 13 23 ®istand 80 residual at 1480 gpm, 8-14-92 Wet 48 9/8/1995
NFPA 13 566 static, 47 residual, 3908 gpm @ 20 psi Wet 211 6/11/1998
NFPA 13 ld&isting sprinkler system - New heads to the céhti&/et 0 3/1/1994
NFPA 13 5 18aficst90 residual at 1288 gpm, 8-94 Wet 504 12/23/1997
NFPA 13 Stafic1010 GPM at 75 psi Wet 0 7/8/1991
NFPA 13 P@ain test 09/05/95, Static 80, 988 GPM at 75 psi y Dr 130 10/30/1995
NFPA 13 10 191 9/9/2006
NFPA 13 db sfatic, 70 residual at 799 gpm, 7-27-95 Wet 220 10/7/1996
NFPA 13 drb sfatic, 70 residual at 799 gpm, 2" main draih 7e87- Wet 192 10/6/1997
NFPA 13 5 84stdt residual at 1087 gpm, 8-17-94 Wet 159 10/24/1997
Hydro-Pro24. February 1990, Static 104, 792 GPM at 50 psi Wet 0 4/25/1994
NFPA 13 9 9atat and 80 residual at 1200 gpm, 4-15-04 Dry 74 5/6/2004
NFPA 13 @ main drain test, 75 static and 70 residual, $18 Wet 140 7/18/2001
Maine Life 18 Ol€tatic and 95 residual at 1186 gpm, 9-22-94 Wet 4010/19/1998
65 static and 55 residual at 430 gpm, 8-9-02 Wet 22 9/21/2002

NFPA 13 8.8 1994ti8t62, 1292 GPM at 50 psi Wet 165 5/12/1999
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Project Name

Shaw's Plaza Center, (OLO35 Lisbon Street Simplex Grin Mercan Renovation

Shaw's, (Lewiston) East Avenue
Sisters of Charity, (PowCampus Avenue

Southern Gateway ParkLisbon Street

Street Location Contractor Activity System Standard Safety
Shapird Hearing Aid Ce33 Bushey Circle

High Tech Fi

High Tech Fi

High Tech Fi

Dean & Ally Parking New

Sparetime Recreation Lewiston Raceway Eastern Fire

St Andre's Home
St Marys Family HousinOxford Street

St Mary's Family Housi Oxford Street

St Mary's Hospital CardCampus Avenue
St Mary's Hospital, (4th Sabattus Street
St Marys Medical CenteGolder Road

St Mary's Regional MedCampus Avenue
St Mary's, (ICU Renova45 Golder Street
St. Mary's Hospital - F Campus Avenue
St. Mary's Medical CentSabattus Street
St. Mary's Medical CentCampus Avenue
St. Mary's Regional Me Campus Avenue
Staples Lisbon Street
Birch Street

The Colisee

The Public Theatre 31 Maple Street

188 Sabattus Street Eastern Fire

High Tech Fi

High Tech Fi

Sprinkler Sys

High Tech Fi

High Tech Fi

High Tech Fi

High Tech Fi

High Tech Fi

Sprinkler Sys Office  New

High Tech Fi

High Tech Fi

Eastern Fire

High Tech Fi

High Tech Fi

Office

Water Data

New Maine Life 5  GouldBELST, UL, 40 GPM at 30 psi
NARBA 10 65 static and 57 residual at 500 gpm, 10-6-03
Mercan New NFPA 13 12 56 statid 53 residual at 1130 gpm, 11-7-02

Power Existing&n NFPA 13 n dina

nfpa 14 n/a Dryrstpipe
Assemb New additio NEBA 73 static, 60 residual at 1160 gpm
Group New NFPA 13D  6uld35T-20 pump rated at 40 gpm at 53 psi
Apartm New NFPA13R 5
Apartm Existing & n NFPA 13R63 110 static and 90 residual at 1100 gpm, 1994

Hospita Renovation NFPA 13 a 84 static and 71 residual at 1087 gpm, 1999

Hospita Existing NFPA 13
Hospita New NFPA 13 08/17/944i8 85, 1300 GPM at 75 psi
Hospita New NFPA 13 dn dna

Hospita Existing & n NFP2\ 22 83 static and 74 residual at 990 gpm, 11-18-03

Hospita Existing NFPA 13 NGinen

NFPA 13 5 @&ficsand 74 residual at 1087 gpm, fall, 1994
Offices, New NFPA 13 10 8Etd5 residual at 1300 gpm, 8-17-94
Hospita New NFPA 13 91 statit 75 residual at 1177 gpm, 1990

Mercan Renovation NFPA 13 2 Ball of 1993, Static 70, 1826 GPM at 60 psi

Existing & n NFPA 13 35 80 static and 69 residual at 440 gpm, 2004
Theatri

Renovation NFPA 13

110istahd 90 residual at 1100 gpm, 1994. 95 static a W 236

Wet/Dry Count DatePer mit

Wet 15 11/20/1997
t We o4 5/28/2004
Dry 750 11/20/2002

a4 4/27/2000

Dry 0 6/11/2005
0 6/5/1991
Wet 53 9/12/2003
5/8/2002
Wet 2 24

3/6/2002

Wet 19 4/18/2003

114 9/4/2007

Wet 89  9/26/1995
Wet 50 6/22/2001
Wet 77 11/19/2003
Wet 0 8/29/1990

Wet 348 9/30/1999

Wet 178 5/10/1997

Wet 0 5/18/1992

Wet 0 5/17/1994

Dry 111 9/17/2004

22 9/24/2012
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Town

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lewiston

Lisbon

Lisbon

Project Name  Street Location Contractor Activity System Standard Safety

Thirty-one River Street 31 River Street
Three hundred ninety-0391 Lisbon Street
Tri County Mental Heal Bartlett Street
Tri-County Mental Heal Lisbon Street
Tri-County Mental Heal 80 Strawberry Ave
Twentyfour Old Lisbon 24 Old Lisbon Roa
Twenty-two Park Street 22 Park Street
United Parcel Service Lewiston-Auburn
University of Maine at 51 Westminster Str

USM, (L/A College, Ne Westminister Stree

VIP

VIP Warehouse Additio Lexington Street

Wal-Mart Distribution

Westside

White Rock Distributors21 Saratoga Street

Whiterock Distilleries

Wholesale Depot

WILLIS OF MAINE

Wolf Eye Associates

Candlewick Furniture GLisbon Street

Dingley Press

327 Goddard Road

618 Main Street

Saratoga Street

Mount Auburn Av

150 MILL STREE

249 Main Street

119 Lisbon Street

Eastern Fire

High Tech Fi

High Tech Fi

High Tech Fi

Eastern Fire

High Tech Fi

High Tech Fi

Eastern Fire

High Tech Fi

High Tech Fi

High Tech Fi

Sprinkler Sys

S. A. Comun

High Tech Fi

High Tech Fi

High Tech Fi

Maine Fire P

Freedom Fire

High Tech Fi

High Tech Fi

Automatic S

Water Data

Apartm Existing Hydro-Prat0. 1990 Static 104, 500 GPM at 75 psi

Boardin New Hydro-Pro 5 sHitic and 49 residual at 56 gpm. Tank & pump
Office  New NFPA 13 22

Health New & exist NFPA 13 ori¢ Given

Office  New NFPA 13 14 s8&8ic and 22 residual at 730 gpm, 3-31-03

Health Existing & n N¥PE3 dn dna

Wet/Dry Count DatePer mit

Wet 0 10/28/1993

Wet 4 10 10/10/2003

281 5/29/2006

Wet 0 8/24/1993

Wet 141 5/7/2003

Wet 39 6/19/2000

Residen New & Ren NFPA 13 96 static and 85 residual at 470 gpm, 2005 froomaih Wet 371 2/23/2005

Busines New Factory Mut  onBlGiven
College Existing & n IMF13 9 65 static and 55 residual at 2301 gpm, 8-94
Busines New NFPA 13 13st Gave 75 psi.

Auto D Renovation NFPA 13 14 static and 89 residual at 2760 gpm, 1994

Loadin Existing & n NFRA 10 65 static and 47 residual at 2382 gpm, 1994

Wareho New NFPA 13 6 AwBet81-21A pump rated at 2500 gpm at 140 psi

Busines New Hydro-Pro 6 fAficand 50 residual at 295 pgm, 11-98
Busines New additio ANE® 10. 1989, Static 72, 1140 GPM at 58 psi
Manufa New NFPA 13 & 6.18818tatic 72, 1300 GPM at 58 psi

Mercan New NFPA 231C Norieed

OFFIC  Addition of NFPA 13
Busines New NFPA 13 5 75etd0 residual at 2477 gpm, 8-11-94
Mercan New NFPA 13 12 68 statid 48 residual at 1155 gpm, 1998

Busines Existing NFPA 235.0 1990, Static 70, 1216 GPM at 52 psi

Wet 0 10/19/1990

t Wels 4/11/2001

119 3/9/2007

Wet 279 3/11/2004

Wet75 10/30/2000

Diy+0¢4 12/9/2004

Wet 151 1/11/2000

Wet 0 11/29/1994

Wet 0 10/29/1992

Wet 0 10/18/1990

58 7/10/2012

Dry 307 11/4/1996

Wet 748 4/22/2002

Wet 0 4/22/1994
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Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Lisbon Dingley Press, (2002 AdL19 Lisbon Road  Sprinkler Sys Paper S Existing&n NABA 5 68 static and 48 residual at 1113 gpm, 7-2988rless p Wet 1270  6/27/2002
Lisbon Dingley Press, (2006 AdL19 Lisbon Road  Sprinkler Sys Binary Existing & n NFP2 5 118 6/2/2006
Lisbon Farwell Mill Route 136 Eastern Fire  Mill Existing NFPA 13R  43. 108®Static 79, 875 GPM at 65 psi 0 5/18/1995
Lisbon Farwell Mill Route 136 Eastern Fire  Mill Existing NFPA 13R  48. 108®SGtatic 74, 875 GPM at 65 psi Wet 0 5/2/1995
Lisbon Farwell Mill Route 136 High Tech Fi Retail Renovation NFPA13R 17 ©¥®A Static 80, 1099 GPM at 75 psi Wet 0 12/2/1994
Lisbon Farwell Mill Route 136 High Tech Fi Busines Existing NFPA 13R  15. iSfé2, 1010 GPM at 36 psi Wet 0 6/6/1994
Lisbon Farwell Mill Retail Secti Route 196 High Tech Fi Furnitu Renovation NFPA 13 Nomne6 Wet 30 5/26/1995
Lisbon Farwell Mill, (D Section Route 196 High Tech Fi Apartm New NFPA 13R 20 80 statieresidual at 1099 gpm, 5-17-94, taken from 2 Wet 3 28 2/14/1998
Lisbon Floor Systems 85 Lisbon Street High Tech Fi Mercan New NFPA 13 15 eBistand 48 residual at 1155 gpm, 1998 Wet 41 6/13/2005
Lisbon Food City Plaza, (Phase92 Lisbon Road Sprinkler Sys Mercan New NFPA 13 12 @&ficsand 48 residual at 1155 gpm, 1-15-94 Wet 233 2/18/2005
Lisbon Food City Plaza, (Phase92 Lisbon Road Sprinkler Sys Mercan New NFPA 13 11 @&fcsand 48 residual at 1155 gpm, 1-15-94 Wet 97 2/18/2005
Lisbon Lisbon Daycare Lisbon Street High Tech Fi Daycar Renovation NFPA 13 7 48 10/14/2006
Lisbon Lisbon Elementary SchaMill Street Sprinkler Sys Educati New NFPA 13 7 78 statiwd 50 residual at 1180 gpm, 10-19-01 Wet 814 5/12/2003
Lisbon Lisbon Elementary Schd&chool Road Commonwea Educati Existing NFPA 13 12 Stajcl150 GPM at 55 psi Wet 0 9/7/1994
Lisbon Lisbon Falls Apartment 646 Lisbon Street Freedom Fire Apartm New NFPA 13R 25 stafic and 45 residual at 1100 gpm, 5-24-03 Dry 81 6/10/2003
Lisbon Lisbon House 15 Village Street Maine Fire P Residen New Maine Life 6. 372 static, 40 residual, 1135 gpm, April 19927 Wet 8 5 6/1/1998
Lisbon Lisbon Town Office & 300 Lisbon Road, Freedom Fire Busines New NFPA 13 5 tatitsand 65 residual at 490 gpm, 8-30-99 Dry 306 10/26/1999
Lisbon St Marys Family Practic692 Lisbon Road  Sprinkler Sys Medica Renovation NFPA 13n/a 74 static and 63 residual at ?, 2-24-05 Wet 45 5/7/2005
Lisbon St. Matthews Episcopal Route 196 Eastern Fire  Worshi New NFPA 13 9.2 08/284a1iS55, 427 GPM at 44 psi Wet 0 11/13/1992
Lisbon Tri-County Mental Heal 15 Village Street Eastern Fire  Apartm Existing & n KkaiLife 7 75 static and 35 residual at 1100 gpm8®8. 77 static Wet 11 10/25/2003
Lisbon Falls Grumbacher IncorporateRoute 196 Automatic S  Busines Existing NFRA 05/90 Static 55, 1100 GPM at 41 psi Wet 0  4/9/1991
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Town

Lisbon Falls

Lisbon Falls

Lisbon Falls

Lisbon Falls

Lisbon Falls

Lisbon Falls

Livermore

Livermore

Livermore

Livermore

Livermore

Livermore Falls

Livermore Falls

Livermore Falls

Livermore Falls

Livermore Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Project Name  Street Location Contractor Activity System

Standard Safety Water Data Wet/Dry Count DatePer mit

Holy Trinity Parish 51 Main Street High Tech Fi Church New NFE3 6 34 static and 22 residual at 790 gpm, 9-13F@8terson Dry 145 9/17/2003
International Paper [Ma Route 196 Dean & Ally Manufa New NFPA 13 10at®of last water test; 8/99; Static Pressure;®$jdal Dry 198 9/25/2001
Knight-Celotex 743 Lisbon Street  Eastern Sprin  Manufa New NFPA 13 8 88 static and 64 residual at 1090 gpm,-B4.8 Dry 72 5/28/2004
Lisbon Falls Baptist Ch 555 Lisbon Road  Simplex Grin Family New 13 8 58 static and 30 residual at 920 gpm, 2-18-02 Dry 203 6/27/2002
Mid Town Shopping Ce Route 196 Eastern Fire  Mercan New & Ren PAIE3 7 64 static, 46 residual at 1135 gpm, 1984 Wet 30 2/26/1997
Rite Aid Store Route 196 Sprinkler Ser Mercan New & Ren PNRA3 12 1993, Static 85, 1200 GPM at 45 psi Wet 0 10/31/1995
Carriage House Route 4 Freedom Fire Café New Maine Life 6  @quimp rated at 50 gpm at 50 psi Wet 37 11/12/2004
Maple Lane Golf Cours 295 Maple Lane Freedom Fire Lounge New Maiifie L 9  Gould GT-15 pump rated at 40 gpm at 45 psi Wet 9 4 1/7/2003
MSAD 36, (K-5 Buildin Gibbs Mill Road Maine Fire P Educati New HydPco 15 118 static and 70 residual at 120 gpm Wet  57212/28/1999
PATRIOT FIRE WORK 1887 FEDERAL R High Tech Fi SALES New Systemaiie Life 7.5 22 8/22/2012

The Norlands Living Hi 290 Norlands Road Sprinkler Sys Museu New

NEBER 8 Gould Pump, Model # PF20, UL listed, RatedGGPM Wet 28 4/20/1998

Alternative Energy Snelling Road Automatic S Busines New PRA3 10 156 static and 82 residual at 2250 gpm, 1:9P 0 4/14/1992
Isaacson Lumber Route 133 Eastern Fire  Saw Mi New NARA  14. Date of last water test; 9/2001; Static Pmessill; Resi Dry 92  12/12/2001
Isaacson Lumber Comp Route 133 Eastern Fire  Wood P NewtamldNFPA 13 8 100 static, 40 residual at 820 gpm, 428 Dry 44 7124/1997
Lamb Block 10 Depot St., Liver Maine Fire P Offic New System NFPA 13 19. 180 9/18/2012
Livermore Falls M.O.B  Main St High Tech Fi Medica New SystenFm 13 5.9 171 10/17/2011
Big Daddy's Pub 5 North Main Stree High Tech Fi Bar/ New System Maine Life 2.5 24 6/19/2012
Elm Street School Elm Street High Tech Fi Educati Existthg Maine Life 31 70 static and 60 residual at 4p%ng 7-18-00 Wet 68 9/20/2000
Great Northern Recyclin Lewiston Road High Tech Fi Industri New FMA 13 8.5 06/94 Static 98, 1265 GPM at 46 psi Dry 66 6/29/1995
Marcal Mill Elm Street High Tech Fi  Mill New NFPA 13 266 GPM at 98 ? Or 46 psi 0 12/22/1994
Marcal Mill Lewiston Road High Tech Fi  Mill Existing NFPA 13 12 Static 98, 1265 GPM at 46 psi, 1994 Dry 0 5/2/1995
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Town

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Mechanic Falls

Minot

Minot

Minot

Poland

Poland

Poland

Poland

Poland

Poland

Poland

Poland

Poland

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Marcal Mill Basement L Lewiston Road High Tech Fi Storage Mgt NFPA 13 8  Static 98, 1265 GPM at 46 psi Dry 0  4/6/1995
Marcal Mill Basement/  Lewiston Road High Tech Fi Storage st NFPA 13 Static 98 psi, 1265 GPM at 46 psi, 06/94 ryD O 5/12/1995
Mechanic Falls Medical Sprinkler Sys Office  New Hydro-Pro 5 90 static and 7€ideal at 1553 gpm Wet 44 2/28/2001
Mechanic Falls Town O Lewiston Road Sprinkler Sys Office  New PAFL3 5 97 static and 18 residual at 791 gpm, 2003 Wett89 9/8/2003
New England Grain Bui Lewiston Road High Tech Fi Grainp New PR3 8 98 static, 46 residual at 1265 gpm, 6-94 Dry 60 9/19/1997
New England Public W Lewiston Road High Tech Fi Storage New PAR31 5.7 95 static and 70 residual from verificatio Wet 411 5/27/1998
New England Public W P. O. Box 100 High Tech Fi Storage Hxis& n NFPA 231 10 105 static and 25 residual at gath, 6-97 Wet 252  10/19/1998
Village Pizzaria Pleasant Street High Tech Fi Dining New ydid-Pro 17 45 10/17/2007
Vineyard Christian Fell Route 11 Eastern Fire  Assemb New Hydoo-P 22 96 static and 58 residual at 656 gpm, 8-2-99 Wet91 8/27/1999
Labbee House Route 119 High Tech Fi Home  New Maine Life 14 Goulds MFH pump rated at 25 gpm at 46 psi Wet 53 9/20/2000
Murphy Foundation Harris Road High Tech Fi Busines Existing Maine Life 5 ore Given Wet 0 10/29/1992
Murphy Home Route 119 High Tech Fi Residen Maine Life 11 Wet 0 2/27/1995
Camp Furnwood Camp Furnwood L High Tech Fi Summe New Hydro-Pro 14 176 5/9/2006
Camp Tall Pines (YMC Route 26 High Tech Fi Campf New Maine Life  27. GouldBMPST, Not UL, 45.34 GPM at 41 psi Wet 46 12/14/1995
CHURCH 305 COMMERCI ADG Builder RESID New System NFPA 13D 16 59 4/26/2012
Great Spring Water 109 Poland Spring Simplex Grin Wareho New NFPA 231  10erless 6AEF10 pump rated at 1500 gpm at 140 psi wéh62 12/22/1998
Great Spring Waters 109 Poland Spring Simplex Grin Manufa New NFPA 13 14 rlees 6AEF10 pump rated at 1500 gpm at 140 psi Wet9318  10/8/1999
Nettie Ricker Building Eastern Fire  Assemb New NFPA 13 13 88 static and 3duakat 315 gpm, 9-1-98 Wet 95  9/28/1998
Omni Camp Verill Road High Tech Fi Boardin New Hydro-Pro 5 G & Limp rated at 96 gpm at 69 psi Wet 80 5/12/2004
Poland Community CenRoute 26 High Tech Fi Educati Existing & n Hydro-Pro 5 IGBRIPE/SST pump rated at 100 gpm at 48 psi Wet 496 8/1/2002
Poland Community HeaRoute 26 Eastern Fire Health New Maine Life 10 Go@df0 pump rated at 80 gpm at 32 psi Wet 50 4/20/1998
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Town
Poland

Poland

Poland

Poland

Poland

Poland

Poland Spring

Poland Spring

Poland Spring

Poland Spring

Sabattus

Sabattus

Sabattus

Sabattus

Turner

Turner

Turner

Turner

Turner

Turner

Turner

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Poland High/Middle Sc Route 26 Eastern Fire  Educati New NFPA 13 5 77 staticsnresidual at 1200 gpm, 6-23-98 Wet 965 8/19/1998
Poland Spring Presiden#1 Ricker Road Eastern Fire  Inn New NFPA 13 8 72 st 35 residual at 995 gpm, 8-30-01 Dry 491 7/12/2003
Poland Spring Repair SRicker Drive Eastern Fire  Golf Ca New NFPA 13 7 72 stand 35 residual at 995 gpm Dry 41 5/8/2002
Poland Springs, (MainteSpring Water Road High Tech Fi Comme Existing&n NFE3A 86 From main drain test on riser. 43 10/15/2006
POLAND TOWN HAL MAINE STREET Freedom Fire MEETI New System NFPA 13 6.2 107 6/7/2012
Rose Aikman Bed & Br Old Route 11 High TechFi Bed & New Maine Life 19 Tanks Wet 62 11/20/1995
Jolly Farmer Products  Route 122 Sprinkler Sys Industri New NEARBA 12 Peerless 12MBF pump, UL listed at 1000 gpn0&tdsi Dry 133 12/23/1996
Omni Summer Camp Fa 200 Verrill Road Alternative S Summe New ydig-Pro 12 Primeflow PF20 pump rated at 65 gpm gh10 Wet 41 7/25/2002
Poland Spring Plant Mu Ricker Road Eastern Fire  Museu New NFPA 15 88 static and 34 residual at 315 gpm, 9-1-98 Wet 60 8/3/2000
Poland Springs 2000 W 109 Poland Spring Eastern Fire  Storagev N NFPA 13 10 Peerless 6AEF10 existing pump rate®@® jpm at 140 Wet 1200 9/8/2000
Sabattus Elementary SdGreene Street Sprinkler Sys Educati Renovation NFPA 13 /a 80 static and 60 residual at 1200 gpm Wet 27 9/13/2004
Sabattus Group Home Kelly Drive Atlantic Auto Residen New Hydro-Pro 16 MonarACE-500SD pump rated at 80 gpm at 56 psi Wet 58 4/13/2000
Sabattus Middle SchoolBall Park Road Sprinkler Sys Educati New NFPA 13 5 5Eestnd 40 residual at 600 gpm, 7-2002 Wet 487 9/12/2003
Sabattus Municipal BuilRoute 9 High Tech Fi Busines New NFPA 13 5 76 static Bhdesidual at 920 gpm, 5-22-02 Dry 163 6/14/2002
Chick-A-Dee RestauranRoute 4 Eastern Fire  Restaur Existing Hydro-Pro 15 Bed®0 GPM at 50 psi Wet 0  10/1/1991
Leavitt Area High Scho Lower Street Sprinkler Sys Educati New NFPA 13 5.2 Pesr®MAF pump rated at 500 gpm at 80 psi Dry 2195 2/11/1998
Leavitt Institute Route 117 Sprinkler Sys Meetin - New Hydro-Pro 5.3 Peepessp, model #PE503, UL listed, 80 GPM at 52 Wet 101 3/7/1998
Levant Club House Route 117 Eastern Fire Assemb New Hydro-Pro 7.5 PeetlBBEPM at 50 psi Wet 0 9/7/1993
Marshview Drive Marshview Drive  Residential F Residen New System NFBB1 31. 16 8/2/2012
Turner Community Heal7 Main Street Maine Fire P Health New Hydro-Pro 14 Pubapa Brand Name; Goulds Model Number 806550; Wet 5412/31/2001
Turner Primary School P. O. Box 157 Sprinkler Sys Educati New Maine Life 5@Hllon storage tank Wet 0 1/7/1992
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Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Turner Weston Road CLA 41 Weston Road High Tech Fi Group New Maine Life 6 @fisand 32 residual at 67 gpm. Gould NPE/2ST puet W 26 8/2/2001
Wales Oak Hill High School East Road Extensi  Sprinkler Sys Educati New Hydro-Pro  7eerless 75 GPM at 71 psi Wet 0 2/19/1993
Wales Oak Hill High School, ( Sprinkler Sys Educati Existing & n Hydro-Pro 6  PeerlP&833 pump rated at 75 gpm at 71 psi Wet 27 2/18/2004
Wales School Union 44 Boute 126 Sprinkler Sys Busines New Maine Life 8 Pesrls 503 pump rated at 80 gpm at 52 psi Wet 52 6/22/2000
Wales Wales Central School Center Road Sprinkler Sys Educati New Hydro-Pro 6 Grusd®S30-5 UL listed pump rated at 60 gpm at 56 Wet00 2 718/1996
Androscoggin Androscoggin
Aroostook Aroostook
Ashland Alternative Energy Inco American Realty R Automatic S Bed & New NFPA 13 10 S$td#6, residual 82 at 2250 GPM, Peerless Pump 150 06/24/1993
Ashland Ashland Adult Family C Walker Street Maine Fire P Family New Maine Life 36 @suGT pump rated at 50 gpm at 50 psi Wet 41 1/17/2003
Ashland J P Levesque Lumber, (Clark Road Fire Protectio Planer New NFPA 13 7 100t&0 residual at 920 gpm, 7-23-93 Delu 196 1/26/1998
Ashland J. P. Levesque & Son, (Clark Road Fire Protectio Saw Mi New NFPA 13 5 100 staeresidual at 920 gpm, 7-21-93 Dry 61 8/22/1997
Ashland J. P. Levesque & Sons, Clark Road Fire Protectio Saw Mi New NFPA 13 15 100 st&8D residual at 920 gpm, 7-93 Delu 60 3/2/1998
Ashland J. Paul Levesque - Hog Clark Road Fire Protectio Process New NFPA 13 6 Statly; iesidual 30 at 920 GPM, tested 07/94 Dry 32 7/28/1995
Ashland J. Paul Levesque & SonClark Road Fire Protectio Lumber New NFPA 13 11 100 st&0 residual at 920 gpm, 7-94 Dry 74 5/13/1997
Ashland Levesque Lumber Clark Road Fire Protectio Lumber Existing NFPA 13 Stanod, residual 30 at 920 GPM, tested 07/93 0 9/8/1993
Ashland P. M. Kelly Incorporate Clark Road Fire Protectio Busines New NFPA 13 5 Stati@, 16sidual 54 at 920 GPM, tested 07/21/93 Dry 0  4/7/1994
Ashland P.M. Kelly Boiler Hous Clark Road Fire Protectio Boiler New NFPA 13 9 100 stghi residual at 920 gpm, 7-23-93 Dry 12 71711997
Ashland Pinkham Lumber, (AddiRoute 11 Maine Fire P Saw Mi New NFPA 13 18 130 statd, fesidual at 1884 gpm, 7-92 & Fairbanks- Wet 93  2/3/1998
Ashland Pinkham Mill, (Stacker Route 11 Maine Fire P Saw Mi Existing & n NFPA 13 30 X3iétic and 121 residual at 1884 gpm, 1992. FairbaDky 68 3/3/2000
Ashland Town of Ashland Clark Road John Boardm New NFPA 13 n/a Patterson Mofi#//C pump rated at 1500 gpm at 110 Dry 2 4/14/2004
Bancroft Husson Commons College Circle Eastern Fire  Busines New NFPA 13 8 Sficstand 41 residual at 820 gpm, 1997 Wet 344  3/3/2005
Caribou Assembly of God Churc116 Sweeden Stree Sprinkler Sys Church New System eMaie 5+ 41 7/26/2012
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Town

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Project Name

ATX Forms 63 Sweden Street
ATX Offices Main Street
Caribou Bus Garage 70 Glenn

Caribou DHHS Skyway Plaza

Caribou Health Center Bennett Drive
Caribou Nursing Home Bernadette
Caribou Nursing Home 10 Bernadette Driv
Caribou Recreation Cerb5 Bennett Drive
Caribou Shopping CentBennett Drive
Cary Cancer Clinic Van Buren Road
Cary Medical Center, (ERoute 1

Cary Medical, (MRI Ad 163 Van Buren Ro
Church of Jesus Christ 67 West Hardison
County Physical Therap43 Hatch Street
Dollar Tree Caribou Shopping
Kathadin Trust Bennett Drive
Maine Bag Sincock Street
Maine Bag / Potato Co Sincock Street
Maine Bag Company Sincock Street

Maine Veterans Home, 37 Van Buren Roa

Maine Veteran's Home,

Street Location Contractor Activity System Standard Safety

Sprinkler Sys Busines Renovation

Sprinkler Sys

Fire Protectio

Eastern Fire

Eastern Fire

Fire Protectio

Fire Protectio

Fire Protectio

Fire Protectio

Fire Protectio

Sprinkler Sys

Fire Protectio

Maine Fire P

Eastern Fire

Eastern Fire

Fire Protectio

Fire Protectio

(FILE CLOS

Maine Fire P

Maine Fire P

Maine Fire P Multi-p New

Water Data
NEPA dn 80 static and 52 residual at 1060 gpm, 9-02

Wet/Dry Count DatePer mit

Wet 7 9 9/24/2002

Busines Renovation NFPA 13 dh static and 75 residual at main drain test, 120200 Wet 137
School Existing & n NFPA 13 11 44
Office  New NFPA 13 8 71 sttid 33 residual at 995 gpm, 12-30-05 Dry 219
Health Renovation NFPA 13 /a m/a Wet 65
Health New NFPA 13 8 25 stalicresidual at 690 gpm, 8-16-95 Dry 23
Health New NFPA 13 sBHic, 32 residual at 820 gpm, 8-95 Dry 67
Recreat New 14 55
Mercan New additio NFPA 136 52 static, 22 residual at 930 gpm, 8-16-95 Wet 62
Offices, New additio NFEA 10 Static 48, Residual 30 at 920 GPM Tested (08509 Wet 36
Offices Renovation NFPA 13 5 #ictnd 70 residual at 350 gpm, 2004, from 2" méiet 60
Busines Existing & n PMFL3 5 48 static and 30 residual at 920 gpm, 6-13-01 Wet 20
Worshi New & Ren Hydro-P 13. Static 43, Residual 13 at 590 GPM tested 19118 Wet 0
Office  Renovation NFPA 13n/a n/a Wet 90
mercant Renovation NEPA 74
Busines Existing & n NFP2 9  Static 48, Residual 22 at 770 GPM tested 07518/9  Dry 0
Busines New NFPA 13 2 &8fi Residual 15 at 640 GPM Dry 0
Manufa 0
Manufa Existing NFPA 13 iBta8, Residual 14 at 635 GPM Tested 12/3/93 Dry 0
Veteran New NFPA 13 6  8Bcsand 31 residual at 1090 gpm, 1-9-03 Wet 271
NFPA 13 n/a 45 static and 4§ideal at 965 gpm, 2004 Wet 33
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Town

Caribou

Caribou

Caribou

Caribou

Caribou

Caribou

Eagle Lake

Eagle Lake

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Easton

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
McElwain House, (Ren Route #164 Maine Fire P Office  New Hydro-Pro 17 Monard®EA500SD pump rated at 78 gpm at 58 psi Wet  13010/17/2002
Pines Health Services C163 Van Buren Ro Sprinkler Sys Medica New and Re NFBA 1 5+ 63 7/11/2012
Shop N Save High Street Eastern Fire  Busines New NFPA 13 10 Sta@tjdR@sidual 32 at 950 GPM, Tested 10/23/91 Wet 012/27/1991
Tinas Tiny Tots 64 Westgate Road Eastern Fire Day Ca New Maine Life  Gaulds GT-20 pump rated at Wet 40 9/27/2005
Woman's & Childrens HUS Route 1 Fire Protectio Health Renovation NFPA 13 24 static and 27 residual at 720 gpm, 6-1-99 Wet 26 7/7/1999
Women's Imaging Centd 63 Van Buren Rd Sprinkler Sys Medica Renovation NFBA 1 21 9/26/2012
Eagle Lake Group Hom Maine Fire P Group  New Maine Life 6 35 static and @§idual at 1080 gpm, 2001 Wet 0 11/20/2003
Northern Maine General 3388 Aroostook R Maine Fire P Group  New Mdiifle 16 Goulds GT-20 pump rated at 50 gpm at 50 ps Wet 40 5/28/2004
JM Huber Conveyor GalStation Road Fire Protectio Convey Renovation Speci H30 Aurora pump rated at 1500 gpm at 125 psi, 9680- Delu 30 11/29/2000
JM Huber Corporation Station Road Fire Protectio Mainte New Special Haz 10 ofapump rated at 1500 gpm at 125 psi Wet 112 12/2/2002
JM Huber Paint Booths Station Road Fire Protectio PaintB Existing & n Spkkilaz 12 125 static and 118 residual at 1422 gpml-92 Aurora Foa 3 6/16/2000
JM Huber, (Press Area)Station Road Fire Protectio Existing & n NFPA 13 79 Aarpump rated at 1500 gpm at 125 psi Wet 12 4/22/2002
Log Conditioning Build Station Road Maine Fire P Lumber New & Ren NFPA 13 66aicSt73, Residual 72 at 2500 GPM, Auooa ElectrimPAlet 0 12/3/1991
McCain Foods P. O. Box 159 Maine Fire P Service New NFPA 13 20 1laficsand 65 residual at 2250 gpm, with pump ratedet W 131 12/28/1998
McCain Foods Area D- Richardson rd. Eastern Fire  Roof ov Addition of Ireswe S 12. 91 7/9/2012
McCain Foods IncorporP. O. Box 159 Maine Fire P Busines New NFPA 13 17 Pexfesnp rated at 1000 GPm at 125 PSI Wet 0 4/11/1995
McCain Foods USA Inc 319 Richardson Ro Vipond Fire  Office, Existing&n R 13 29 New Diesel pump rated at 1500 gpm at 100 psi Wet 162 5/25/2001
McCain Foods USA Inc 319 Richardson Ro Vipond Fire  Food Pr Existing & n MFE3 7  New diesel pump rated at 1500 gpm at 100 psi y Dr419 3/2/2000
McCain Foods USA Inc 319 Richardson Ro Vipond Fire New Pr New & exist NFPAA  10. New Diesel, Listed, 1500 GPM at 100 psi Wet 1002 6/9/1999
McCain Foods USA Inc 319 Richardson Ro Vipond Fire Manufa Existing&n NFE&L 6 120 static and 100 residual at 1500 gpm, méth diesel Dry 538 3/18/1999
McCain Foods, (Cold St319 Richardson Ro Vipond Fire Cold St New NFPA 13 8 Bligmmp rated at 1500 gpm at 100 psi Dry 2896 6/7/2001
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Town

Easton

Easton

Easton

Easton

Easton

Easton

Fort Fairfield

Fort Fairfield

Fort Fairfield

Fort Fairfield

Fort Fairfield

Fort Fairfield

Fort Fairfield

Fort Fairfield

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Project Name
McCains Dry Storage P. O.

McCains Food IncorporP. O.
McCain's Foods #4  P. O.
McCains Foods #2 P.O.
McCains Foods Cold StP. O.
McCain's Foods, Inc., BP. O.

Elderly Housing

Facilities Inc. Bridge Ho Wesleyan Street

Fairfield Energy Ventur c/o U. S. Energy C

Fort Fairfield Elementar Brunswick Avenue

Hapco Farms

Box 159

Box 159

Box 157

Box 159

Box 159

Box 159

School Street

Caribou Road

Interstate Food ProcessiRoute 161

Kimble House

Village Green Apartmen Columbia Street

Forest Hill Manor, (Add

Caribou Road

Street Location Contractor Activity System

Frank Lavwa Storage New
L &M Plum Busines New
Fire Protectio Busines New
Maine Fire P Busines New
Maine Fire P Busines New
L &M Plum Industr New
Maine Fire P Apartm New
Eastern Fire  Residerw Ne
Sprinkler Sys Businélew
Sprinkler Sys School, e
Fire Protectio Busines ERi$
Eastern Fire  Busines New

Fire Protectio Residen New

Fire Protectio Apartm wNe

Maine Fire P Nursing Existing & n NFPA 13

Forest Hill Manor, (Add 25 Bolduc Avenue Maine Fire P Nursing New

Forest Hill Manor, (Re 20 Bolduc Street

John Daigle Building -

Main Street

Maine Winter Sports CeOld Route 11

MBNA, (Fort Kent)

NMMC Biomass

Pleasant Street

Maine Fire P Nursing Reniovat NFPA 13

Fire Protectio Apartm New

Maine Fire P Ski Tra New

Eastern Fire

194 East Main Stre Sprinkler Sys Biomas Addibf

Busines New

Standard Safety Water Data Wet/Dry Count DatePer mit
NFPA 13 3.0 13ffcsta6 residual at 1445 gpm from pump curve of Pt We240 9/11/1996
NFPA 13 16 Stati@@3, Residual 81.25 at 1500 GPM, Peerless Pum Wet 184 8/31/1995
Hydro-Pro Pimitated at 1000 GPM at 125 PSI Dry 0 718/1993
NFPA 13 9 Stadic.3, Residual 81.25 at 1500 GPM, Peerless pum Pread0 3 6/13/1995
NFPA 13 37 StRit.5, Residual 81.25 at 1500 GPM, Peerless pum Pr2a8 6/13/1995
NFPA 13 11 Peerlessnp rated at 1000 gpm at 125 psi, plus 137 stat Dry79 5/3/1996
MEEBR 37 89 static, 20 residual at 1520 gpm Wet 131 11/22/1996
NFPA13R 5 48 static and 43 residual at 855 gpm;99-8 Dry 31 10/1/1999
Hydr. Calc. Worthington Pump rated at 1320 & B8l 0 10/15/1991
NFPA 13R None Given 0 11/29/1990
NFPA 13 9  Static 70, Residual 30 at 920 GPM t£4892 Wet 0 5/24/1995
NBRBA 14 Fairbanks Pump rated at 1000 GPM at 60 PSI Prea Q2/20/1991
aimd Life 11 Goulds HPE 2HP pump rated at 40 gp4Baisi Wet 31 8/31/1998
NFPA13R 7 68 static, 20 residual at 1106 gpm, 1995 et W 95 5/30/1996
na 85 statiel85 residual at 2" main drain test Wet 9  9/6/2003

NFEA n/a n/a Dry 132 12/13/2004

dn 105 static and 100 residual at 2" naa@in test Wet 56 1/7/2003

NFPA 13 2. 4None Given Dry 0 10/13/1993
Hydre-Pr 5 Goulds 80 GS pump rated at 80 gpm at 69 psi Wet 61 1/22/2001
NEPA 21 85 static and 26 residual at 860 gpm, 5-9-99 t We 85 7121/1999
NFPA 13 5+ 25 8/9/2012
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Town

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Fort Kent

Frenchville

Frenchville

Grand Isle

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Project Name

NMMC, (Down Town  Main Street Sprinkler Sys Office  Renovation PMFL3

NMMC, (Third Floor) 194 East Main Stre Sprinkler Sys Hospita New FPN 13
Northern Door Inn North Main Street Eastern Fire  Motel New NFEZR
Northern Maine Center Route 11 Maine Fire P Health New NFPA 13

Northern Maine Medica 143 East Main Stre Sprinkler Sys Hospita &ixigg& n NFPA 13

Northern Maine Medica 194 East Main Stre Sprinkler Sys Hospita &ixig& n NFPA 13

Paradis IGA High Street Maine Fire P Mercan New NFPA 13

Swamp Buck Restauran250 West Main Str  Sprinkler Sys Restaur New didyPro

UM at Fort Kent, (Blake University Drive Eastern Fire Library New N&R3

UM at Fort Kent, (PhaseUniversity Drive Eastern Fire  Dormit New NFRA

University of Maine, (C University of Main Sprinkler Sys Dormit New RA 13R
University of ME at For Pleasant Street Eastern Fire  Dormit New NEBR
St. Joseph Nursing Hom Maine Fire P Nursing New NFPA 13

St. Joseph's Nursing HoUS Route 1 Fire Protectio Nursing Existt&ag NFPA 13

Facilities Inc. Bridge Ho Creamery Street Fire Protectio Transiti New FPN 13R

A. E. Staley ManufacturRoute 4, Box 950 Walsh Engin Storage New NFPA 13
A. E. Staley WarehouseRoute 4 Box 950  Maine Fire P Manufa Existing NFPA 13
Academy Office Center High Street Eastern Fire  Office New Maine Life
Academy Office Center,High Street Eastern Fire  Office Renovation Maine Life
Bootstrap Child Care 5 Bird Street Maine Fire P Child C New Maine Life

Fogg's Hardware Reno\b7 Bangor Street  Maine Fire P Retail

Street Location Contractor Activity System Standard Safety

Renovation NFPA 13

Water Data

5 64 static and 44 residual at 750 gpm, 5-14-03

5 64 static and 44 residual at 750 gpm, 534@erless pu Wet 90

11 80 static and 78 residual at 340 gpm, 1997

5 ®hicand 35 residual at 530 gpm, 1-01

5 150 static and 120 residual at 8pfh, 3-21-01 at 2" mai Wet 62

5 64 static and 44 residual at 756hgp-14-03. Peerless 4 Wet 641

1@ati€ 76, Residual 55 at 1010 GPM tested 08-12-92

12 74 static and 57 residual at 975 gpm.

28 66 static and 38 residual at 860 gpm, 5-2000

6 66 static and 38 residual at 860 gpm, 5-00

5 85 static and 26 residual at 860 gpm, 9-01

12 80 static and 34 residual at 790 gpm, 9-23-03

n/a n/a

12 75 static and 35 residual at 300 gpr2099

6 34 static and 16 residual at 1000 gpm99-1-

3.7 istas, 1360 GPM at 115 psi

Static 175, 1360 GPM at 115 psi

07/1%x4tic 62, 904 GPM at 29 psi

62 static and 29 residual at 904 gpm, 7-1990

33 @GGT-20 pump rated at 50 gpm at 50 psi

Static 84, 1342 GPM at 64 psi

Wet/Dry Count DatePer mit

Dry 30 2/16/2005
7124/2006
Wdi80 12/10/1999

Wet 178 3/23/2001
6/18/2001
6/14/2003
t We O 9/29/1992

Wet 46 1/17/2004
etW O

9/12/2003

Wet 4 19 8/15/2003

t wdbs2 8/7/2002
et W 407 10/6/2003
Dry 36 7/16/2004
Dry 58 7/13/1999
Dry 32 9/29/1999
Delu 0 9/30/1992

Dry 0 12/12/1994
Wet 0 2/5/1991
Wet 38 9/17/2003
Wet 39 6/27/2002
Dry 0 6/22/1992
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Town

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Project Name

Gardiner Nursing Home8 Holland Street Maine Fire P Health Renovation

Houlton Career Center 93 Military Street  Jeff Osborne Career New

Houlton Day Care Route 1 Maine Fire P Day Ca New

Houlton Hospital Renov20 Hartford Street Maine Fire P Hospita Renovation

Houlton Hospital, (Cent 20 Hartford Street Maine Fire P Hospita New

Houlton Hospital, (Phas20 Hartford Street Maine Fire P Hospita New

Houlton Hospital, (Reno Maine Fire P Hospita Renovation

Houlton Hospital, Phase0 Hartford Avenu Maine Fire P Health New

Houlton International - Airport Road Maine Fire P Manufa New

Houlton Middle Elemen South Street Sprinkler Sys School, New

Houlton Regional Hospi20 Hartford Avenu Maine Fire P Hospita New & Ren

Ivey's Motor Lodge Maine Fire P Hotel Existing & n

Katahdin Valley Health Academy Street Eastern Fire  Office  Renovation

Louisiana Pacific - New Station Road Maine Fire P Busines New & Ren

Louisiana Pacific Corp, Station Road Vipond Fire  Manufa New

Louisiana Pacific Corp. Station Road, New Vipond Fire  Industri New

Louisiana Pacific CorpoP. O. Box 396 Maine Fire P Manufa New

Machias Savings Bank North Street Maine Fire P Bank New

Madigan Assisted Livin Military Street Maine Fire P Assiste New

Madigan Estates Military Street Sprinkler Sys Residen New & Ren

Madigan Estates, (AdditMilitary Street Maine Fire P Nursing New

Street Location Contractor Activity System Standard Safety

NARBA

Water Data

9.3 07/20/94 Static 86, 500 GPM at 80 psi

Maine Lif80 64 static and 48 residual at 1162 gpm, 1993

Maine Life

NARA

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

16 46 statid 27 residual at 90 gpm, with Goulds XSH-20 Wet

13. Static 68, 839 GPM at 25 psi

dn sfédic and 65 residual at 2 inch main drain test

fé@ic and 65 residual at 2" main drain test

n/a nla

17 sBdtic, 25 residual at 839 gpm, 6-29-92

15. Staftic 8404 GPM at 70 psi - 07/1990

07/1996iS65, 872 GPM at 27 psi

NFPA 1 18 06/29/92 Static 68, 839 GPM at 25 psi

NFPA 13 /a nl/a

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13

NFPA 13R

NFPA 13

NFPA 13

105 stétic and 68 residual at 2250 gpm

10

10

11. 165i6ta250 GPM at 68 psi

9 69 statit 3@ residual at 1048 gpm, 4-99

8 6dtistand 48 residual at 1120 gpm

Static 67 1190 GPM at 50 psi

5 64tstand 48 residual at 1120 gpm, 1998

Wet/Dry Count DatePer mit

Dry 0 8/4/1994
Wet 52 1/31/2000
44 3/9/1999
Wet 0  8/6/1992
t We 34 3/2/2001
Wet 67 7/21/2001
Wet 80 11/10/2005
Wet 129 12/23/1996
Dry 0 10/26/1993
Wet 0 11/13/1992
Wet 0  3/8/1995

106 3/31/2006

Dry 25 12/24/2005
Wet 0 4/5/1994
1035 6/5/2007

704 5/18/2007

Wet 0 1/11/1995
Wet 176 12/17/2002
Dry 196 12/29/1998

Dry 0 1/16/1992

Dry 74 2/24/2004
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Town

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Houlton

Limestone

Limestone

Limestone

Limestone

Project Name
Madigan Estates, (AdditMilitary Street
Maine Adoption PlacemPleasant Street
Maxine Virgie 22 Green Street
Medical Office Building Houlton Regional
Military St. Baptist Chu 56 Military St. Ho
Millar Arena Elm Street
Millar Sports Arena Community Park
Nurses of Aroostook CoHigh Street

Rite Aid North Street

S. A. A.R. C. Nursing Varney Avenue
Smith & Wesson Houlton Airport
Stepping Stones Reside High Street
Stepping Stones Transi® High Street
Tractor Supply 331 North Road
Wal-Mart Route 1 & Ludlow

Walmart Houlton, (GardRoute 1

Ward Cabin Company Street "A"

Street Location Contractor Activity System

Aroostook Mental Healt Fort Fairfield Road Fire Protectio Rehabil wNe

Limestone Manor Church Street
Loring Job Corps, Bldg Taft Road

Sitel, (Fortune Building Texas Avenue

Standard Safety Water Data Wet/Dry Count DatePer mit

Maine Fire P Nursing New NFPA 13 10 o4tit, 43 residual at 783 gpm, 1993 Dry 58 12/8/1997
Eastern Fire  Busines New Hydro-Pro 9 rleBed®E503 pump rated at 120 gpm at 48 psi Wet 4710/22/1998
Maine Fire P Assiste New Maine Life  1®ul@s XSH-20 pump rated at 60 gpm at 42 psi Wet 41 10/8/1998
Eastern Fire  Offices, New NFPA 13 6.0/95 Static 69, 1065 GPM at 40 psi Dry 80 11/7/1995
Eastern Fire  Sanctua New System riddiife  10. 187 4/9/2012
Sprinkler Sys Industri  New NFPA 13 None Given 0 11/5/1990
Sprinkler Sys Assemb New NFPA 13 5 05/158fic 62, 822 GPM at 24 psi / Fairbanks Morse Dry27 5/6/1999
Eastern Fire  Office Renovation Maine Life  07/90 Static 62, 904 GPM at 29 psi Wet 51 11/16/1995
Eastern Fire Mercan Existing & n NFPA 13 n 5 static, 46 residual at 1138 gpm, 10-94 Wet 107 2/12/1996
Sprinkler Sys Nursing New NFPA 13 NoneeBiv Dry 0 2/7/1991
Fire Protectio Retail s EXxisting NFPR1 6 77 static and 58 residual at 1244 gpm, 7-1990 Wet 0 5/26/1994
Eastern Fire Residen New Maine Life 7 staZic and 38 residual at 1034 gpm, 6-02 Wet 76 7/12/2003
Eastern Fire Residen New Maine Life 9 sta®ic and 38 residual at 1034 gpm, 6-02 Wet 41 9/17/2003
Eastern Fire Retail S New System NFPA 1 13. 168 4/9/2011
Eastern Fire  Mercan New NFPA 13 & 9 5Static 68, 900 GPM at 49 psi Wet 0 2/19/1993
Eastern Fire  Mercan Renovation NFPA 13 6 6icsat 30 residual at 1644 gpm, 12-30-03 Dry 33 3/28/2005
Fire Protectio Wareho New NFPA 13 5.0 78 stadb residual, 1353 gpm Dry 48  5/13/1998
Hydro-Pro Goulds Pump NPE not listed, 50 GPM ap89 Wet 46 6/27/1995

Fire Protectio Boardin Renowati NFPA 13 51 88 static and 43 residual at 919 gp6+96- Dry 118 2/14/2000
Eastern Fire Assemb Renovation NEPA dn 60 static, 28 residual at 890 gpm, 6-26-95 Wet20 2 4/19/1996
Maine Fire P Busines RenovatiofrPAN13 24 49 static, 28 residual at 890 gpm, 6-26-96 ry D 262 4/29/1998
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Town

Limestone

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Madawaska

Mars Hill

Mars Hill

Mars Hill

Mars Hill

Mars Hill

Masardis

Masardis

Project Name
Veteran's Memorial Res High Street
Aroostook Mental Healt RR 2, Box 19
Fraser Paper Bridge Street
Fraser Paper 25 Bridge Street
Fraser Paper 25 Bridge Street
Fraser Paper Co., (CoateBridge Street
Fraser Paper, Train She 25 Bridge Street
Fraser Papers Inc., Mac 25 Bridge Street
High View Manor
Multi-Purpose Center  General Delivery
Ridgewood Estates
Riverview Terrace 40 Riverview
Rumors Main Street
Wisdom House, (Phase St Thomas Street
Aroostook Health CenteHighland Avenue
Aroostook Nurses Mars Highland Avenue
Big Rock Ski Facility/L. Graves Road
Fresh Way Route 1A
Naturally Potatoes

J. P. Levesque & Son, | Route 11

J. Paul Levesque Route 11

Maine Fire P Dormit

Fire Protectio

Simplex Grin

Simplex Grin

Eastern Fire

Simplex Grin

Simplex Grin

Simplex Grin

Alcohol

Offices

Manufa

Paper

Industri

Roll pa

Industri

Renovation

New

New

New

New

New

New

New

Maine Fire P Nursing New

Maine Fire P Assemb New

Ridgeview Avenue Maine Fire P Nursing New

Maine Fire P Apartm Existing

Maine Fire P

Eastern Fire

Restaur

New

Day Ca New

Fire Protectio Health

Eastern Fire

New

Medica New

Maine Fire P Ski Lod New

Maine Fire P Potato

New

Maine Fire P Storage New

Fire Protectio

Industri

Fire Protectio Lumber

New

New

Street Location Contractor Activity System Standard Safety

Water Data Wet/Dry Count DatePer mit

tdylro 15 52 static, 13 residual at 410 gpm, 8-23-95 et W 439 5/3/1996
Hy&ro- Gould NPE pump rated at 51 gpm at 38 psi Wet 49 8/22/1997
NFPA 1331. Pump rated at 1500 gpm at 125 psi Wet 110 3/8/1996
NABA Static 125, 1500 GPM at 90 psi Dry 0 10/17/1991
i@pearz 18 150 static and 115 residual at 920 gprth alectric pum Wet 20 9/25/2000
NFRBA 1 28 152 static, 78 residual at 2170 gpm Wet 16 9/24/1996
NEBAF 62 152 static, 78 residual at 2170 gpm, 6-95 Dyl 94 1/23/1997
NERB 16 152 static, 78 residual at 2170 gpm, 1996 Wet22 1 4/1/1997
24 438 4/19/2006

NEBA None Given Dry 0 11/14/1990
NEBA 17 50 static and 15 residual at 377 gpm, but-62%st was Wet 243 10/3/2002
NFBA 7.7 98 static and 22 residual at 440 gpm, 11-2-93 Both 0 4/6/1994
Hydro-Prb8 100 static and 20 residual at 2000 gpm, 1998 Wet 53 6/18/2001
NBIRA 18 86 static and 62 residual at 1086 gpm Wet 44 1/8/2005
NEB3 13 85 static, 76 residual at 1110 gpm, 9-20-95 t Wel27 5/6/1996
NFPA dn 85 static and 76 residual at 1110 gpm, 1995 Dry 2 7  4/1/2002
NFPA 13 Hatterson 503VIP pump rated at 500 gpm at 70 psi WeB7 1/8/2001
NFPA 13 12 sgdtic, 20 residual at 1028 gpm, 1992 Wet 558 3/25/1997
NFPA 13 10 77 static and 48ueabat 1110 gpm Wet 230 4/8/2005
NFPA 13 Xeertical diesel UL pump rated at 1800 gpm at 125 ps Wet 75 2/1/1996
NFPA 13 32 rleee UL listed, 1800 GPM at 125 psi Dry 62 8/16/1995



Town

Masardis

Masardis

Masardis

Masardis

New Limerick

New Limerick

New Limerick

New Limerick

New Limerick

New Sweden

Portage

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
J. Paul Levesque Route 11 Fire Protectio Busines New NFPA 13 300018PM at 125 psi Dry 0 3/6/1995
J. Paul Levesque Route 11 Fire Protectio Busines Existing NFBA 1 53 1800 GPM at 125 psi Dry 0 2/9/1993
J. Paul Levesque & Son Route 11 Fire Protectio Busines Existing NFBA 1 10 1800 GPM, 125 psi 0 5/12/1994
J. Paul Levesque Mill # Route 11 Fire Protectio Mill Existing NFPA 13 58800 GPM at 125 psi Dry 0 6/28/1994
Nashville Plantation Pinkham Lumber Comp Skerry Siding Fire Protectio Sdiv New NFPA 13 68. Fairbanks UL Pump rated at 1500gpi2& psi Wet 48 1/29/1996
Baptist Church County Road Maine Fire P Church New Hydro-P 120 2/19/2008
E-Tube Building, Louisi Station Road Maine Fire P Train T New NFP3 9.7 Diesel & electric pumps, each rated at 1506 gp104 p Wet 60 3/14/1996
Louisianna Pacific Station Road Sprinkler Sys Manufa New NFEA Fairbanks Morse Pump 1500 GPM at 104 psi Wet 0 9/21/1992
Louisianna Pacific Corp Route 2A Maine Fire P Mainte New additio R#&13 83 165 static and 68 residual at 2250 gpm, 1994 Wet 20 10/28/1998
Louisianna Pacific Mill, Station Road Maine Fire P Offices New NFPA dn 140 static and 95 residual at 1800 gpm, 2000 t We22 11/10/2001
New Sweden Elementar West Road Sprinkler Sys School, New NFPA 13 gundos 60 GPM at 52 psi Wet 0 9/23/1993
Portage Chip Mill Maine Fire P Chip M New NFPA 13 5  Fairbanks/Morse/CungsiB0 hp diesel fire pump rated Dry 203 6/1/2001
Aroostook Center, (Stap Maysville Road Eastern Fire  Mercan Rdmova NFPA 13 22 95 static and 68 residual at 1160 gp6,04 Wet 0 6/28/2004
Aroostook Centre Mall US Route 1/ Mays Fire Suppress Mercan New NFPA 13 16. Static 94, 1477 GPM at 49 psi 0  8/4/1993
Aroostook Centre Theat Aroostook Center Cam-Fullnd Assemb New ANEP 14. Static 93, 1222 GPM at 65 psi 0 11/15/1993
Aroostook County Feder 364 Main Street Fire Protectio Bank Egséi n Hydro-Pro 16 Goulds NPE pump rated at 50 gpB2gpsi Wet 33 1/25/2000
Aroostook Medical Cent Academy Street Fire Protectio Busines tikgi& n NFPA 13 11 73 static, 29 residual at 800 gpr20-96 Wet 66 712/1996
Aroostook Medical Offi Academy Street Eastern Fire  Busines New PANRB 7 100 static and 70 residual at 1400 gpm, B21- Wet 307 8/6/1999
Aroostook Pediatrics Academy Fire Protectio Medica Renovation PAE3 41 73 static and 29 residual at 800 gpm, 5€0-9 Wet 40 2/9/2001
Bates Thriftway State Street Frank Lavwa Mercan New NFPA 18in 102 static 40 residual at 1000 gpm, 1992 Wet 1511/21/1996
Caribou Nursing Home, North Main Street Fire Protectio Healthxistthg & n NFPA 13 5 25 static and 20 residual at §pén, 8-16-95 Dry 30 6/16/2000

Presque Isle
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Town

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Project Name  Street Location Contractor Activity System Standard Safety Water Data

Champs Grill & Tap 149 State Street Fire Protectio Restauistirix NFPA 13 7  6-90 Static 100, 1000 GPM at 40 psi yDr O
Columbia Forest Produc Missle Street Fire Protectio New NFPA 13 stéfic and 30 residual at 740 gpm, 3-27-03 Wet
Columbia Forest Produc 395 Miscle St Fire Protectio Wood P New ANEB dn dna Wet 28
Columbia Forest Produc 395 Miscle Fire Protectio Wood P New &exXNFPA 13 8 100 static and 63 residual at 1234 gpt9 ¥’ Wet 60
Dr Young's Office Maine Fire P Office  New Maine Life 7  Goulds GT 20 purnaped at 50 gpm at 50 psi Wet
Grant Memorial Method Fleetwood Street Fire Protectio Worshi New  NFPA 13 17 95 static, 20 residual at 1500 gpm, 1996 y Dr234
Irish Setter Pub Main Street Eastern Fire Bar& New NFBA 1 9 80 static and 40 residual at 1200 gpm, 4-01 Dry

J C Penney Department Aroostook Centre  Fire Suppress Mercan New NFPA 13 10. 09/90 Static 94, 1477 GPM at 49 psi Wet
Katahdin Trust Co Main Street Maine Fire P Bank New NFPA 13 @33 static and 40 residual at 1000 gpm, 1999 Wet
Keddy's Motor Inn, Atti  Route 1 Maine Fire P Unheat New NFPA 13 Ibstatic, 20 residual at 535 gpm, 1993 PeerledsBUe Dry 96
K-Mart 839 Main Street Cam-Ful Ind Mercan New NEBA Static 93, 1413 GPM at 54 psi Wet
Leisure Gardens Additio 162 Academy Stre Maine Fire P Busines adlitio NFPA 13 53. Static 104, 1500 GPM at 84 psi Dry
Leisure Village Apartme 162 Academy Stre Fire Protectio Apartm New  NFPA 13 11 109 static and 101 residual at 1800 gp8p1 Dry 218
Leisure Village Apartme 162 Academy Fire Protectio Apartm Exis§img NFPA 13 42 109 static and 101 residual at 1800,gp-1-01 Dry 289
Leisure Village Apartme Dewberry Drive Maine Fire P Apartm Exiggtin - NFPA 13 7.3 08/01/91 Static 104, 1500 GPM at 84 psi ryD 0
Leisure Village Apartme Academy Street Fire Protectio Apartm HExjst n NFPA 13 7 267
Lombard House 112 Lombard Stree Fire Protectio New Miifee 11 80 static and 45 residual at 1100 gpm, 827 Wet 29
Mai Tai Restaurant Main Street Sprinkler Sys Restaur Existing NFPA 13 Static 98, 1710 GPM at 88 psi Dry
Maine Public Service C 209 State Street Fire Protectio Businesstifx NFPA 13 None Given - This is a relocation pfiskler heads 0
Maine Pyrotechnics Pre 22 Caribou Road  Sprinkler Sys Retail  Nestegh Maine Life 8+ 63

MBNA America, (Presq Green Hill Drive Maine Fire P Busines New FPN 13 23 80 static and 54 residual at 2000 gpm,

Wet/Dry Count DatePer mit

9/13/1994

298 7/11/2003

5/8/1998

11/3/1998

0 2/17/2004

6/19/1997

7612/25/2005

0 6/3/1993

145 4/11/2002

3/14/1996

0 5/25/1993

0 10/2/1991

7/20/2001

9/11/2002

7/28/1994

8/22/2006

6/28/2004

0 4/22/1991

9/8/1993

6/18/2012

Wet52 1 6/28/1999
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Town

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Project Name
NMTC [Christie Hall A

NMTC, (Andrews Hall
NMTC, (Andrews Hall)
NMVTI Student Housin
NMVTI, (Student Housi
Northern Maine Region
Nynex

Office Building, (Dr. Pr
Paris J. Snow Hall
Porteous

Preble Hall Renovations
Preble Hall UMPI

Presque Isle District Co

Street Location Contractor Activity System

33 Edgemont Driv  Maine Fire P School New FPAI13

"F" Street Maine Fire P Dormit New

"F" Street Maine Fire P Dormit New NFPA 13

"F" Street Maine Fire P Dormit New NFPA 13
Maine Fire P Dormit New NFPA 13

Airport Drive

Carmichael Street

Academy Street

Northern Maine Te

839 Main Street

Main Street

181 Main Street

Chapman Street

Presque Isle Hospital, (T Fleetwood

Presque Isle Library Ad

Presque Isle Middle Sch

32 2nd Street

Skyway

Presque Isle Nursing Ho Academy Street

Presque Isle Nursing Ho Dewberry Drive

Presque Isle Nursing, (A Academy Street

Professional Medical A

Public Safety Building

Academy

43 North Street

Maine Fire P Assemb Existing NFPA 13

Maine Fire P Busines New NFPA 13
Maine Fire P Office  New NEBA
Eastern Fire  Educatistibyg NFPA 13
Cam-Ful Ind Mercan Exstin Hydr. Calc
Fire Protectio Educati Renowat NFPA 13
Maine Fire P School Hgsti NFPA 13

Maine Fire P District New PANE3
Fire Protectio Medica New

Maine Fire P Library Exisém NFPA 13
Eastern Fire  Educati New Hydro-Pro
Fire Protectio Nursing New FPA13

Eastern Fire  Nursing
Fire Protectio
Eastern Fire  Apartm

Maine Fire P Repair

Nursing tiEgi€ n NFPA 13

Neditoo NFPA 13

New

New PANE3

9

Standard Safety

6

Water Data

7.0 Date of last water Test; ? Static PrefifdResidual Pres Wet

NFPA 13 a 150 static and 31 residual at 935 gpm,

48 static and 35 residual at 930 gpm, 6-17-03 atddh. Wet

50 static and 31 residual at 935 gpm, 5-2003

50 static and 31 nrealdt 935 gpm, 5-2003

6.5 80 static and 35 residual at 990 gpm9%21

4.7 Static 90, 1223 GPM at 53 psi

36 100 static and 65 residual at 1350 gpm, 2002

05/06/92 Static 48, 364 GPM at 45 psi

Static 93, 1539 GPM at 50 psi - Relaratf heads + 16 Wet 0

Renovation

5-6-94 Static 85, 700 GPM at 65 psi

None Given

NFPA 1310 73 static and 29 residual at 800 gpm, 8-20-96

36 static and 8 residual at 450 gpm, 12-5-03

5.6 Static 65, Residual 12, at 580 GPM, 1@45/

Static 100, 1500 GPM at 80 psi

65 static and 12 residual at 58thgp-6-93. 2002 main

NFPA 13R &0 static and 70 residual at 1400 gpm, 7-12-99

27 102 static and 62 residual at 1300 gpm, 1993

Wet/Dry Count DatePer mit

352 9/27/2001

Wet 223 7/14/2003
223 6/12/2003

Wet 510 2/28/2004
Wet 511  6/11/2004
Dry 0 3/2/1993
Wet 0 4/19/1991

t wa3s7 9/14/2005
etw O 5/29/1992
4/27/1993

Dry 46 6/27/1995
Dry 0 5/18/1994
Wet 228 11/29/1990
Wet 5 5 8/2/2001
148 3/19/2012

Wet 634 10/2/2004
Dry 20 10/24/1997
Dry 0  9/9/1991
Dry 26 1/29/2003
Wet 80 1/19/2002

Wet 235 12/24/2000
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Town

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Presque Isle

Saint Agatha

Project Name
Recycling Facility Reno

Sears

Sister Mary O'Donnel S
Slopes

TAMC Medical Office
TAMC, (Ambulance Bu
TAMC, (Care Units)
TAMC, (Lobby Renovat
TAMC, (Orthopedics S
TAMC, (Women & Chil
Tang's Courtyard

The Aroostook Medical
The Aroostook Medical
UMPI (Skyway Apartm
UMPI, (Health complex
UMPI, (Wieden Hall)
University of ME- Presq
University of ME, (Nor
Wal-Mart

Wal-Mart, (Store #1924

Karen Tardif House

Street Location Contractor Activity System Standard Safety

Water Data

Missile Road Maine Fire P Industri Reriomat NFPA 13 Static 80, 1000 GPM at 37 psi

839 Main Street Cam-Ful Ind Mercan New dradflut Static 93, 1539 GPM at 50 psi

Airport Road Maine Fire P Homele New

Maysville Road Eastern Fire  Restaur New PANE3 8 95 static and 68 residual at 1160 gpm, 5-6-04

Fleetwood Fire Protectio Busines Exitimg NFPA 13 5 73 static and 29 residual at 800 gprap6

Maine Fire P Ambula New NFPA 13 11 100 static and 6&lwes at 1350 gpm, 2003

Academy Street Fire Protectio Medica Ratmv NFPA 13 18 73 static and 29 residual at 800 gp20-96

Academy Street Eastern Fire  Hospita Reioov NFPA 13 n/a 100 static and 65 residual at 1358,g}-00

Academy Street Eastern Fire  Busines Ré&oov NFPA 13 dn dna

Academy Street Fire Protectio Health fReian NFPA 13 16 73 static and 29 residual at 800 ,dp20-96

Route 1 Eastern Fire  Restaur New NFPA 13 b staic and 53 residual at 1100 gpm, 1991

Academy Street Eastern Fire  Hospita iBgi€&n NFPA 13 10 100 static and 65 residual at 1§pth, 4-00

Hydro- 39 71 static and 48 residual at 120 gpm. Goud@580 pu  Wet 64

Wet/Dry Count DatePer mit

Dry 0 12/3/1991

Wet 0 4/27/1993
12/7/2000

Dry 728 5/12/2004
Wet 327 3/6/2000
Wet 49 2/18/2005
Wet 100 3/27/2003
Wet 46 11/12/2004
Wet 60 12/31/2002
Wet 109 3/20/2000

Dry 146 1/25/2000

Wet 479  12/17/2002

Academy Street Fire Protectio Medica New PAE3 24 257 6/29/2007
UMPI Maine Fire P Dormit New Maine Life 170 $atic and 31 residual at 935 gpm, 11-22-00. 0@ Wet 210 1/8/2003
Main Street Eastern Fire Gymna New NFPA 120 87 static and 72 residual at 1423 gpm, 12-17-05 t Wel24 2/23/2005
UMPI Campus Maine Fire P Assemb New NFPA 13 94 static and 85 residual at 530 gpm, 5-1999 Wet 338 7/23/1999
181 Main Street Sprinkler Sys Educati New FPAI13 68 static and 12 residual at 530 gpm Dry 0 9/19/1991
181 Main Street Fire Protectio Busines oRR&ion NFPA 13 dn dna Dry 114 5/30/1997

US Route 1 Sprinkler Sys Mercan New NFPA 1%.8 Static 92, 1150 GPM at 46 psi

US Route 1, North Eastern Fire  Mercamo®gion NFPA 13 5 95 static and 50 residual at 11%0,d2-11-00

433 Cleveland Roa Simplex Grin Residen New NFPA 13D 19 Gould GT15 pump rated at 35 gpm at 46 psi

Wet 0  7/23/1992
Dry 0  12/31/2000
Wet 54 8/23/2002
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Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Sherman Sherman Lumber MaintSherman Station Eastern Fire  Repair New NFPA 13 14 Patepd at 1000 gpm at 100 psi Dry 77 3/31/1997
Van Buren Border View Manor State Street Fire Protectio Residen New Hydlc. 3 22 static and 17 residual at 690 gpm Dry 0 9/27/1993
Van Buren Borderview Manor 90 State Street Fire Protectio Nursing New ANEB 6 22 static, 17 residual at 690 gpm, 7-30-93 Wet 1 2 6/27/1997
Van Buren Valley Paper Facility RT # 1. Maine Fire P Paper S New NFPA 231F 7&ef last water test; 8/30/2001; Static Pres82gRe Wet 255  12/31/2001
Van Buren Van Buren Yacht Club Route 1A Roger Albert Hotel & New NFPA 13 5 231 7/21/2006
Washburn Langille Country Motel Presque Isle Road Eastern Fire  Motel New Mafae 100 GPM at 50 psi Dry 0 10/30/1990
Weston First Settlers Lodge Route 1 Eastern Fire  Assemb Existing & n Maine Life  dBoulds GT-20 pump Wet 22 12/18/2000
Weston North Woods Lodge  Route 1 Eastern Fire Roomin New Maine Life 7.4 Gould2Gpump rated at 30 gpm at 53 psi Wet 71 8/14/1998
Aroostook Aroostook
Cumberland Cumberland
Bridgton Acorn Products Route 302 Dean & Ally Textile Existing & n NFPA 13 9 Bfatic and 52 residual at 1230 gpm, 11-20-01 Wet 012/27/2002
Bridgton Bridgton Elementary ScRoute 302 Maine Fire P Educati New NFPA 13 9 72 statc@residual at 860 gpm, 11-5-98 Wet 524 12/31/1999
Bridgton Bridgton Hospital South Street Atlantic Auto Hospita New NFPA 13 26 32istand 25 residual at 839 gpm, 4-13-00. Patterstve 545 12/31/2000
Bridgton Bridgton Internal Medic 10 Hospital Drive  Sprinkler Sys Medica New NFPA 13 23 t&aon Vertical Pump Model 4x3 VIP rated at 292 gpfat 64 10/3/2003
Bridgton Bridgton Knitting Mills, Route 302 Federal Pipin Industri Existing & n NFPA 13 287 static, 81 residual at 1206 gpm, 6-94 Wet 135 7/10/1996
Bridgton Bridgton Knitting Mills, Route 302 Federal Pipin Offices New NFPA 13 14 87 sta@ticresidual at 1206 gpm, 6-94 Wet 31  3/17/1997
Bridgton Bridgton Modular Scho Depot Street Capitol Fire  Educati Existing Hydro-Pro  1Static 89, residual 64 at 1117 GPM, tested 09/92 Wet 0 2/15/1994
Bridgton Bridgton Modular Scho Depot Street Capitol Fire  Educati Existing Hydro-Pro 6 tati® 89, residual 64 at 1117, tested 09/92 Wet 0 1/4/1994
Bridgton Camp Micah Moose Cove Road Simplex Grin Summe New NFPA 13 7  Pungurat 500 gpm at 60 psi. Pool is stored water sup W50 4/11/2001
Bridgton Chuck Remicar Retail Main Street Denali Fire P Mercan New Maine Life 32 8&istand 58 residual at 1282 gpm, 7-11-05 Wet 16 7/18/2005
Bridgton Down East Mfg. 69 Main Street High Tech Fi Machin New NFPA 13 10 90istahd 40 residual at 1325 gpm, 2-01 Dry 117 3/25/2005
Bridgton F. P. Saunders Bacon Street Eastern Fire  Busines New & exist NFPA 13 6 Static 80, residual 71 at 936 GPM, tested 12/23/91 Dry 0 3/18/1992
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Town

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Bridgton

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Food City Main Street High Tech Fi Mercan New NFPA 13 5 90 statid &5 residual at 450 gpm, 2-13-01 Wet 113 5/19/2001
Food City Main Street Dean & Ally Mercan Existing & n NFPA 13 n/a0 Btatic and 20 residual at 1466 gpm, 2002 Wet 72 4/24/2004
Good Neighbors Ingles Road Simplex Grin Residen New NFPA 13D 13 PeeR&s50 pump rated at 80 gpm at 24 psi Wet 12 1/28/1997
Good Neighbors Group Meadow Road High Tech Fi Group  Existing Maine Life  1itatfe 70, residual 55 at 1210 GPM, tested 04/07/94 etW O 7/21/1994
Hancock Lumber Route 302 High Tech Fi Lumber New NFPA 13 5 82 static @hdesidual at 1323 gpm Dry 261 1/15/2006
Hannaford SupermarkeRoute 302 Simplex Grin  Mercan New NFPA 13 6 82 static abdesidual at 1323 gpm, 8-25-05 Wet 440 9/12/2005
Hayes True Value Route 302 Sprinkler Sys Mercan New NFPA 13 9 87 statec&hresidual at 1206 gpm, 6-94 Wet 157  2/9/2001
Medical Office For NC South High Street Eastern Fire  Offices, New Hydro-Pro  Btatic 25, residual 20 at 1000 GPM, tested 02/@8rlBss Wet 0 6/28/1993

NFI Group Home

Potter Property

Renys Department Stordain Street

Sebago Shoe 1992 ReaRoute 302

Shawnee Peak, (PhaseRR #1, Box 734

Shawnee Peak, (PhaseRR 1 Box 734

Tarry A While Resort  Highland Road

Winona Camps for Boy H10 Ridge Road

15 Wayside Avenu High Tech Fi Residen Existing& NFP3R 8 84 static, 80 residual at 3827 gpm, 11-30-94
Main & Depot Stre Sprinkler Sys Mercan New NFPA 13 6  8fis, 79 residual at 1320 gpm, 11-19-96
High Tech Fi Mercan Existing NFPA 13 5  St&x; residual 75 at 1700 GPM
Fire Shield S Manufa New additio NFPA 13 8186, residual 70 at 1360 GPM, tested 01/89

Eastern Fire  Assemb New Hydro-Pro 5  88cstl5 residual at 89.5 gpm, 8-21-97

Eastern Fire  SkiLod Existing&n HydmmP 7 85 static and 15 residual at 89 gpm

Sprinkler Ser Inn/Res New Hydro-Pro 14 Iessmpump C810 rated at 60 GPM at 71 psi.

Sprinkler Ser Assemb New Hydro-Pro 7

57 PLEASANT STREE 57 PLEASANT ST Freedom Fire APART New SystenFPA 13R 7.6

BIW, (Harding Plant)

BNA, (Building 516)

BNAS Fuel Farm

BNAS, (Building 590)

Route 1 Eastern Fire Manufa New & exist NFEBA 13 80 static, 28 residual at 790 gpm, 11-18-97

Neptune Drive High Tech Fi Coolers Existingi&NFPA 13 24 75 static and 70 residual at 450 gpim02-

BNAS Sprinkler Ser Repair New NFPA 13 9 68istat6 residual at 1030 gpm, 8-96

Brunswick Naval Dean & Ally Vehicle New NFP¥8 7 67 static and 52 residual at 1090 gpm, 10-14-03

BsePE 503 pump, not UL listed, rated at 50 gph \Atet

Wet

Wet84

Dry

Dry

Wet

Wet

Wet

Wet

62

Wet 8

Wet

et W 94

40

104

16

3/1/1996

219 12/9/1996

0  12/6/1994

0 1/29/1993

148  9/4/1997

57 10/20/1998

7910/24/1997

7/24/1996

6/8/2012

2 12/2/1997

4/22/2002

26 12/10/1996

11/8/2003



Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name
BNAS, (Security Buildi

Boody Johnson Maine Street
Borders Bath Road
Bostwick Estates - SpecBostwick Estates
Bowdoin College Harpswell Street
Bowdoin College - Resi South Street
Bowdoin College Resid 4 South Street
Bowdoin College Scien Sills Drive

Bowdoin College, (Adm 4 College Street
Bowdoin College, (Appl College Street
Bowdoin College, (Boo 7 Boody Street
Bowdoin College, (Bow Bowdoin College
Bowdoin College, (Brun Maine Street
Bowdoin College, (Chil 6 South Street
Bowdoin College, (Clea 10 Cleaveland Stre
Bowdoin College, (Coff Bowdoin College
Bowdoin College, (Cole College Street
Bowdoin College, (Dini South Street
Bowdoin College, (Dor 30 College Street

Bowdoin College, (Harp Harpswell Road

Bowdoin College, (Haw Park Row

Eastern Fire

High Tech Fi

Eastern Fire

High Tech Fi

Sprinkler Sys

Eastern Fire

High Tech Fi

Sprinkler Sys Busines NeReh

Eastern Fire

High Tech Fi

Sprinkler Sys

Eastern Fire

Eastern Fire

High Tech Fi

Sprinkler Sys

Eastern Fire

High Tech Fi

High Tech Fi

Eastern Fire

Sprinkler Sys

Street Location Contractor Activity System Standard Safety
Maine Fire P Office  New

Apartm New

Mercan Renovation

Residen

Educati New

Dormit  New

Dormit  New

Busines New

Dormit New

Dormit New

Recital

Dormit New

Child C New

Dormit New

Dormit  New

Dormit New

Dining/ New

Dormit New

Dormit New

Library New

NFPA 13 6

Rertava

64 static and 48 residual at 1836 gp88 9

NFRR1 16 60 static and 42 residual at 849 gpm, 6-16-98

NFPA 13 5 70 static and 55 residual at 1739 gpm, 8-28-95
NFPA 13 10

NFPA 13 B2 static and 47 residual at 1172 gpm, 9-29-98
NARBA 9 65 static and 56 residual at 1126 gpm, 9-6-02
MNFE3 7 67 static and 58 residual at 700 gpm, 2-2-00

NFRA 5 65 static and 54 residual at 1021 gpm, 5-30-01
NFFA 1 7 65 static and 57 residual at 920 gpm, 7-21-99

NFPA 13 72 static and 53 residual at 1163 gpm, 12-11-98

NFE2\ 5 65 static and 53 residual at 1061 gpm, 6-9-00
NFFA 1 18 66 static and 55 residual at 1210 gpm, 4-28-00

NFPA 13 6 dR8tic and 66 residual at 650 gpm, 3-25-98

Dry 197

t Wde3

Dry 52

203

Dry 76

Dni19

y Dr 86

t Wel82

Wet48

Wet50

y Dr 81

t wdss

Prea

41

Water Data Wet/Dry Count DatePer mit

NFPA 13 15 67 static and 52cheal at 1090 gpm, 2003 Wet 107 3/4/2004
NFPA 13 58 static and 64 residual at 993 gpm, 4-20-04 Dry 154 5/14/2004
NARA 5 216 9/2/2006
NFBB 1 5 Peerless Pump 150C, 46 GPM at 32 psi Wet 0 7/1/1994
NFPA 5 61 static, 57 residual at 1007 gpm, 5-31-96 Wet37 3 11/7/1996
NFPA 13 Static 60, residual 51 at 949 GPM, tested 08/19/95 et W 405 11/13/1995
Mdiife None Given Wet 0 10/17/1990
NFPA 13 281 static, 57 residual at 1007 gpm, 5-31-96, pkeerless Wet 370 6/19/1996

10/5/2000

7/27/1998

1 6/20/2000

8/26/2006

7 6/5/2001

10/2/2002

6/20/2000

2/22/2005

1 1/31/2000

5  1/26/2000

6/20/2000

6/20/2000

483 11/8/2000



Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name

Bowdoin College, (How Potter Street
Bowdoin College, (Kan Bath Road
Bowdoin College, (Ladd 14 College Avenue
Bowdoin College, (Mai College Street

Bowdoin College, (May Belmont Street

Eastern Fire  Apartm Existhg NFPA 13 5

date of last water Test: 9-25-98: $taiD: Residual: 52: Dry

Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Eastern Fire  Dormit RenovatiddFPA 13 dn dna Dry 27 6/12/2002
High Tech Fi College New NFPA 13 5 seatic and 55 residual at 1048 gpm, 7-30-02 Wet  26912/20/2003
Eastern Fire Dormit New AR 5 65 static and 57 residual at 920 gpm, 7-21-99 ry D 121 6/5/2001
Eastern Fire  Dormit New NFRBR1 10 61 static and 57 residual at 1007 gpm, 5-31-96 et W 167 8/10/1998

0 8/17/2001

Bowdoin College, (Me Bath Road High Tech Fi Assemb New NFPA 13 5 t&ficand 32 residual at 751 gpm, & Fairbanks & Mdlet 424 12/29/1998
Bowdoin College, (New South Street High Tech Fi Dormit New NFPA 13 5 2 dhatic and 53 residual at 1163 gpm, 12-11-98 Wet 0 57 2/18/1999
Bowdoin College, (Pine Pine Street Eastern Fire  Dormit New NFPA 13 70 static and 39 residual at 920 gpm, 4-28-00 Wet 185 6/20/2000
Bowdoin College, (RussCollege Street Eastern Fire  Apartm New NFBA1l 5 65 static and 54 residual at 1021 gpm, 4-17-01 Dry94 6/27/2003
Bowdoin College, (Scie Sills Drive High Tech Fi Busines New NFPA 13 481 static, 57 residual at 1007 gpm, 5-31-96 Wet 337 10/7/1996
Bowdoin College, (SearlUpper Park Row  Sprinkler Sys Busines New &ReNFPA 13 5 64 static and 48 residual at 1836, 9-17-98 Dry 492 9/25/1998
Bowdoin College, (Smit 59 Harpwell Road Eastern Fire Dormit New NFE3R 10 58 static, 48 residual at 1790 gpm, 8-25-95 t We 40 8/12/1997
Bowdoin College, (SquaBowdoin College  Sprinkler Sys Squash New NFARA 5 65 static and 27 residual at 730 gpm, 8-18-99 t Wd03 9/27/1999
Bowdoin College, (Stow Federal Street Eastern Fire  Dormit New NFBA 1 11 72 static and 57 residual at 1156 gpm, 3-21-02 t W817 4/9/2002
Bowdoin College, (The Main Street Sprinkler Sys Dormit Renovation R¥FL3 dn 64 static and 48 residual at 1836 gpm, 94.7- Dry 216 7/23/1999
Bowdoin College, (Thet Eastern Fire  Dormit Existing & n NFPA 13 6 70 statid&® residual at 1210 gpm, 12-12-00 Dry 182 6/5/2001
Bowdoin College, (Wal Upper Park Row Sprinkler Sys Museu New NFPA 137 293 8/9/2006
Bowdoin College, (Wint Bath Road Eastern Fire  Dormit New NFPA 13R 5 sfitic, 57 residual at 1007 gpm, 5-31-96 Wet 144 6/23/1997
Bowdoin College, Moor College Street Eastern Fire  Dormit New NFRR1 13 60 static, 51 residual at 949 gpm, 8-17-95 Wet 6 14 6/11/1998
Bowdoin Medical Grou Baribau Drive Eastern Fire  Busines Existing FPMA 13 dn Relocation of sprinkler heads Dry 26 10/4/1996
Bowdoin Medical Grou 27 Baribeau Drive Eastern Fire  Offices, HRi3 NFPA 13 8  Static 67, residual 56 at 1186 gpntetk§7/92 Dry 0 8/22/1994
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Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name

Brand House 318 Bunganuc Roa John Poirier

Brunswick Apartments | Maine Street Eastern Fire
Brunswick Apartments | Maine Street Eastern Fire
Brunswick Apartments, Maine Street Eastern Fire
Brunswick Apartments, Maine Street Eastern Fire
Brunswick Bed & Brea

Brunswick High School Maquollt Street Eastern Fire
Brunswick Naval Air St Construction Build Simplex Grin
Brunswick Naval Air St Neptune Drive, BN Simplex Grin
Brunswick Naval Air St Orion Street Sprinkler Ser
Brunswick Technologie Bibber Parkway Sprinkler Sys
Brunswick Technologie Bibber Parkway Sprinkler Sys
Brunswick/Topsham W River Road High Tech Fi
Child Development Cen Brunswick Naval  Sprinkler Sys

Coastal Surgery 430 Bath Road Eastern Fire

Cold Water Creek 147 Bath Road Sprinkler Sys
Cooks Corner Mall Atrium Cooks Cor High Tech Fi

Creekside Village 50 Baribeau Drive  High Tech Fi
Curtis Library Pleasant Street High Tech Fi

David Saul Smith Unio College Street Sprinkler Sys

DelLisle Home Wildwood Drive Eastern Fire

Street Location Contractor Activity System

Freedom Fire Roomin New

Standard Safety Water Data

Residen New NEBA 5  Static 41 psi min.

Dormit New NFPA 13 B2 static and 47 residual at 1172 gpm, 9-29-98

Dormit New NFPA 13 B2 static and 47 residual at 1172 gpm, 9-29-98

Dormit  New NFPA 13 &2 static and 47 residual at 1172 gpm, 9-29-98

Dormit  New NFPA 13 ®2 static and 47 residual at 1172 gpm, 9-29-98
Maine Life 5  Gould pump rateficagpm at 60 psi

School Existing NFPA 13 Static 65, residual 53 at 1061 GPM, tes&@®89

Manufa New Hy@€alc. 5 Static 68, residual 56 at 1100 GPM, te$&eP

Gymna New NFP2\ 5 67 static, 58 residual at 1160 gpm, ?

Storage New NFPAQ363 ? static, 165 residual at 13000 gpm, 11-1995

Manufa New NFPA&L 6  Static 58, residual 48 at 1087 GPM, teste®B5/

Wet 0

Dry03 1

Dry 12 4

Wet 7 14

Dry38 1

Wet 52

Wet 0

Wet 0

Wet 271

Foa29

Wet 470

Manufa Exist&ag NFPA 231C 69 47 static and 40 residual at 943 gbi@2-96, & Peerless Dry 216

Watert Existing & nFRA 13 6 72 static and 68 residual at 1007 gpm, B-6-9
Day Ca Exigtin NFPA 13 None Given
Medica New NFPA 135 85 static and 73 residual at 1300 gpm, 1-3-02

Mercan RenovatioMFPA 13 5

Mercan New

Apartm New NFR2 5

Assemb New NFBA 1 5 74 static and 58 residual at 1061 gpm, 8-22-97
Educati New NFARA 7  Static 68, residual 53 at 930 GPM

Residen New NFE3D 23 Static 89, Residual 34 at 1758 GPM

Dry 39
Dry 0

Dry 16 3
60
Wet 0
579
Drp79

Wet 0

43

Wet/Dry Count DatePer mit

10/30/1995

6/5/2002

8/6/2002

8/6/2002

6/12/2002

1/29/2004

1/31/1994

10/1/1992

9/26/1997

4/15/1997

8/16/1995

8/17/1998

1/11/1999

10/30/1990

1/24/2002

8/22/2006

1/10/1995

1/1/2007

9/21/1998

3/1/1994

10/4/1993



Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name

Dove Foster Care 16 Douglas Avenu Eastern Fire

Dove Foster Care 16 Douglas Street  Eastern Fire

Eightyfive Union Street 85 Union Street Eastern Fire

Enrico Apartments 7 Booker Street Eastern Fire

Evergreen Center 1 Columbus Drive  Sprinkler Ser

Fendler Home Bostwick Estates  Eastern Fire

First Parish Church Bru 207 Maine Street  High Tech Fi

Four Pine Street 4 Pine Street Freedom Fire

Fox Home Woodwiss Develop Eastern Fire

Fuller Home Wildwood Develo Eastern Fire

Gerard Pelletier Home P.O. Box 435 Eastern Fire

Goodwins Chevrolet Pleasant Street Sprinkler Sys

Goodwin's Chevrolet, (2 Pleasant Street Sprinkler Sys

Goodwins Chevy Pleasant Street Eastern Fire

Granite Hill Physical Th Granite Hill High Tech Fi

Hallmark Cape Wildwood Develop Eastern Fire

Hannaford, (Renovation 35 Elm Street High Tech Fi

Hawthorne-Longfellow Bowdoin College  Sprinkler Sys

Haywood Lane Cape Haywood Lane Eastern Fire

Hazmat Facility Orion Street Maine Fire P

Hospice of Midcoast M Brunswick Eastern Fire

Medica New

Street Location Contractor Activity System Standard Safety

Foster EBxis& n NFPA13R 24
Residen New PANE3R 14
Busines New NEBA 10
Apartm New Hydro 9

Apartm New Hydro 10

Home  Existing FPW 13D
Church  New NFEA 5
5Bed New Mairie Li 5
Residen New ANEBD 16
Home NFPA 13031
Home  Existing NFED 46

Mercan NewtaddNFPA 13 7
Repair Exgséim NFPA 13 10
Mercan Existing NFPA 13 10
NFPA 13

FMA 13D 9

Home  Existing

Mercan RenovationFPX 13

Library New NFRA 8
Home  New NFPA 13D
Wareho New NFPA 13

Busines New Maine Lif&/

Water Data
74 static and 56 residual at 17&%,08-28-95

74 static, 56 residual at 1765 gpm, 8-28-95

65 static and 58 residual at 1126 gpm, 1184-9

75 static, 61 residual at 943 gpm, 1989

83 static, 73 residual at 1300 gpm, 11-13-97

Peerless Pump, 150C, 38 GPM at 50 psi

65 static and 54 residual at 1007 gpm, 7-30-02

Pump rated at 30 gpm at 45 psi

Peerless Pump, 26 GPM at 46 psi

Static 89, residual 39 at 776 GPM

Static 89, Residual 34 at 1578 GPM tested 1987

Static 61, residual 38 at 856 GPM, w4889

56 static and 47 residual at 1007 gp80-95

Static 61, residual 50 at 919 GPM, te6#&89

57 Static 53, residual 41 at 870 GPM

Static 81, residual 39 at 776 GPM, tes&8%9

6-21-07 test shows 75 static at 65 residual

69 static and 66 residual at 650 gpm, 3-25-98

P@erless Pump 26 GPM at 46 psi

BT static and 52 residual at 1090 gpm

57 static and 49 residual at 2001 gpm, 8-25-95

Wet/Dry Count DatePer mit

Wet 6  10/24/2002
Wet 21 4/4/1996
Wet 260 6/15/1999

Wet 47 7/19/1996
Wet 29 12/16/1997
Wet 0 5/18/1994

y Dr 0 7/21/2003
Wet 32 12/10/2001

Wet 0 8/19/1992

Wet 0 5/6/1994
Wet 0 1/8/1992
Wet 0 11/29/1994
Wet 112 11/22/2002
Wet 0 10/13/1994

Dry 169 3/25/1993

Wet 0 5/18/1994
57 2/19/2007

eaPr 468 6/8/2005
Wet 28  8/6/1992

Wet 47 7/29/2004

Wet20 12/31/1999



Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Hoyts Cinema Thomas Point Roa High Tech Fi Movie New NFPA 5  Static 82, residual 52 at 1496 GPM, tested 06/89 0 7/18/1995
Huff Home 27 Page Street Eastern Fire Home  New NFPA 130 Peerless Pump 26 GPM at 46 psi Wet 0 9/9/1992
Independence House 17 Lincoln Street  Sprinkler Sys Busines New PMFL3R 6  Static 71, residual 65 at 822 GPM, testéd D7 Wet 0 1/25/1993
Joe Pisquette 71 Cumberland Str High Tech Fi Residen New AHEBR 13 69 static and 20 residual at 787 gpm, 7-28#8n 77 sta Wet 41 6/2/2004
Jordan Avenue Pump Stlordan Avenue High Tech Fi Pump S New NFPA 13 88 static and 76 residual at 1244 gpm, 1-13-01 Dry 99 2/9/2001
Kim's Hallmark Cooks Corner Mall High Tech Fi Retail Rendwat NFPA 13 5 03/17/99 Static 80, 1280 GPM at 75 psi t We 56 6/24/1999

LL Bean, (Brunswick M Industrial Way Sprinkler Sys Storage Existthg NFPA 13 8 Peerless 6AEF14G existing pump ratetb@0 gpm at 75 Wet 100 9/7/2004

Longley Ranch Wildwood Develop Eastern Fire  Residen New NARBD Static 89, Residual 34 at 1748 GPM Wet 0 6/14/1993
Longly - Bean Ranch  Cooks Corner Eastern Fire  Residen New NFPB 1330 Static 89, residual 34 at 1758 GPM, tested 1987 etW O 11/23/1992
Lowes Home Improvem 250 Bath Road Davis-Ulmer, Mercan New NFPA 13 g5 static and 61 residual at 1187 gpm, 11-18-0B/AT Wet 1915 12/6/2004
Maine Line Motel 133 Pleasant Street Maine Fire P Motel ~ New rddiife 7.9 Static 47.3, residual 27.95 at 67.5 GPM etW 0 6/22/1993
Maine Oil Dealers Greenwood Road  Eastern Fire  Laborat Exisging Maine Life 51 Peerless PE 150C pump rated apra(at 45 psi Wet 63 1/27/2004
Maine State Music TheaEIm Street Sprinkler Sys Theater New NFPA 13 85 sfatic and 66 residual at 1125 gpm, 11-12-02 Wet 6 31 12/11/2002
Maine Street Station Bu17 Maine Street-St High Tech Fi Medica New NFE3 5 331 4/11/2011
Marriner Lumber Church Road Eastern Fire  Showro Existing &fFPA 13 6 58 static and 52 residual at 1126 gpm,3-B2 Dry 43 12/31/2002
Marriner Lumber Church Road Eastern Fire  Wood P New NFPA 13 atiSh1, residual 45 at 1012 GPM, tested 07/06/89 'y Dr 0 12/17/1993
Marriner Lumber 158 Church Road  Sprinkler Sys Retail New NARA dn 55 static, 50 residual at 2" main drain testted 1-9-97 Dry 48 1/14/1997
Marriott Fairfield Inn US Route 1 Simplex Grin Hotel New NFPA 13 8 Eatis and 30 residual at 531 gpm. 8-30-95. Pattefs®ry 462 4/24/2004
Martin's Point Health C Old Bath Road Eastern Fire  Health New NFRA1 6 73 static and 56 residual at 955 gpm, 8-23-95 Dry20 2 1/22/1999
Matthew Terrace 25 Thorton Way RBM Guardi Elderly New NFPAR3 7 68 static, 59 residual at 989 gpm, 7-3-89 Wet  25310/21/1997
Matthew Terrace, (West25 Thorton Way RBM Guardi Apartm Existing & NFPA 13R 19 68 static and 59 residual at 989 gpm88-3 Wet 267 8/11/1999
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Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name
MBNA New England

Medical Office Bldg, (3 121 Medical Cente
Merry Meeting Plaza, (SMerry Meeting Pla
Merrymeeting Plaza
Merrymeeting Plaza RetOld Bath Road / C
Mid Coast Hospital 58 Baribeau Drive
Mid Coast Hospital
Mid-Coast Medical Offi Bath Road
Midcoast Senior Health 58 Baribeau Drive
Mid-Coast Senior Healt 58 Baribeau Drive
MidCoast Senior Health 58 Baribeau Drive
Molnlycke Health Care Atlantic Ave

New Navy Lodge
New Physical Therapy Greenwood Road
Office Suite - Dr. Losey Main Street
Ouellet Associates New Bibber Parkway
Outdoor Adventure Cen Neptune Avenue
Parkview - 1972 Buildi 329 Main Street
Parkview Hospital
329 Main Street

Parkview Hospital

Parkview Hospital 329 Maine Street

Sprinkler Sys

Sprinkler Sys

Sprinkler Sys

Sprinkler Sys

Eastern Fire

Eastern Fire

High Tech Fi

Sprinkler Sys

Dean & Ally

High Tech Fi

Eastern Fire

High Tech Fi

Street Location Contractor Activity System Standard Safety Water Data

Offices Reamtion NFPA 13 11 67 static and 57 residual at 1188,¢5-7-02

Assiste Hrgt& n NFPA 13 11 67 static and 57 residual at 11861g6-7-02

Unused New NAB 9 67 static and 57 residual at 1186 gpm, 6-7-02

Manufa New SystemFPA 13 5+

Hotel/D New NFPA13R 7 6%istand 50 residual at 1034 gpm

Medica New NFBB 1 Peerless PE 150C 1 1/2 hp 26 GPM at 46 psi
Busines Renovation PRFA3 64 static, 51 residual at 2069 gpm, 8-18-95
Busines New Mdiiffe 5 47 static and 40 residual at 943 gpm, 1-82-9
Recreat New NFPA 13 12 70 static and 34 residual at 880 gpm, 9-99

Medica RenowvatioNFPA 13

Wet/Dry Count DatePer mit

Industrial Parkway Automatic S Office  New NFRA 12 Static 45, residual 42 at 1061 GPM, tested4J96 Wet/ 0 10/23/1995
Sprinkler Sys Medica Remiova NFPA 13 76 static and 43 residual at 825 gprapa@o Wet 55 10/24/2003
High Tech Fi Mercan New NFR2 10 65 static and 56 residual at 938 gpm, 8-237564-890 Dry 804 71712004
Maine Fire P Mercan New 15 456 4/18/2006
Eastern Fire  Mercan New NEB 9.8 Tested 06/89 Wet 0 9/29/1992
Sprinkler Sys Health  New AWFL3 9 58 static, 51 residual at 2069 gpm, 8-29-95 t Wel27 12/6/1996
Sprinkler Sys Hospita New NFPA 13 5 staic and 43 residual at 825 gpm, 4-2000 Dry 1315 6/22/2000
Sprinkler Sys Medica New NFPA 13 8 stédic and 43 residual at 825 gpm, 4-00 Wet 744 2/28/2001

Wet 88 3/1/2005

Wet 863 8/12/2002

etW 77 10/24/2002

705 4/27/2012

Dry 247  3/9/1999

0 1/8/1991

Wet37 4/1/1997

Wet 63 8/17/2000

Wet 50 7/21/2003

121 4/25/2012

Hospita Existing &NFPA 13 7 70 static and 61 residual at 1074 gpi6-85. 65 static Wet 167 6/28/2003

Hospita New NFPRA 6 64 static, 51 residual at 2069 gpm, 8-18-95

Freedom Fire Health New NABA 19 64 static and 51 residual at 2069, 8-18-95

Wet 9 12 4/30/1997

Wet 8 3 3/18/1999
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Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Parkview Hospital (Corr 329 Main Street

Parkview Hospital, (Pha329 Main Street

Parkview Medical Cent Main Street

Parkview Memorial Hos Maine Street

Parkwood Inn Route 24

Parkwood Inn, (Pool Ad Route 24

Pejepscot Mill c/o St. Raymond C

Peoples Bank, (Cooks CBath Road

Phoenix Home at The Wildwood

Ralph Homes Wildwood Develop

Richards Apartment & 155 Maine Street

Roland Blier Wildwood Estates

Ron Rando Wildwood Estates

Rosewood Place Restall?2 Lincoln Street

Sail Loft Cottage 287 Pennellville R

Saint - Gobain BT, Inc, 43 Bibber Parkway

Saint Gobain BTI, Inc., 43 Bibber Parkway

Saint John's Federal CreCushing & Dunnin

Sargent Gymnasium  College Street

Saturn of Brunswick Pleasant Street

SEARS BRUNSWICK 8 gurnet road brun

High Tech Fi

High Tech Fi

High Tech Fi

Eastern Fire

Sprinkler Sys

Eastern Fire

High Tech Fi

High Tech Fi

Eastern Fire

Eastern Fire

Eastern Fire

High Tech Fi

High Tech Fi

Automatic S

Freedom Fire

Sprinkler Sys

Sprinkler Sys

Sprinkler Sys

Eastern Fire

Sprinkler Sys

Tri State Fire

Hospita

Hospita

Hospita

Hospita

Inn

Pool

Industri

Office

Residen

Residen

Apartm

Residen

Residen

Restaur

Overnig

Manufa

Manufa

Busines

Assemb

Mercan

Existing NFPA 13
Exist@agn NFPA 13
Existing & NFPA 13
Existing PXA3
New NFPA 13
Existing & n  NFPA
New MFL3
New NFPA 13
New PNA3D
Erigti NFPA 13D
Exgnn NFPA 13R
New NFRD
New NFARD
New NFEA

Brigt& n Maine Life

Exigt& n NFPA 13

10

13

14

24

15

17

27

19

21

Date of last water test; 8/18/95; StatisBure; 68; Resid Wet 39 12/31/2001

64 static and 51 residual at 2069 gb99,7 Wet 134 7127/2000
64 11/28/2006

Static 70, residual 60 at 1074 GPM, tes@@5/89 Wet 0 11/18/1994
7.6 8t88, residual 62 at 970 GPM, tested 06/21/89 Wet 0 3/11/1992
72 static and 59 residual at 1150 gpm, 8-1995 t Wel8 12/27/2002
Dry pipe conversion 0 11/8/1990

8&tis and 44 residual at 1126 gpm, 7-12-02 Dry 255  8/5/2002

Static 89, Residual 34 at 1758 GPM tested@ 198 Wet 0 5/11/1993

Static 81, Residual 39 at 776 GPM tk86:89 Wet 0 5/6/1994
69 static and 62 residual at 1023 ,op9-89 Wet 100 4/24/2004
Static 82, Residual 50 at 889 GPM 0 2/22/1993
Static81, Residual 39 at 776 GPM 0 2/22/1993
Static 71, Residual 64 at 1186 GPM, teste@ 199 Wet 0 12/4/1992

Prime Flow pump Wet 17 4/25/2000

47 static and 40 residual at 943 ght#2-96. Peerless 5 Wet 60 12/11/2004

Exigi& n NFPA 13 12 47 static and 40 residual at 943 ght#2-96. Peerless S Wet 28 11/6/2005
New MalLife 7 48 static and 47 residual at 375 gpm, @A Wet 76 12/14/2000
New NFBA 1l 6 60 static, 51 residual at 949 gpm, 8-19-95 Wet 209 6/3/1996
New NEBA 5.4 Static 68, residual 58 at 2040 GPM Wet 0 10/28/1993
retail stenBvation NFPA 13 7.4 118 8/8/2012
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Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Brunswick Shaws Supermarket  Route 24 Fire Shield S Mercan New NFPA 13 13 tiS&8, residual 61 at 1087 GPM, tested 06/23 Wet 0 9/30/1992
Brunswick Shop N Save Maine, ElIm, and U Sprinkler Sys Mercan Exigti NFPA 13 12 Static 71, residual 58 at 943 GPM, 8789 Wet 0 1/30/1995
Brunswick Shoreline Apartments 60-62 Pleasant Stre High Tech Fi Residen New FPA13R 9 68 static, 67 residual at 943 gpm, 1992 Wet 2 8 6/21/1996
Brunswick Southern NH University Bath Road High Tech Fi Busines Existing & n A¥F13 12 80 static and 44 residual at 1126 gpm, D2A2- Dry 257 8/18/2003
Brunswick Spindal Shop 7 &9 Lincoln Stre  Freedom Fire Learnin New iNaLife 9 Goulds GT-20 pump rated at 40 gpm at &2 p Wet 45 10/29/2002
Brunswick Spurwink House Lynn Lane Eastern Fire Residen New NFPA 13D Pgerless PE 150C pump rated at 26 gpm at 46 psi Wet3 3 4/3/1997
Brunswick Spurwink House Il Chloe Lynn Lane  Eastern Fire  Residen New NEBB 4.7 Peerless PE 150C pump rated at 26 gpm ja$i46 Wet 24 5/10/1997
Brunswick Spurwink School Route 1 High Tech Fi Educati New Hydro-Pro 5 Wet 0 10/3/1994
Brunswick St Paul's Episcopal ConrPleasant Street Eastern Fire  Commu New NFPA 18 71 static and 67 residual at 746 gpm, 6-16-04 Wet86 1  7/21/2004
Brunswick St. Paul's Church 2012 27 Pleasant St. Eastern Fire  Church ReimvatNFPA 13 23 4/9/2012
Brunswick Staples Cooks Corner Automatic S Mercan New & Ren NFBA Static 85, Residual 75 (No other Data) Wet 0 4/11/1994
Brunswick Station Inn Maine Street High Tech Fi Hotel New NFPA 13 5 483 2/17/2011
Brunswick Stevens Home 52 Harpswell Road High Tech Fi Elderly Ebigt& n NFPA 13 6 65 static and 60 residual at 425 gp#h4-00 Dry 79 9/5/2000
Brunswick Stowe House 63 Federal Street  Simplex Grin Residen BExisti  NFPA 14 Non-Standard standpipe to meet brunsvodes Wet 0 3/5/1991
Brunswick Sunny Brook Village 340 Bath Road Sprinkler Ser Retirem New NFBR1 5 66 static and 45 residual at 1034 gpm, 7-30-02 t Wel23 11/19/2002
Brunswick Sweetser 329 Bath Road Eastern Fire  Office  RenovatiddFPA 13 n/a 94 static and 50 residual at 1055 gpr@919 Wet 406 10/2/2004
Brunswick Tedford Shelter Cumberland Street Eastern Fire  Shelter New drélPro 17 Static 70, Residual 67 at 943 GPM, te$890 Wet 0 10/26/1993
Brunswick Tedford Shelter 34 Federal Street  Eastern Fire  Apartm New AEBR 6 71 static and 65 residual at 1244 gpm, 426-0 Wet 68 11/30/2000
Brunswick The Times Record Maine Fire P Storage New NFPA 13 5 57 static and 45lvediat 1041 gpm, 8-30-04 Dry 477 4/8/2005
Brunswick Thibeault Energy Garag Summer Street Sprinkler Sys Repair New NFBA 1 5 63 static and 60 residual at 578 gpm, 8-7-03 Wet 32 9/15/2003
Brunswick Thirty-two Longfellow 32 Longfellow Ave Sprinkler Sys Residen New MF1I3R 7  Static 67, Residual 57 at 1022 GPM, test2d-89 Wet 51 6/14/1995
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Town

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Brunswick

Project Name

THOMAS POINT OFFI 14 THOMAS POl  Freedom Fire

Thornton Oakes Duplex Matthew Drive Sprinkler Sys

Thornton Oaks Thorndike Way Sprinkler Sys

Thornton Oaks Duplex Matthew Drive Sprinkler Sys

Three Hundred Thirty-t 332 Bath Road Life Safety Fi

Threehundred-twentyni 329 Bath Road Eastern Fire

Toy Works Cooks Corner Mall High Tech Fi

Truesdell - B & B Pennellville Road  Freedom Fire

Two-hundred ten Mere 210 Mere Point Ro Sprinkler Sys
United Pejepscot Housi Jordan Avenue Eastern Fire
United Pejepscot Housi Pejepscot Terrace  Eastern Fire
Wal-Mart Route 24 - Old Bat Eastern Fire
Wal-Mart, (Brunswick) Bath Road High Tech Fi
Wildwood Development Wildwood Drive Eastern Fire
Wildwood Development Wildwood Street Eastern Fire
Williamsburg (Burlingt Haywood Lane High Tech Fi

Wood Lawn Towers Water Street Eastern Fire

Woodrise Development Kimberly Circle Eastern Fire
Woodrise Development Lot #10 Eastern Fire
Woodrise Development Lot #8 Eastern Fire

Yankee Sports Cooks Corner Mall High Tech Fi

Street Location Contractor Activity System Standard Safety

Water Data Wet/Dry Count DatePer mit
OFFIC New System PNA.3 5.6 284 10/19/2012
Residen New NFRD1 11 Static 70, Residual 55 at 919 GPM tested 0894.3- Wet 0 6/22/1992

Residen New NFRR1 10 Static 68, Residual 59 at 989 GPM, Wet 0 1/10/1994

Residen Existing FMA 13D None given VOI 0 10/31/1990

Apartm New NFP3RL 24 90 static and 60 residual at 1100 gpm, 7-02 Wet 9 9 11/18/2005
Industri  Existing NFPA 13 20 Static 94, Residual 50 at 1055 GPM tet889 Wet 1/25/1994
Retail  Both NFEB3 5  Static 85, Residual 75 at 822 GPM tested 0985 Wet 127 7/14/1995
Bed & New Malife 20 Primeflow PF 15 pump rated at 26 gpm apdi8 with wa Wet 50 9/18/1998
Residen New PNA3R 5 51 static and 46 residual at 1034 gpm, 84.8- Wet 58 12/8/1999
Housin New NFPR 1314 83 static and 60 residual at 1244 gpm, 7-5-01 Weit15 6/12/2002
Housin Hgsti NFPA13R 38 85 static and 63 residual at 977 gpm Wet 0 4/14/1992
Retail New PXFL3 6.4 Static 81, Residual 46 at 1150 GPM test2d-89 Wet 0 10/6/1992
Mercan New NFPA 13 7 fHlisand 51 residual at 1150 gpm, 3-30-01 Dry 967 3/14/2005
Residen Existing NFPA 13D 34 Static 98, Residual 34 at 1758 GPM, te$887 Wet 0 4/6/1994
Residen Exgstin NFPA 13D 37 Static 81, Residual 39 at 776 GPM, te$889 Wet 0 6/29/1994
Residen Existing WEBD 22 Static 50, Residual 40 at 100 GPM (Tant &y Wet 0 2/8/1994
Residen New NFPA 1%  Static 80, Residual 62 at 1160 GPM, tested 0692-9 Wet 0 7/13/1994

Residen NFPA13 10 Peerless Pump rated at 26 GPM at 46 PSI Wet 0 10/4/1994
Residen New NFPA 13D 15erless Pump rated 26 GPM at 46 PSI Wet 0 3/16/1993
Residen New NFPA 13D 18 rlesge Pump rated 50 GPM at 38 PSI Wet 0 7/29/1993

Mercan Renawat NFPA 13D Static 85, Residual 75 at 822 GPM 09%5/taken from Wet 0 7/17/1995
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Town

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

Cape Elizabeth

12/20/2003

6/12/2002

3/21/2001

3/25/2000

2/22/2005

7/29/1993

10/5/1999

8/10/1998

12/31/2001

8/17/1990

11/16/1998

9/25/1998

9/21/1998

12/12/1994

10/13/1994

8/25/2001

10/28/2003

9/17/2004

4/1/2002

231 2/6/2001

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Aucocisco School Freedom Fire Educati New Hydro-Pro 9  Gould pump ratetbagpm at 70 psi Wet 75
Cape Elizabeth Commu Route 77, 343 Oce Freedom Fire CommuovR&éon NFPA 13 8 77 static and 50 residual at 978,gpm Dry 208
Cape Elizabeth Fire Stat Jordan Way Sprinkler Sys Fire Sta New MAFP 7 65 static and 46 residual at 1048 gpm, 6-19-94 Wet 142
Cape Elizabeth Garage Spurwink Avenue Sprinkler Sys Garage New  NFPA 13 6 104 static and 82 residual at 1519 gpn)-82 Wet 181
Cape Elizabeth High Sc 345 Ocean House  Sprinkler Sys Educaistibg & n NFPA 13 8 74 static and 55 residual at@@pm, 6-16-04 Wet 2207
Cape Elizabeth High Sc Ocean House Road Simplex Grin Educativ Ne NFPA 13 4  Static 67, Residual 30 at 919 GPM Wet 0
Cape Elizabeth High Sc Route 27 Eastern Sprin Educati New NFPA 110 77 static and 50 residual at 978 gpm, 6-9-94 Wet 4 6
Cape Elizabeth Middle 14 Scott Dyer Roa Eastern Fire  Edué&novation NFPA 13 dn dna Dry 45
Cape Elizabeth Police S Jordan Way Sprinkler Sys Police  New NEBA 9.2 Date of last water test 6/19/94; Static Rmres65; Resid Dry 213
Cape Elizabeth Portable Scott Dyer Road High Tech Fi Educati Eeken NFPA 13 None Given Dry 117
Cape Elizabeth School, Scott Dyer Road Eastern Sprin Educatho®sion NFPA 13 dn 91 static and 56 residual at 1§89, 1993 Wet 68
Chancellor Park at Cape 78 Scott Dyer Roa Fire Suppress EldeXgw NFPA 13R 12 95 static and 58 residual at 1240,3gh29-98 Dry 604
Chatfield/Higgins Resid Ram's Head Estate High Tech Fi Home  New FPANL3D 11 88 static and 57 residual at 1267 gpm4199 Wet 129
Elementary / Middle Sc  Scott Dyer Road Sprinkler Sys  School stibg NFPA 13 8  Static 65, Residual 46 at 1048 GPNete$994 Wet 0
Elementary / Middle Sc  Scott Dyer Road Sprinkler Sys School stibg NFPA 13 8  Static 65, Residual 46 at 1048 GPNete$994 Wet 0
Ledge Mere Country Da 243 Mitchell Road Eastern Fire Day SewN Hydro-Pro 6.4 Date of last water test; 6/22/90tatiSPressure 59; Resi Wet 13
MMC Spurwink Medic ~ Spurwink Eastern Fire  Office  RenovatiddFPA 13 6 67 static and 48 residual at 1162 gpm,-822Then 70 s Wet 40
Pond Cove Elementary Scott Dyer Road Sprinkler Sys Educatistibg & n NFPA 13 10 65 static and 46 residual at&gpm, 1994 Wet 74
Spurwink Medical Offic  Spurwink Avenue High Tech Fi Medica New FPKW 13 5 89 static and 60 residual at 1233 gpm, &729- Dry 303

St Albans Episcopal Ch Shore Road Simplex Grin Church New NFRA 1 8 90 static and 67 residual at 1373 gpm, 1994 Dry

St Bartholomew's Churc Two Lights Road  Atlantic Auto Church wNe NFPA 13 12 79 static, 44 residual at 1113 Wet
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Town

Cape Elizabeth

Casco

Casco

Casco

Casco

Casco

Casco

Casco

Casco

Casco

Casco

Chebeague Island

Chebeague Island

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Project Name
Viking Nursing Home

Camp Sunshine

Camp Sunshine

Camp Sunshine

Casco Inn

Casco Inn, (Barn, Base Route 121

Hamilton House

Meyer Development, (L Colonial, (Lot 7)

Orlander #3

Chebeague Elder Care

#6 Ridge Road hallmark #6 Ridge Road

Fire Lane Q11 Simplex Grin Home  New NFPA 13D 5 GouldslIRRATOR pump rated at 50 gpm at 50 psi
Meyer Development, (L Ranch Style, Lot 4 Scott Nason Home  New NFPA 13D 5
Meyer Development, (L New Colonial, (Lot Scott Nason Home  New NFPA 13D
Scott Nason Home  New NFPA 13D 13
Mitchell Road Martin & So Home  New NFPA 13D 7 Need atske26 gpm at 43 psi at s-1.
South Road High Tech Fi Elderly New dréfro 7 Pump rated at 40 gpm at 45 psi
Chebeague Island Recre School House Roa High Tech Fi Asseraly N Hydro-Pro 28 Gould SST pump rated at 86 gpm at g4i.5
High Tech Fi Home  New NFPA 13D 8
Lot 10 McPherson P Residen New System NFPA 13

Autumn Ridge Lot 10

Autumn Ridge Lot 5

Autumn Ridge Lot 8

Buck Residence

Chase Custom Homes

Chase Residence

Cottage Farms Condo

Lot 5 Autumn Rid McPherson P Residen NeweB8ysNFPA 13D 5

8 Autumn Ridge R Johnson Plu  Residen Nete®ysNFPA 13D

59 Sanderson Lane High Tech Fi Home  New NEFA 17 39 static and 38 residual at 58 gpm

West Branch Sub- Freedom Fire House Neve®ysNFPA 13D 7.1

West Branch Dean & Ally Home  New NFPA 13D 6 @sypump rated at 50 gpm at 50 psi

330 Main Street John ScottP  Home  New NFHA 1

Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Scott Dyer Road Eastern Fire  Nursingv Ne NFPA 13 7  Static 91, Residual 56 at 1256 GPM te8804-92 Dry 0 12/10/1993
Acadia Road High Tech Fi Health New NFPA 13 9 96 stegad on 6-6-08. 409 2/14/2008
35 Acadia Road High Tech Fi Dormit New NFPA13R 7 PeerBVF86 pump rated at 300 gpm at 65 psi Wet 7211/22/1999
35 Acadia Road High Tech Fi Assemb New NFPA 13 5 Pattess@VIP pump rated at 500 gpm at 65 psi Dry 393 3/11/2000
434 Roosevelt Trai Sprinkler Ser Residen New NFPA 13 28erlBss pump rated at 250 gpm at 60 psi with T0ga@0 Dry 217 12/31/1999
Sprinkler Ser Residen New Maine Life 34 PssrdeGoulds Model 3073 in series. Goulds rated/éet 45 10/2/1996

Wet 34 9/13/2001

15 3/1/2007
24 3/1/2007
24 3/1/2007

34 7/25/2006

Wet 48 7/13/1998

Wet 52

10/27/1997

28 3/23/2007

32 5/1/2012

20 4/27/2012

31 9/17/2012

Wet 98 3/28/2005

28 1/18/2011

Wet 74 4/24/2004

46 12/21/2006
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Town

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Cumberland

Project Name

Croteau Residence
Cumberland House
Cumberland Town Offi
Drowne Road School
Exactitude

Fraser Residence
Greely High School
Greely Middle School
Green Dental

Hanley Residence

Ken & Sharon Marks

Lagomarsino Residence West Branch Lot 1

Ledgeview Assisted Liv 92 US Route One

Ledgeview Estates Boar US Route 1

Longwood Meadows, (L Route 9

Lucinda's Day Spa

McMillin/Murphy Resi

Morin Residence

Norton Insurance

OLD COLONY LOT 7

Old Colony, (Lot 2)

Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit
Lot 6, West Branc Denali Fire P Home  New NABER 13 Goulds pump rated at 50 gpm at 50 psi Wet 32 1/19/2005
5 Hulit Way Dean & Ally Home  New NFPA 13D 5 &@tic and 49 residual at 50 gpm, with Monarch G20Wet 37 11/16/2004
Tuttle Road Sprinkler Sys Busines New NFPA 136 98 static, 74 residual at 1210 gpm, 8-29-97 Dry 652 10/6/1997
Drowne Road Eastern Fire  School New NFPA 13  Satic 87, Residual 52 at 1210 GPM tested 08-29-97 ry D 331 4/21/1998
Route 1 Eastern Fire  Door st New System NEPA 11. 303 6/5/2012
West Branch Dean & Ally Home  New NFPA 13D 5 [@swpump rated at 50 gpm at 50 psi Wet 28 4/24/2004
Main Street Eastern Fire  Educati New Maifee L 11. Static 50, residual 41 at 1074 GPM Wet 0 4/17/1991
357 Tuttle Road Dean & Ally Educati New NFPA 10 78 static and 55 residual at 1244 gpm, 4-23-02 et W1301 6/27/2003
US Route One High Tech Fi Office  New NFPA 13 5 Test gave 65 static and 60 residual. 62 3/14/2007
West Branch, Lot Dean & Ally Home  New NFFPIDL 5 Goulds pump rated at 50 gpm at 50 psi Wet 34 9/14/2004
41 Westmoor Mark Nigro  Home  New NFPA 13D 26 3/4/2008

Dean & Ally Home  New NFR3D1L 6 Goulds pump rated at 50 gpm at 50 psi Wet 28 9/17/2004

High Tech Fi Home  Existing &aine Life 11 50 static and 25 residual at 260 gp@04 Dry 50 12/11/2004

High Tech Fi Boardin New Hydro-Pro  Static 46, residual 41 at 1074 GPM Wet 0 6/22/1992

Freedom Fire Home  New NFPA 13D 9 Puatgolat 50 gpm at 50 psi. Wet 37 12/31/2002

Route 1 at Powell Dean & Ally Spa New NFRBA 1 6 79 static and 70 residual at 1193 gpm, 4-12-05 D32 4/30/2005
West Branch Dean & Ally Home  New NFPA 13D 6 [@swpump rated at 50 gpm at 50 psi Wet 35 3/29/2004
118 Bruce HillRo Martin & So Home  New NFP20L 7 70 static and 60 residual at 30 gpm on pump M&ll h  Wet 0 10/4/2002
Route 1 Dean & Ally Office  New NFPA 13 79 wtand 70 residual at 1193 gpm, 4-12-05 Dry 188 1/24/2006
LOT 70LD COL Dean &Ally RESID New System R&K13D 4.2 36 7/31/2012
Old Colony Estates Dean & Ally Home  New NFB® 6 Goulds pump rated at 50 gpm at 50 psi Wet 43  1/6/2006
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Town Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Cumberland Osgood Condos, (Unit 317 Main Street John Scott P Home  New NFHA 113 42 7/30/2007
Cumberland Osgood Condos, (Unit 317 Main Street John Scott P Home  New NFHA 1 12 12 7/30/2007
Cumberland Osgood Condos, (Unit 317 Main Street John Scott P Home  New NFHA 1 6 18 7/30/2007
Cumberland Ryder Residence West Branch Lot 1 Dean & Ally Home  New NFP¥D1 5 Goulds pump rated at 50 gpm at 50 psi Wet 29 9/17/2004
Cumberland Seafax 62 US Route 1 Dean & Ally Office  New NFPA 13 62 static and 50 residual at 2012 gpm, 9-29-05 Wet 8 15 11/9/2005
Cumberland Seafax Route 1 High Tech Fi Office Renovation NFPRA1 12 32 11/7/2006
Cumberland SHP Management Thomas Drive & R Dean & Ally Office  New NFRA 5 50 static and 37 residual at 1020 gpm, 6-28-01 y Dr129 9/14/2004
Cumberland Stebbins Residence 6 Hulit Way Sprinkler Ser Home  New NFPA 13D 8 oufds GT 10 pump rated at 32 gpm at 41 psi Wet 41 9/27/2005
Cumberland Sunset House Bed & Br Chebeague Island Dean & Ally Bed & New Mdiiie 10 Gould PF20 pump rated at 50 gpm at 50 psi t We 40 6/5/1997
Cumberland Sunset Ridge Route 4, Longwoo Freedom Fire Home  New NFBA 1 17 Goulds GT-10 pump rated at 30 gpm at 47 psi. Wet30 1/27/2004
Cumberland Toddle Inn Daycare Thomas Drive Simplex Grin Daycar New NFPA 13 2 Water date test: 6-28-01; Static; 42; ResiduaF® in Wet 78 7/19/2001
Cumberland Tuttle Road United Met Tuttle Road Eastern Fire Class R Existing &ydro-Pro 40 72 static and 5 residual at 375 gpi3-B3, Peerless 503 Wet 39 10/20/2000
Cumberland West Branch, (Lot #13) West Branch Lot 1 Dean & Ally Home  New NFF3D1 6  Goulds pump rated at 50 gpm at 50 psi Wet 28 10/2/2004
Cumberland Center Greely Jr. High School, 303 Main Street Sprinkler Sys Edudéew NFPA 13 6 78 static and 55 residual at 1244 gpid3-02. Armstro Dry 0 6/2/2005
Cumberland Center Mabel Wilson School Tuttle Road Sprinkler Sys School New ydrétPro 10 Static 47, residual 33 at 964 GPM, te8®&/89, Peerless Wet 0 12/16/1993
Cumberland Center Tuttle Road United Met 52 Tuttle Road Sprinkler Sys  WorshewN Hydro-Pro 15 Static 73, residual 5 at 375 GPMget:68/29/89, Peerles Wet 0  11/2/1992
Cundys Harbor Cundy's Harbor Fire De Cundy Harbor Roa Eastern Fire  Fire Dew Ne Hydro-Pro 7  Gould PF 20 pump rated at 28 gpm at$2 p Wet 65 11/15/1999
Falmouth Addison Capital 2012 12 Northbrook Dri  Sprinkler Sys Offices Newstm NFPA 13 5+ 197 8/20/2012
Falmouth Alzheimers Project Northbrook Drive  Eastern Fire Medica New $t80, Residual Dry 0 5/17/1993
Falmouth Aspenwood A-1 Ridgewood Estates Sprinkler Sys Residen Nete8y NFPA 113D 5+ 35 8/7/2012
Falmouth Aspenwood E-1 Ridgewood Estates Sprinkler Sys Residen Neste8y NFPA 13D 5+ 35 8/7/2012
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Town

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Project Name
Barry Fowles & Co.

Baxter School for the D
Baxter School, Building
Bell Single Family Dwel
Blackstrap Heights, Lot
Chamard Residence
CIGNA

Costa Home

D W Lunt School

David Hall

Deer Ridge House
Deer Ridge, Lot #10
Deer Ridge, Lot #2
Deer Ridge, Lot #3
Deer Ridge, Lot #5
Deer Ridge, Lot #6
Deer Ridge, Lot #7
Deer Ridge, Lot #8
Deer Ridge, Lot 11
DeWolf Residence

Dimillo House

Street Location Contractor Activity System Standard Safety

6 Fundy Road Eastern Fire
Mackworth Island ~ Simplex Grin
Mackworth Island  Sprinkler Sys
Grist Mill Road Freedom Fire
12 Blackstrap Stre High Tech Fi
Oxford Woods
6 Fundy Road Eastern Fire
Oxford Woods
Lunt Road

Eastern Fire

1 Summit Terrace High Tech Fi

Route 9 Simplex Grin
Deer Ridge Road  Simplex Grin
Route 9 Simplex Grin

8 Rosewood Drive  Simplex Grin

Deer Ridge Road  Simplex Grin
Route 9 Simplex Grin
Deer Ridge Simplex Grin
Deer Ridge Road  Simplex Grin
Deer Ridge Simplex Grin

10 Summit Terrace Sprinkler Ser

9 Arbor Road Simplex Grin

Dean & Ally Home

Dean & Ally Home

Water Data

Wet/Dry Count DatePer mit

Office  New NFPA 13 &8 static and 67 residual at 787 gpm, 5-20-92 Wet 213 2/10/2003
Dormit  Renovatio NFPA 13 dn dna Wet 209 7/30/1996
Educati Renovat NFPA 13 5.8 99 static, 68 residual at 1384 gpr21&®3 Wet 213 2/25/1997
Home New NFPA 13D3 ZPrimeflow PF 15, 1.5 Hp pump rated at 25 gpm gv&0 Wet 36 11/30/1998
Home New NFBR1 7 Gould Pump rated at 20 gpm at 35 psi Wet 19 3/14/1996

New NFPA 13D 10 @Gwupump rated at 50 gpm at 50 psi Wet 39 10/3/2002

Office  Renovation PNE3 n/a n/a Wet 59 11/5/2004

New NFPA 13D 0 10/8/2002

School New NFPA 13 N&iven Dry 0 10/30/1997
Residen New ANEBD 6 Gould NPT/2ST Pump rated at 40 gpm. At 104 ps  Wet 32 1/24/1998
Home  New NFPA 13D 6 Peefs550 pump rated at 80 gpm at 24 psi Wet 19 7/26/1997
Home New NFPA 13D5 Peerless PE 150 pump rated at 80 gpm at 24 psi We24 7/12/1996
Home New NFPA 13D 10 PeefREs 150C pump rated at 30 gpm at 43 psi Wet 22 2/9/1996
Residen New NHEBR Peerless Pump Model # PE150DC, UL listed, rate2D Wet 0 10/31/1995
Home  New NFPA 13D Beerless Pump model # PE150, UL lisited, rateda@B Wet 29 11/20/1995
Home New NFPA 13D 6 Peeffs450C pump rated at 30 gpm at 43 psi Wet 27 3/29/1996
Home New NFPA 13D 8 RasrPE 150 pump rated at 80 gpm at 24 psi Wet 26 5/29/1996
Residen New NFBB 1 Peerless PE 150C, UL, 30 GPM at 45 psi Wet 0 10/31/1995
Home  New NFPA 13D 20 IeesiPE 150 pump rated at 80 gpm at 24 psi Wet 20 9/17/1996

Home New NFBB 1 16 Goulds GT-20 pump rated at 40 gpm at 51 psi Wet 8 5 12/18/2002
Home  New NFPA 13D 6 rfkess PE150 pump rated at 80 gpm at 24 psi Wet 25 2/3/1997



Town

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Project Name
Dr Nelson's Dental Offi US Route 1
Elm Ice & Oil Garage  Gray Road

Elm Landing Lot #2 Elm Landing Lot #
Exit 10 Retail Building West Falmouth Cr
Falmouth By The Sea Foreside Road
Falmouth By The Sea 191 Foreside Road
Falmouth Cinema US Route 1
Falmouth Congregation 267 Falmouth Roa
Falmouth Country Club, One Congressional
Falmouth High School Woodville Road
Falmouth House Grist Mill Road
Falmouth Library Lunt Road
Falmouth Medical Offic Northbrook
Falmouth Medical Offic Bucknam Road
Falmouth Office Buildi 417 US Route 1
Falmouth Office Expans US Route One
Falmouth Orthopaedic Northbrook Drive
Falmouth Public Works 101 Wood Road
Falmouth Shop N Save Gray Road

Falmouth Shopping CenRoute 1

Falmouth Shopping CenRoute 1

Simplex Grin Home

Eastern Fire

Eastern Fire Dental New

Sprinkler Sys Busines New
All Aspects P
Mercan New

Atlantic Auto

Eastern Fire

Eastern Fire Health Bygsti
Eastern Fire Movie Both
Eastern Fire  Church New

Nursing Both

Street Location Contractor Activity System Standard Safety

NFPA 13

NFPA 13

Residen Newt&yn NFPA 13D

NFEA

NFPA 1

Hydro-Pro

NFPA 13

NEPA

Sprinkler Sys Clubho Reimvat NFPA 13

Sprinkler Sys Educati New
New
High Tech Fi
Offices, New
Sprinkler Sys Offices, New
Sprinkler Sys Office  New
Simplex Grin  Busines
Sprinkler Sys Busines New
Simplex Grin  Service
Sprinkler Sys Mercan New
Simplex Grin  Mercan
New

High Tech Fi Busines

Library Existing

New

NFRA 1

Water Data
100 static and 99 residual at 1331 gpm, 4-8-03

12ticST4, Residual 32 at 1501 GPM tested 08-18-92

5 80 static and 72 residual at 1086 gpm, 5-20-98

Static 77, Residual 52 at 1210 GPM tested 05-13-94 Wet 0

16 Static 77, Resdiual 52 at 1210 GPNet85-31-94

18ati&92, Residual 70 at 1404 GPMTested 05-31-94

6 56 static and 44 residual at 1113 gpm, 8-18-92

n/a 79 static and 65 residual at 2186 dpit-92

6 63 static and 55 residual at 1210 gpm, 11-10A8&®stro Wet

NFPA 13D 0 1Peerless PE 150 pump rated at 80 gpm at 24 psi

NFPA 13 9  Static 85, Residual 32 at 949 GPM tested 052692
None @Give
NFPA 136 84 static, 80 residual at 2372 gpm, 5-20-92
HyBro- 5 78 static and 74 residual at 2226 gpm, 8-18-94
NFPA 13 14 static and 61 residual at 1311 gpm, 6-22-93
Hy@ro 12 84 static and 80 residual at 1529 gpm, 9d.4-

New & exidFPA 13

NFPA 13

NFPA 13

dn 51 static and 36 residual at 1007 gp26-82

9 t8bicsand 72 residual at 1086 gpm, 5-20-98

Existing & n NFPA 1 16 96 static and 92 residual at 390 gpm, 6-20-05

S@ficResidual 82 at 1680 GPM

Wet/Dry Count DatePer mit

Wet 107 4/3/2003

Wet44 11/16/1995

37 9/17/2012

t Wd77 3/16/2000
6/26/1995

Wet 0 12/14/1994
Wet 0 10/3/1995

y Dr377  11/19/2003
Dry 225  4/22/2004
1385  4/20/2000
Wetd 3 2/28/1997
Wet 0 1/11/1995

Dry 0 7/11/1990
Wet 446 3/14/1996

et W122  11/11/1999
Wet 8 29 5/4/2000
Wet 73 9/6/2002
Wet 38  8/18/1999
Wet 754 3/25/2000
Wetl5  12/25/2005
Wet 0 1/14/1991
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Town

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Project Name  Street Location Contractor Activity System

Falmouth Town Hall Falmouth Road

Falmouth Village Cente Route One

Falmouth Village Cente Route One

Family Ice Clearwater Street

Flagship Cinema Route 1

Fordyce Residence Oxford Woods

Foreside Fire Station ~ Route 88

Fox Residence Oxford Woods

Friedman Residence  Oxford Woods

Frustaci House (HouseDeer Run Road

Fundy Road Office Buil Fundy Road

Gorham Savings Bank, Exit 10 West Falm

Gosselin House Summit Terrace

Governor Baxter School Mackworth Island

Greener Postures Yoga West Falmouth Cr

Handy Boats/Sea Grill 215 Foreside Road

Hepburn House Summit Drive

Hilltop Lodge Blueberry Lane

Infinity Car Dealership US Route 1

Integrative Health Cente202 US Route 1

Key Bank US Route 1

Maine Fire P Busines

High Tech Fi Mercan

High Tech Fi Mercan

Eastern Fire  Assemb New

New

New

New

Standard Safety Water Data Wet/Dry Count DatePer mit

NFPA 13 .5 56 static, 44 residual at 1113 gpm, 1992 Wet 296 7/23/1996
NFPA 13 5 @fcsand 93 residual at 2599 gpm, 8-1-99 Dry 189  6/7/2000
NFPA 13 5 @fcsand 93 residual at 2599 gpm, 8-1-99 Dry 189  6/7/2000

NEPA 20 96 static and 93 residual at 2599 gpm, 7-31-97 Wet 334 10/9/1998

Eastern Fire Assemb Renovation NFPA 13In 88 static, 79 residual at 1491 gpm, 5-20-92 Wet 27 5/6/1996
Dean & Ally Home  New NFPA 13D 7 %atie and 49 residual at 50 gpm Wet 40 5/20/2003
High Tech Fi Fire Sta New Hydro-Pro 5 ati6t54, Residual 40 at 1061 GPM Wet 0 10/28/1991
Dean & Ally Home  New NFPA 13D 9 %t and 49 residual at 50 gpm, from pump and taet 65 4/7/2003
Dean & Ally Home  New NFPA 13D 10 datic and 49 residual at 50 gpm, Wet 38 12/18/2002
Eastern Fire Home New NFPA 13D BRéerless Pump 150C, UL listed, rated at 50 GP884dt Wet 0 6/26/1995
Eastern Fire  Office New NFPA 13 12 st@%ic and 67 residual at 1574 gpm, 1992 Dry 0 12/9/1993
Freedom Fire Busines New NEBA 76 static and 72 residual at 1086 gpm, 5-20-98 y Dr 94 8/18/1999
Simplex Grin Home  New NFPA 13D 5eerfess PE 150 pump rated at 80 gpm at 24 psi Wet 46812/16/1997
Sprinkler Sys Acade  New NFRA1l 5 99 static and 68 residual at 1384 gpm, 6-21-93 Wett03 11/12/2003
High Tech Fi Yoga St Renawvati NFPA 13 51 9/5/2012

Simplex Grin Offices- Additof NFPA 13 14. 222 4/30/2011
Simplex Grin Residen New NFPA 13D Peerless PE150 pump rated at 80 gpm at 24 psi Wet 347/26/1997
Eastern Fire  Apartm Existing &N\FPA 13R 5 46 static and 40 residual at 1006 gp6+04 Dry 533 5/3/2004
Eastern Fire  Mercan New NFPA 13 8t&ticS74, Residual 62 at 2240 GPM tested 12-16-92 t We 0 1/22/1993
Sprinkler Sys Office  RenovatidNFPA 13 dn 96 static and 93 residual at 2599 gpBi-B7 Wet 67 11/6/2001

Eastern Fire  Busines

Renovation ANFP Relocating pendent heads to accomadate neing:eil 26 8/15/1997
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Town

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Falmouth

Project Name  Street Location Contractor Activity System Standard Safety Water Data Wet/Dry Count DatePer mit

Loni Roccy Spec House 121 Foreside

Lot E-3 Ridgewood 85 Ridgewood Dr

Lot E-4 Ridgewood 87 Ridgewood Dr

Maine Line Technology Northbook Drive

Maine Medical Partners 5 Bucknam Road

Maine State Ballet 348 US Route 1

Martin's Point Health C Clearwater Drive

Middle School Woodville Road

Morang Mazda Dealer 187 Route 1

Morganfield Developme Lot 2, Corner of Bl

Morganfield Developme Blackstrap & Hurri

Morganfield, (Lot # 11) Blackstrap Road

Morganfield, (Lot # 12) Blackstrap & Hurri

Morganfield, (Lot #1)  Blackstrap & Hurri

Morganfield, (Lot #5)  Blackstrap & Hurri

Morganfield, (Lot #6)  Blackstrap Road

Morganfield, (Lot #8)  Blackstrap & Hurri

Morganfield, (Lot 10)  Hurricane & Black

Morganfield, (Lot 13)

Morganfield, (Lot 2) Forestview Drive

Morganfield, (Lot 3) Forestview Drive

McPherson P Residen New SystemANBP 35 8/2/2012
Apex Manag Residen New SysteFPAN13D 5.0 27 7/10/2012
Apex Manag Residen New SysteFPAN13D 7 27 9/6/2012
Atlantic Auto Office  New Maihéfe 11 97 static and 83 residual at 1520 gpm, DB04- Wet 85 9/15/2000
Sprinkler Sys Medica RenovatidiFPA 13 96 4/27/2012
Sprinkler Sys Ballet S New NHABA 10 85 static and 81 residual at 1034 gpm, 8-22-90 et W 143 9/29/2004
Eastern Fire Health Exgtin  NFPA 13 Relocating existing sprinklers Wet 0 9/21/1992
Eastern Fire  School, New NFRBA 1 Static 58, Residual 27 at 